








INDEX 1-541

Membrane structures

Permanent .............oovvviiinninnnnns Table 1.12.20(a), 25.1, 25.5,
A25.1.6,A.25.1.8,A.25.5.3.3.1
Temporary ......... Table 1.12.20(a), 25.1, 25.6, A.25.1.6, A.25.1.8
Fireworks sales ..........oooiiiiiiiiiiiiiinennna.. see Fireworks
Mercantile occupancies ..................... 13.3.2.21, 13.3.2.22, 20.12
Aerosol products ........covviiiiiiiii 61.6
Christmas tree provisions ...........c.cooeeveiiniininen, Table 10.14.1
Class A (definition) ......coveeeviiiiiiriieiiiiineniinnes 3.3.165.17.1
Class B (definition) ........ccoiviiiiiiiiiiiiinieinnnennns 3.3.165.17.2
Class C (definition) .........oiiiiiiiiniininiiiiiiinann 3.3.165.17.3
Definition ............... 3.3.165.17, 6.1.10.1, A.3.3.165.17, A.6.10.1
Detection, alarm, and communication systems ........... 13.7.2.17,
13.7.2.18
Extinguishers, portable fire ............... Table 13.6.1.2, 20.12.2.2
Fireworks, consumer ........... 65.11, A.65.11.1 to A.65.11.5.1.2(3)
Flammable and combustible liquids ......................... 66.4.5.6
Hazardous materials storage and use ...... 60.1.3.3, Table 60.3.2.3
Means of egress, occupant load ...................... Table 14.8.1.2
Multiple occupancies ..... 6.1.14.1.2, Table 6.1.14.4.1, A.6.1.14.1.2
Oxidizers, storage and display of ............... 70.2.9,A.70.2.9.2.1
Metals, combustible, fires .......... see Class D fires, extinguishers for
MeZZAMINES ......oouiiiniiiitii i 10.12.3.7.1
Definition ....o.veiiii i 3.3.161
Means of €gress .............cooiiiiiiiiiiiiiiin, 14.8.1.6, 14.9.1.1
Mini-storage buildings .......................... see Storage occupancies
Mixed occupancies ................ooiiiin 6.1.14.1.1(1), 6.1.14.3
Definition ....ccovviiiii e 6.1.14.2.2
MiXing rooms ..............oooeiieiiiinnn. 43.1.6.3, 43.1.7.1, A.43.1.7.1
Model rocketry ............oooiiiii see Rockets, model
Modifications, code ...............oiiiiiiiiiiiiiian... 1.4,45.1.2,4.5.2
Motion picture soundstages ........................ 20.16.1.2, Chap. 32
Motor fuel dispensing facilities ................... 30.1, 30.3, Chap. 42,
A.30.1.5.1 t0 A.30.1.6.9
Aircraft ... see Aircraft fuel servicing
Alternate fuels ..............ccooiiiiiiiiiiia. 42.2.8,42.5, 42.8.6.2,
A42.283.3,A.425.1.1 t0A.42.5.3
Definition ......ooooviiiiiiiiiiiiiii 3.3.165.24
Fleet vehicle motor fuel dispensing facility ................. 42.2.1.1,
42.2.1.2,42.2.3.3.2.6, 42.2.6.1.5.6
Definition .......covviiiiiiiiiiii 3.3.165.24.1
Forest products storage, manufacturing, and
Processing .............o.oounns 31.3.2.1.6.1,A.31.3.2.1.6.1
Located inside buildings ......................... 42.2.1.1,42.2.3.2.1,
42.2.3.10, 42.2.6.1.5, 42.2.7.4, A.42.2.6.1.5.7
Definition ... 3.3.165.24.3, A.3.3.165.24.3
Fastfill fueling ..............coo 42.5.1.4.3.12
Marine ..........ooo.eel. see Marine motor fuel dispensing facilities
Permits ......coocoiiiiiiiiiiiiiii Table 1.12.20(a), 30.1.1.3,
42.2.2.1,42.3.1.4, 42.4.1.2, 42.5.2.2.4, 42.5.3.1
Piping ...ooooviii 42.2.4
Storage requirements ............. 42.2.3,A.42.2.3.3.2 t0 A.42.2.3.9
Motor vehicle fluids ... 22.9
DefINition ....cvvitieit ittt aens 3.3.162
Motor vehicles ........................... 1.3.5; see also Salvage vehicles
Aerosol products storage, use, and handling ....... 61.4.6.6.2(13),
61.7.3.1(13)
Air bag systems ........ooiiiiiiiii 2294
Alternative fuels ....... see Compressed gas systems; LP-Gas systems
Baled cOtton StOrage areas ...............ocoeeeeniineniniini.s L.6.2.4
Combustible fiber storage room or building, use in/near .... 45.4
Cryogenic fluids, loading and unloading of ......... 63.4.13.10.3.3
Exposition facilities ...............ocooo 20.1.4.5.4.12
Forest products, storage of ................ 31.3.2.1.6, A.31.3.2.1.6.1
Fueled equipment, storage of ............................. 10.19.7
Hazardous materials areas, protection of .................. 60.1.2.13
Spray application, undercoating and body lining ............ 435.1
Waste or refuse transport ..............oooeiiiii 19.1.8
Wrecking yards ................. Table 1.12.20(a), Chap. 22
Moving walks ... 14.11.4
Multilevel play structures ........................... 20.1.3.1,A.20.1.3.1

Multiple occupancies .......................... 1.3.4,6.1.14,A.6.1.4.1.2

Definition ........ccocvvviiiiiiiiiiiiii 6.1.14.2.1

Multiplug adapters ... 11.1.5.1
-N-

Natural barricades ... see Barricades

Nesting (definition) ...............ocoiiiiiiiiiii 3.3.163

No exit, marking of .......................... 14.14.6.5.3,A.14.14.6.5.3

Noncombustible material (definition) ........................ 3.3.157.8

Nondedicated smoke control systems (definition) ......... 3.3.233.10

Nonflammable gas .............. 63.1.3.1(1) (b), Table 63.2.3.1; see also

Compressed gas
Definition ........oooiviiiiiii 3.3.124.11

Normal temperature and pressure (NTP) (definition) ........ 3.3.164

Notice of violations, penalties ..........................on 1.16

Notification
Emergency forces ....................... 13.7.1.4.10, 42.2.7.5.5, ].7.1

Special outdoor events, carnivals, and fairs .............. 10.15.9
Occupant notification ...................... 4.4.4,13.7.1.49,A4.44

Nursing homes ........................ see also Health care occupancies
Definition .............ooocn .. 3.3.165.18
Smoke detection systems .................... 13.7.2.5.3,A.13.7.2.5.3

-O-

Objectives .........cooviiiiiiiiiiiiii 41.2,A4.1
Compliance OPHONS ...vvivtiviiiiiiiiieiiie e, 43
Performance-based design .................c.c 5.1.2
Property protection .................... 4142,A4122,A41421
Public welfare ... 4.15.2,A4.15.2
Safety-during-building-use ........................ 4.13.22
Safety-from-fire ................. 4.1.3.12,A413122 A4131.25
Safety-from-hazardous materials ............. 4.1.33.2,A.41.3.3.22

Occupancies ...see also specific occupancies, e.g. Assembly occupancies
Changes of .............cooiiiinnn. 45.7,10.83.4,A.45.7,A.10.3.4
Classification of ... Chap. 6
Definition ... 3.3.165
Multiple ... 1.3.4

Occupancy, conditions for .............. 4.5.4,10.3,A.10.3.3, A.10.3.

Occupancy fire safety ........................... Chap. 20

Occupant characteristics (definition) ............................ 3.4.13

Occupant load .......... 14.8.1, 14.8.3.2, 14.9.1.2, 14.9.1.4, A.14.8.1.2
Assembly occupancies, posting in ..................... 20.1.4.9.3
Definition .......oooiiiiiiiiii 3.3.166

Occupant notification ...... 44.4,138.7.1.49,A.4.4.4,A.13.7.1.49.2.1

Occupant protection, performance-based design

OPLON ..ottt 5.2.2.6,5.2.2.8

Occupant responsibilities ... 10.2
Extinguishers, portable fire ....................... 13.6.6.8.1.1
Fire reporting requirements ..................... 10.7.1.3,A.10.7.1.3
Sprinkler systems ..o 13.3.3.4

Occupiable story (definition) .................... 3.3.229.1, A.3.3.229.1

Oilburners ..........ccooviiviiiiiiinnn, 11.5.1.1,11.5.1.7, 11.5.1.8

Oil-fueled heating appliances .............. see Heating equipment and

appliances

GALStOVES ..ot 11.5.2

One- and two-family dwelling
Multiple occupancies ................oco Table 6.1.14.4.1

One- and two-family dwellings .......................... 20.11
ACCESS O ovviiniiiiiiiiii 18.2.35.1.1
Christmas tree provisions ..................cooveeenan. Table 10.14.1
Definition ... 3.3.165.19
Detection, alarm, and communication systems ........... 13.7.2.14
Extinguishers, portable fire ........................... Table 13.6.1.2
Fire flow requirements .................ccooo H.5.1
Flammable and combustible liquids storage ............... 66.4.5.3
Hazardous materials storage and use ................ Table 60.3.2.3
Sprinkler systems ..o Table 13.8

One- and two-family dwelling units (definitien) ......... 3.3.165.19.1,

6.1.8.1.1, A.6.1.8.1.1; see also Dwelling units
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Openfires ..............oooiiiiiiiiiiiiiiii 5.3.3(4), 10.11
Automobile wrecking yards ... 22.8
Permit requirements ...............ooooeiiia. Table 1.12.20(a)
Tires, outside storage of ..................... 33.1.6.2
Wildland fire-prone areas ...................... 17.3.4.7,A.17.3.4.7.1

Open-flame devices
Assembly occupancies ...... 20.1.4.3, 20.1.4.5.4.8, A.20.1.4.3(3) (a)
Baled cotton StOrage areas .............coouviieiiiniiiaiiiin, L.6.3.2
Marinas and boatyards, use at .................... 28.1.8.1.3
Wildland fire-prone areas ...................... 17.3.4.6,A.17.3.4.6.1

Openflames ...................coii 10.1.5, 10.14.7
Aerosol products storage, use, and handling ......... 61.4.6.6.2(1),

61.7.3.1(1)
Aircraft fuel servicing ... 42.4.5.8
Buildings under construction ...............cooeiiiiiii 16.2.3.1.4
Compressed gases and cryogenic fluids ................... 63.3.6.3.2
Fibers, combustible, storage and handling ................... 19.1.7
Flammable and combustible liquids storage, handling,

and use .............. 66.2.4.3.1(1), 66.4.10(1), 66.5.6(1)
Forest products, storage of ............ccoooieiiiiiin.. 31.3.2.1.12
Hazardous materials, in areaswith ........................ 60.1.2.9.2
Motor fuel dispensing facilities ......................... 42.3.10.4(2)
Permit requirements ... Table 1.12.20(a)
Refrigerant machinery rooms ................... 53.10.3.1, 563.10.3.3
Spray application operations ................... 43.1.4.1.5,43.1.8.11,

43.5.3.6,A.43.1.4.1.5
Tents and temporary membrane structures ................ 25.1.5.5
Tires, outside storage of ...........coovviiiiiiii. 33.7.3

Opening protectives ....... see also Fire door assemblies; Fire windows
Baled cotton storage buildings ..................... L233
Combustible fiber storage room or building ............... 45.5.3.2,

45.5.4.3, 45.5.4.4
Fire barriers ... 12.7.4,A.12.7.4.2
Fuel dispensing areas, inside buildings ..................... 30.1.6.3
Motor vehicle fuel dispensing facilities ................. 42.2.6.1.5.3
Smoke partitions .............coiiiiiiiiiiii 12.8.3,A.12.8.3.4
Temporary separation walls ........... 16.4.2.3,16.4.2.4,A.16.4.2.4

Openings
Aerosol products, buildings for .........................L 61.4.2.1
Airport ramps, openings facing ................. 21.2.3.5, A.21.2.3.5
Compressed gases and cryogenic fluids ................. 63.3.9.2.2.2
CONVEYOT, SPIAY ATEAS ....vvvinririereanteneainraraaanans 43.1.3.2
Exit enclosures ................... 14.3.1,A.14.3.1(1) to A.14.3.1(5)
Flammable and combustible liquids storage, handling,

anduse .............. 66.2.3.2.4, 66.4.4.2.2, A.66.2.3.2.4.4
Supply and exhaust, hazardous materials storage
facility ..o 60.3.2.5.9
Vertical ..o 4.4.5; see also Penetrations
For conveyors, elevators, and dumbwaiters ................ 11.3.5
Marking of shaftways .................... 10.12.2
Protectives, minimum ratings for .................. Table 12.7.4.2
Rubbish chutes and laundry chutes ....... see Chutes, rubbish or
laundry
Smoke barriers ... 12.9.6
Open parking Structures ................cococviiiiiiiinns 13.3.2.13.6,
13.3.2.15.7,13.7.2.22.2.2, 29.1.1
Definition ... 3.3.165.20.3

Open plan buildings ...................... 20.2.2, 20.3.2.4, 20.3.3.2.3.3

Open system use (definition) ..........................e. 3.3.244.2

Operating or process unit (vessel) ............... 66.5.3.2, A.66.5.3.2.3
Definition ..o 3.3.168

Operating pressure (definition) .............................L 3.3.169

Operations and maintenance (O & M) manual ......... 5.1.8,A.5.1.8

Operations (definition) ...................ciii. 3.3.170

Operators, responsibilities of .......... see Owners, responsibilities of

Ordinance adopting code, sample ............................ Annex C

Ordinary hazard contents
Definition ...........ooiiiiiiiiiii 3.3.128.3,A.3.3.128.3
Extinguishers, portable fire ...................... 13.6.6.1.3
Storage OCCUPanCies .............ooeveivieaniannnanns Table 6.1.14.4.1

2006 Edition

Ordinary (moderate) hazard occupancies (definition) ....... 3.3.39.3
Organic coatings .................oooiiii see Coating processes
Organic peroxide ........................ Table 60.1.3.1, 70.1, A.70.1.1;
see also Hazardous materials
Definition ....coviiiiiiiiiiiiiii e 3.3.171
Detached storage ..............ccooiiiiiiiiii 60.3.3.2
Formulations ..........c.ccooiiiiiiiiiiiiiiiiiiii e B.3
Permits .................. Table 1.12.20(a), Table 1.12.20(d), 70.1.
Peroxide forming chemicals (definition) ................... 3.3.180
Secondary containment ................coiiieiiiii 60.3.2.9
Specific occupancies, storage and
USE TN oovviiiiiien i Tables 60.1.3.1(a) to (h)
Spray application of ............... 43.7,43.8.7,A43.71 10 A43.7.6
Storage area (definition) ................... 3.3.13.7
Organic peroxide formulations ....... 70.3,A.70.3.1.1 to A.70.3.7.2.1
Classification ...........ooviviiiiiiiiieiirinnnnnnn. 70.3.2,A.70.3.2
Definition .....c..ovvviiiiiiiiiiiiiiiieeeeens 3.3.171.1, A.3.8.171.1
Storage arrangements ..... 70.3.4.9, 70.3.5.4, 70.3.6.2, A.70.3.4.9.6,
A.70.3.5.4.3,A.70.3.6.2
Storage limitations ............. 70.3.4.8,A.70.5.4.8.1.3,A.70.3.4.8.2
Organic peroxide storage area (definition) .................... 3.3.13.9
OSHA (definition) ...............ccoiiiiiiiiiiieiiiiiiiiiienn, 3.3.172
Outdoor areas ............... 60.1.2.21, 60.2.6, 63.2.5.2, 68.3.1, 68.3.4
Definition ....cvoriieiiiiier i eaaaens 3.3.13.8
Outdoor storage .............. 10.16, Chap. 34, Annex J; see alsoYards
Compressed aSes ..........ooovviiiiiiiiiiiiiiieiiiiiaa, 63.2.5.2
Compressed natural gas (CNG) containers .............. 42.5.1.4.2,
42.5.1.4.3.12
Corrosive solids and liquids ....................oo 64.2
Cryogenic fluid containers ... 63.4.12.2,
A63.412.2.54.1 t0 A.63.4.12.2.6.2.1
Flammable and combustible liquids ........................... 66.4.7
Flammable solids .........ccooviiiiiiiiiiiiii e 67.2
Forest products ..............cooviiiiiiiiiniii Chap. 3
Hazardous materials ......................... see Hazardous materials
Highly toxic and toxic solids and liquids ....................... 68.3
LP-Gas portable containers ......... 69.5.4,A.69.5.4.1, A.69.5.4.2.2
Pyrophoric solids and liquids ................cocoi 71.2
TreS oo s see Tires
Unstable (reactive) solids and liquids ........................... 72.2
Water-reactive solids and liquids ....................... 73.2
Ovens and furnaces .................. see Industrial ovens and furnaces
Owners, responsibilities of ....................... 10.2, 13.1.2, 13.2.3.2
Buildings under construction .... 16.3.2,A.16.3.2.1 to A.16.3.2.56.5
Emergency plans ...............cooo 10.9.3
Extinguishers, portable fire .......................... 13.6.6.8.1.1
Fire reporting requirements ..................... 10.7.1.3,A.10.7.1.3
Hot work ..o 41.4,A.41.4.1
Marine vessels, fueling of ..................... 42.3.10.7
Private fire service mains .............cocooiviiiiiiiiiniiina., 13.5.4.1
Sprinkler systems ... 13.3.34
Oxidizers ............... 70.1, 70.2, A.70.1.1,A.70.2.1.1 t0 A.70.2.9.2.1,

Table 60.1.3.3.1(a), Table 60.2.6.5, Table 60.3.2.6;
see also Hazardous materials

Bulk storage ..............ooii Table 70.2.6.3.7.2, 70.2.7.3.6,
Table 70.2.7.3.7.2, 70.2.8.3.4
Class1 ..........oeeie 3.3.174.1, 70.2.2(1), 70.2.5,A.70.2.5.2, B.2.2
Definition ..ot 3.3.173.1
Class2 ............. 70.2.2(2), 70.2.6,A.70.2.6.2, A.70.2.6.3.4, B.2.3
Definition ... 3.3.173.2
Class 3 .ooiviiiiiiiii 70.2.2(8), 70.2.7, A.70.2.7.2, B.2.4
Definition ... 3.3.173.3
Class 4 ..o, 70.2.2(4), 70.2.8,A.70.2.8.2, B.2.5
Definition ........coooiviiiiiiiiiii 3.3.1734
Classification of ..., 70.2.2,A.70.2.2, B.2
Definition ...........oooiiiiiiin 3.3.173, 3.3.173.1,A.3.3.173
Detached storage ...................ocl see Detached storage
Fire protection .................coooiiiiinnn. 70.2.4.8,A.70.2.4.8.1
Permits .......coooviiienniiiaal, Table 1.12.20(a), Table 1.12.20(c),
Table 1.12.20(d), 70.1.2
Retail storage and display ........................ 70.2.9,A.70.2.9.2.1
Secondary containment ...............oiieiiiii 60.3.2.9
Specific occupancies, storage and
USE HM cuviteiiviini e Tables 60.1.3.2(a) to (h)
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Oxidizing gas ................ 63.1.3.1(1)(c), 63.2.3.1.3, Table 63.2.3.1,
Table 63.3.1.6.2, 63.3.7; see also Compressed gas;
Hazardous materials

Definition ..ottt e 3.3.122.13
Permit amounts for ...............oeelln. Tables 1.12.20(b) to (d)
Specific occupancies, storage and
USE M .eveiienn i iiieennes Tables 60.1.3.2(a) to (h)
Oxygen-fuel gas systems .....................ooieennn 41.5,A.41.5.2.3
Ozone-gas generating equipment ................oovvenenn.. Annex G
P-
Packaging
075351 o1 Te) R T 3.3.175
Fireworks ......c.ovveriiiiiiiiiiiiiiiiiiiiiiiiiiiiienes see Fireworks
Palletized storage .............. 34.1.2, 34.2.4, 34.2.5, 34.9.1(3), 34.10,
66.4.4.3.4, 66.4.5.2.5, Table 70.2.6.3.7.2, A.34.4.1,
Fig. A.34.8.1(b), Fig. A.34.8.1(e),A.34.10.1,
A.34.10.3
Definition ....oviiiie i e 3.3.225.10
Pallets, conventional ............................ see Conventional pallets
Panic hardware ..............coooiiiiiiiiiieereiniiiieeneneeeenes 14.5.3.3
Paper
Column (definition) .........cooiiiiiiiiiiiiiiiiieieneenanan, 3.3.48
Core (definition) ........c.oviiiiiiiiiieiiiiie e eaneeans 3.3.71
DefiNItion .....c.iiiiteiieiitt ittt eaens 3.8.176
Storage, rolled paper ....... 34.1.1, 34.2.7, 34.9, A.34.2.7, A.34.9.2
Rack storage test data and procedures .................. Annex K
TiSSUE o.voeiiiii e 34.2.7.4, Annex K
Parade floats ............coooviiiiiiiiieiannnnn. Table 1.12.20(a), 10.17
Parking structures ..... 13.3.2.13.6, 13.3.2.15.7, 13.7.2.22.2, Chap. 29
Basement and underground ... 29.1.1
Definition ......oviiiiiiiiiii e 3.3.165.20.1
Definition .......oovviiiiieiiiiiniiiiiannns 3.3.165.20, A.3.3.165.20
LP-Gas cargo vehicles .............ooooiiiiiii 69.6.2
LP-Gas fueled vehicles ..............coooiiiiiiiiiiiiiinnnn.. 42.5.2.7
LP-Gas systems on vehicles .................... 69.3.12.9
Partitions ....... 14.8.3.3.1.1, A.14.8.3.3.1.1; see also Smoke partitions
Patch kettles (definition) .................cciiiiiiiii i 3.3.177
Penalties, for code violation .......................cceeeeet 1.16, E.2.4
Penetrations ..............oovvveiiinieeinnnens 12.7.5, A.12.7.5.6.3(1) (c)
Exit enclosures ................... 14.3.1,A.14.3.1(1) to A.14.3.1(5)
SMOKE DAITIELS .uvvet ettt ettt e e eenaneeans 12.9.6
Smoke partitions .............ooiiiiiiiii 12.84
Performance-based design ................... 1.4, 4.3.2,45.3, Chap. 5
Definitions ......ooueiiiiii i e 3.4
Design sCenartos ..........ccvvviiiiiiiiiiiiiiiiiii 54,A.5.4
Documentation requirements ............... 5.7,A.5.7.1 to A.5.7.11
Evaluation ...........ccoovvivieiiiiiiiinnn., 5.1.5, 5.5, 5.7.13, A.5.1.5
Performance criteria ........................ see Performance criteria
Pre-construction design requirements ..................... 5.1,A5.1
Retained prescriptive elements .................. 4.3.2.2, 5.3, 5.7.10
Safety factors .........ooeeviiiiiiiiiiiiiiiii 5.6, 5.7.9, A.5.6
Warrant of fitness ...t i 4.5.5.1
Performance Criteria .........coovvviiviriiiiiiiiiierennennnns 5.2,A.5.2.2
Definition .......ooviiiiiiiin i 3.4.14,A.3.4.14
Permissible exposure limit (PEL) (definition) ............... 3.3.146.2,
A.3.3.146.2
Permits ....... 1.12, A.1.12.17; see also Maximum allowable quantities;
specific occupancies
Aerosol products ... 61.1.2, 61.7.3.3.1
Asbestos removal ... Table 1.12.20(a), 16.8.2
Automobile wrecking yards .................. Table 1.12.20(a), 22.2
Compressed @as .........cooooiiiiiiiiiiiiii e 63.1.2
Cropmaze .......ooivviiiiii i 10.15.11.1
Cryogenic fluids ... 63.1.2
DefiNition ...ooiveie i e ns 3.3.179
Explosives, fireworks, and model rocketry ........... 65.2.3, 65.3.3,
65.4.2, 65.5.2, 65.7.2, 65.8.2, 65.9.2, 65.10.2, 65.11.3.2,
A.65.11.3.2
Fibers, combustible ............cc.o it 45.1.3
Fire protection systems ...........ccoviiiiiiiiiiiiiii, 13.1.1.1

Fire pumps .......ccooiiiiiiiiii 13.4.1.2
Forest products ...........ccooeiiiiiiiiiii 31.2
Hot work operations ........................ see Hot work operations
Laboratories using chemicals ..................... 26.3
Misrepresentation, effectof ...................... 1124
Model fees and charges program .....................o...l Annex F
Motion picture and television soundstages ..................... 32.2
Motor fuel dispensing facilities ........... see Motor fuel dispensing
facilities
Organic peroxides ...........cooviviiiiiiiiiiii 70.1.2
OXIdIZErs .......oiiiiiiiiiii 70.1.2
Refrigeration, mechanical ................ooo 53.4
Revocation or suspension of ... 1.12.19
Sample permit ..o Fig. A.1.12.17
Special outdoor events, carnivals, and fairs ....... Table 1.12.20(a),
10.15.1,10.15.11.1
Storage, general ... 34.1.2
Tents, membranes, grandstands, and folding/telescopic
LT T . 25.1.2
Tires, outside storage of .................c 33.1.2
Waste and refuse ... 19.1.1
Wildland fire—prone areas ........................... 17.3.2,A.17.3.2
Peroxide-forming chemicals (definition) ....................... 3.3.180
Personal care (definition) ...................ooeviuies 3.3.181,A.3.3.181
Pest control devices .................co 65.11.2.6
Pesticides (definition) ..............ooooeiiiiiiiiiiiiiiiiiiii. 3.3.182
Petroleum, crude (definition) ..................cooeeviiiniian... 3.3.74
Physical hazard (definition) ....... 3.3.183; see also Organic peroxide;
Oxidizers
Physical hazard materials .................... Tables 60.1.3.2(a) to (h),

Table 60.1.3.3.1(a) and (b), 63.1.3.1(1), A.60.3.2;
see also Hazardous materials

Definition ........cooooiiiiiiiii 3.3.156.10
Piers .........oooiviiieii 28.1.6.2.3,28.1.7.2, 28.1.7.3, 28.2,
42.3.1.3,42.3.2.2,42.3.7.2,42.3.7.3,A.28.1.7.3,A.28.2.2
0A.28.2.4,A.43.2.2
Definition ... 3.3.184
Pipes and piping
Compressed gases and cryogenic fluids ......... 63.2.15, 63.3.1.3.4
Cryogenic fluids .......... 63.4.13.1.4.3, 63.4.13.2, 63.4.13.10.3.2.3
Flammable and combustible liquids .................. 43.1.6.4, 66.3,
66.5.3.7.4 t0 66.5.3.7.7,A.43.1.6.4.1 0 A.43.1.6.4.5
Hazardous materials ..................... 60.1.2.56.1.1,A.60.1.2.5.1.1
Hot tapping of pipeline ........................ 41.3.5,A.41.3.5
LP-Gas equipment and appliances .................... 69.2.3, 69.3.1,
69.3.9, 69.3.12.5, 69.3.13.3.6, A.69.3.1
Motor vehicle fuel dispensing facilities ..... 42.2.4,42.3.3,42.3.7.3
Ozone-gas generating eqUiPMent ...............oooevivenaninns G.5
Tar kettles .......ooooviiiniiiiii 16.7.3.2 t0 16.7.3.
Pits, repair garages .............oc.ooieeiiiiiiiiiiii.., 30.2.6, 30.2.8.3
Planned building groups ................ocoviiiiiii Chap. 15
Definition ... 3.3.185
Plan review ........oooiiiiiiiiii 1.14,A.1.4.1
Plans ..........c.ccooviiiiiiiniinnnn. 1.7.11; see also Emergency plans
Construction operations
Prefire plans for .............co 16.3.2.3,A.16.3.2.3
Waste chutes, safety plans for ................. 16.2.2.4,A.16.2.2.4
Exposition facilities ..............c.oooi, 20.1.4.4.4.11
Fire department access ...........o.ocoviviiiiiiniiiinnennnn. 18.1.1.1
Fire hydrants ... 18.1.1.2
Fireworks retail sales facilities ................. 65.11.3.3, 65.11.3.13,
65.11.4.1, 65.11.4.2, 65.11.6.1, A.65.11.3.13
Forest products, outside storage of ............. 31.3.6.5, 31.3.7.3.4
Hazardous materials storage and handling ............... 60.1.2.4.3,
60.1.2.5,D.3
Heliports ................ 21.3.3.1,A.21.3.3.1
Motor vehicle fuel dispensing facilities ..................... 42.2.2.2
Planned building groups ..................oo 15.3
Wildland/urban interface, construction plansfor ............. 17.2
Plastics
Cellulose nitrate plastic ........ Table 1.12.20(a), Table 1.12.20(d)
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Foamed ...................cl 20.1.2.2, 20.1.2.4, 20.1.4.4.6,
20.1.4.4.7,20.1.4.5.4.4(6), 20.1.4.5.4.4(7), 20.1.4.5.4.6.2,
A.20.1.4.4.6
Pyroxylin ... Table 1.12.20(a)
StOrage ........oooiiiiiiiiii 34.1.1, 34.2.6
Play structures, multilevel .......................... 20.1.3.1,A.20.1.3.1
Plumbing code (definition) ......................... 3.3.46.4
Plural component coverings ................. 43.7,A.43.7.1 t0 A.43.7.6
Poles, outside storage of ............................ 31.3.1.1(3), 31.3.5,
A.31.35.1.110A.31.35.35
Portable cooking ...................... see Cooking equipment
Portable tanks ...................oo see Tanks
Posts, outside storage of ............................ 31.3.1.1(3), 31.3.5,
A31.3511t10A31.3535
Powder coating ..... 43.1.3.1.8,43.1.5.2.2,43.1.7.2.1.1,43.1.7.3 Ex. 2,
43.1.7.7, 43.6, A.43.1.7.7
Power; ...........coeiill. see also Emergency power; Standby power
Alarm systems, power supplies for .............. 13.7.3.8,A.13.7.3.8
Power taps, relocatable ........................ 11.1.5.2
Preaction sprinkler systems ......................... 66.4.8.2,70.2.4.8.3,
A.66.4.8.2,A.70.2.4.8.3
Premises identification ....................... 10.12.1
Prepackaged fireworks merchandise ...................... see Fireworks
Prescriptive-based design ..................... 4.3.1,4.3.2.2,5.3,5.7.10
Pressure-treating plants ............ 31.35,A.31.3.5.1.1 t0 A.31.3.56.3.5
Pressurization system, membrane structures ........ 25.5.3.2, 25.6.5.2
Primary containment (definition) ............................... 3.3.186
Private buildings (definition) ........................... 3.3.27.9
Private fire hydrants ........................ see Fire hydrants
Private fire servicemains .........................0oll 13.5.1, 13.5.4
Private water supply systems ... 18.3.5
Processes or processing (definition) .......... 3.3.188; see also specific
processes, e.g. Oxidizers
Process unit (vessel) ............ see Operating or process unit (vessel)
Professional engineers (definition) ......................... ... 3.3.190
Projected beam detectors ... 13.7.4.3.7, 13.7.4.3.11.2 Ex., 13.7.4.6.2
Projection rooms ..o 20.1.4.11
Property protection ....... 41.1,41.4,A411,A41.421,A41422
Appropriateness of safeguards ... 442
Multiple safeguards ...........coooiii 4.4.1
Performance-based design option ................. 522.4,A5224
Proposed design (definition) ........................... 3.4.15,A.3.4.15
Proprietary information (definition) ............................ 3.3.191
Protected above ground tanks ... see Tanks
Protection for exposures
Definition ........c.ooiiiiiiiiiiiiii 3.3.192
Forest products, storage of ........................ 31.3.2.2, 31.3.3.4,
31.3.6.4,A.31.3.2.2.1,A.31.3.3.4.2,A.31.3.6.4.1 to
A.31.3.6.4.3
Public fire education ... 1.7.16
Public water supply, contamination of ......................... A135.3
Public way (definition) ...................... 3.3.193; see also Roadways
Public welfare ............. 4.1.5,5225,A4151,A4152,A5225
Pumps, fire .........coooviiiiiiiiiii e see Fire pumps
Pumps, fuel
Aircraft fueling ... 424524, 4245.2.7
Remote/submersible ..o 42.2.5.4
Rooftop heliports ...........ooveiiiiniiiiiiiieas 42443
Purpose of code ..............ocoiiiiiiiiii 1.2,A12
Pyrophoricgas .......................... Table 60.1.3.1, 63.1.3.1(1)(d),

Table 63.2.3.1, Table 63.2.9, 63.2.10.2.2, Table
63.3.1.6.2, 63.3.8; see also Compressed gas;
Hazardous materials

Definition ...oooviiiiiii e e 3.3.122.14
Permit amounts for ............ Table 1.12.20(b), Table 1.12.20(d)
Pyrophorics (solids and liquids) ............ Tables 60.1.3.2(a) to (h),
Chap. 71
Definition ..ot 3.3.194
Permit amounts for ..., Table 1.12.20(d)
Secondary containment ... Table 60.3.2.9
Pyrotechnic articles .......................... Table 1.12.20(a), 20.1.4.2,

65.11.2.4,A.20.1.4.2(3) (a)
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Pyrotechnics before a proximate audience .... Table 1.12.20(a), 65.3

Pyroxylin plastics .................ooiiiiiiii Table 1.12.20(a)
R-
Racks
Definition ........ocoovviiiiiiiiiiii 3.3.195,A.3.3.195
Double-row racks .................... A.34.7.3.1(1), Fig. A.34.8.1(d)
Definition .......ocoiiiiiiiiiii e 3.3.195.1
Movable racks ........cciiiiiiiii A.84.7.3.1(4)
Definition .......ccoooviiiiiiiiiiiiiee 3.3.195.2, A.3.3.195.2
Multiple-row racks ............coooviiiiiini A.34.7.3.1(3)
Definition .......ooeeiiiiiiiiiiiii i s 3.3.195.3
Portable racks ........... Fig. A.34.7.3.1(j), Figs. A.34.8.1(a) to (e)
Definition ......coooeviiiiiiiiiiiiiii i, 3.3.195.4, A.3.3.195.4
Single-row racks (definition) ........................ 3.3.195.5
Rack storage ...................ooi 34.1.1.2(1), 34.1.1.2(6), 34.1.2,
34.7,A.34.7.1 10 A.34.7.3.4.2.1(1)
Baled cotton .......ooooiiiiii L.3.2
Boats ..o 28.1.8.3,A.28.1.8.3.3
Flammable and combustible liquids inside liquid storage
AT€AS ..evnviiinieieennes 66.4.4.3.3, 66.4.4.4.3, 66.4.4.4.5,
66.4.5.2.5, 66.4.8.1.2, 66.4.8.2.2, 66.4.8.6
Oxidizers .......cocovvvvreennns Table 70.2.6.3.7.2, Table 70.2.7.3.7.2
Test data and procedures ...............coiviiiiiiiiin Annex K
Radar equipment, airports ......... 42.4.2.1.4,424.2.15,A.42.4.2.1.5
Ramps ... 14.11.4
AITPOTt ..ot see Airport ramps
Definition ..o 3.3.196
As means of escape ... 4.5.6.2.2
Performance-based design option ...................... ... 5.3.4(5)
Width of ....ooii Table 14.8.3.1
Recommended practice (definition) ............................... 3.2.7
Records and reports ... 1.11
Aerosol products storage, use, and handling ..... FTUTOTO 61.7.6.1
Alarm SYStEMS ......vviuiiiiini i A.13.7.3.2.4(1)
Cooking equipment exhaust system .................. 50.2.3, 50.2.4,
50.4.11,A.50.4.11.2
Cryogenic fluids storage ..., 63.4.13.1.3.2
Fees fOr oo F.7
Fire protection systems ........................ 13.3.3.5,13.6.6.8.2.2,
13.6.6.8.3.3, 13.7.3.2, A.13.3.3.5.1,A.13.6.6.8.3.3
Construction documents for ..................o 13.1.1
Testing and maintenance ....................... 13.1.5,13.7.3.2.6,
13.7.3.2.7,A.18.7.3.2.7
Fires and other emergencies, reporting of ......... 10.7,A.10.7.1.3
Flammable and combustible liquids storage ............... 66.2.5.8
Hazardous materials ...............oooiiii D.2,D.3.2.7, D.4
Owners and occupants, of ..............cooiiiii 10.2.5
Performance-based design ..................... 5.1.4,5.1.6,5.1.12.3,
5.7,A.5.1.4,A.5.7.1 0 A.5.7.11
Refrigerant quantities ... 53.18
Spray application staff, training of .......................... 43.5.1.4
Record storage ................... 12.4.3, 20.15.5, A.12.4.3, A.20.15.5.2
Recreational fires (definition) ................ccoooviiiie. 3.3.197
Recreational vehicle parks ....................... 27.2
Reduced flow valves (definition) ....................cooene... 3.3.246.2
References ..................ccoveeeen 1.3.2, Chap. 2,A.1.3.2, Annex 0
Refineries .......ocoiviiiiiiiii i 66.5.7.1.2
Definition ....ovvinieiiii i e 3.3.198
Refrigeration, mechanical ........ Table 1.12.20(a), 34.6.7, Chap. 53
Refueling ... Chap. 42
Refuse, combustible .................. 10.13.1, Chap. 19; see also Waste,
combustible
Definition ... e 3.3.53
Relocatable power tap (definition) .............................. 3.3.199
Relocation @rea ............c.veevuiereiiiineieenianneanns 5.2.26,106.6
Relocationdrills ..............cooiviiiiiiiiiiiiiii. see Fire drills
Remote pumping systems ... 42254
Repair garages ................ 30.2, 30.3, 42.2.7.4, A.30.2.8, A.30.2.9.6
CONSLIUCHON ...ivtiiitiiiiii ittt aneeans 30.2.3
LP-Gas cargo vehiclesin ... 69.6.2.3.6
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LP-Gas fueled vehicles ...............c.ooociiiiii.. 42527
LP-Gas systems on vehicles ... 69.3.12.9
Major repair garage (definition) ........................ 3.3.165.21.1
Minor repair garage (definition) ....................... 3.3.165.21.2
Permit requirements ................oco Table 1.12.20(a)
RePOrts .....coovvviiiiiiiiiiiiii e see Records and reports
Residential board and care occupancies ............. 20.5,A.20.5.2.4.1
t0 A.20.5.2.5.2.3
Battery systems, location of ..................... 52.3.3.4
Christmas tree provisions ...................ocooienn. Table 10.14.1
Definition ............... 3.3.165.22, 6.1.9.1, A.3.3.165.22, A.6.1.9.1
Detection, alarm, and communication systems ........... 13.7.2.15,
13.7.2.16,A.13.7.2.16.1.4
DOOTS .ot 145.1.1.3
Emergencyplans ................ocoos 10.9.1, 20.5.2.1
Extinguishers, portable fire ........................... Table 13.6.1.2
Hazardous materials storage and use ............ Table 60.1.3.2(h),
Table 60.3.2.3
Means of egress, occupant load ...................... Table 14.8.1.2
Mulitiple occupancies ...............ooiL Table 6.1.14.4.1
Sprinkler systems ............... 13.3.2.19, 13.3.2.20, A.13.3.2.20.1.1
Residential occupancies ................... see also Specific occupancies
Battery systems, location of .................. 52.3.3.4
Board and care facilities .............. see Residential board and care
occupancies
Definition ... 6.1.8.1
Definitions ..o 3.3.165.23
Flammable and combustible liquids storage ............... 66.4.5.3
Hazardous materials storage and use ............ Table 60.1.3.2(h)
LP-Gas storage in .................ooeiiin 69.5.3.2, 69.5.3.5
Multiple occupancies ..............ciiiii Table 6.1.14.4.1
Sprinkler temperature ratings for specific
areas of ........oioiiiiiiiiiiiiiiiie Table 13.3.1.8(c)
Resins, spray application of ............... 43.8,A.43.8.1 t0 A.43.8.5.3
Retail buildings, bulk merchandising
Definition .........oooiiiiiiiiii 3.3.166.3
Detection, alarm, and communication systems ......... 13.7.2.17.3,
13.7.2.18.3
Sprinkler systems ... 13.3.2.21.3, 13.3.2.22.2
Roadways ‘
Fire department access roads ..... see Fire department access roads
Wildland fire-prone areas ................coevvennnnns 17.3.5.3,17.3.7
Rockets, model ..............ooooiiiiiiiiiiiiiii e 65.6 to 65.8
Permit requirements ................coia Table 1.12.20(a)
Wildland fire-prone areas ...........ccoviviiiiiiiiiiin 17.3.4.2
Roofing kettles ..........c.cviiiiiiiiiiiiiiiiiiii, see Kettles
Roofing systems, torch-applied ................. Table 1.12.20(a), 16.6
ROOFS v see also Canopies
ACCESS L0 .\veeeieeiiiiiiiireeeearenannnen 10.12.3.6, 14.6.4.5, 14.11.6
Combustible fibers, storage vaults for ....................... 45.5.4.5
Heliports, rooftop ..............coovviini, see Heliports, rooftop
LP-Gas systems on ............. 69.3.10, A.69.3.10.2.7, A.69.3.10.8.3
Membrane structures .................... 25.5.1.1, 25.5.1.4, 25.6.1.3
Sprinkler systems
Exterior spaces under roof, sprinkler systems for ....... 13.3.2.4,
21.2.6.2.4,A.13.3.2.4
Sprinkler temperature ratings ................. Table 13.3.1.8(b)
Rooming houses ....................... see Lodging or rooming houses
Rooms ................. see also Cutoff rooms; Gas rooms; Inside rooms
Equipment rooms, storage in .................oeiiiiiiniiii, 10.19.5
Rows
Definition .........ooooiiiiiiiiiiii 3.3.201
Rubber, storage of .......................... 34.2.6; see also Tire storage
Rubbish, combustible ......................... 16.2.2,17.3.4.7.2, 34.6.4,
A.16.2.2.1,A.16.2.2.4; see also Waste, combustible
Rubbish chutes ................ccooeel see Chutes, rubbish or laundry
Rubbish-handling operaticns, commercial ........... Table 1.12.20(a)
-S-
Safe location (defimitiom) .........ccovvvviieeiiviiiiiiiiiiiininnn. 3.4.16
Safety ..o see Life safety

Safety cams .............. 43.1.6.5.1, 66.4.5.4, 66.4.5.5.2 Ex., 66.4.5.5.3
Definition ......ccoovviiiiiiiiiii 3.3.202
Safety factor (definition) .................cociiiiiiiin. 3.4.17
Safety margin (definition) ...................o 3.4.18
Sales display area ...............ccooiiin 65.11.3.15, A.65.11.3.15
Definition .........coviiiiiiiiiiii 3.3.13.9
Salvage vehicles ................... 22.9.2.1,22.9.5.1
Definition .........coooiiiiiii 3.3.204
Satellite buildings (definition) .........................l 3.3.27.10
Scaffolding, shoring, and forms ....................... 16.4.1,A.16.4.1
Scavenged gas (defimition) ...................c.o 3.3.124.15
SCEME ...ovivviiiiiiiiie see Emergency scene
Scope of code ..........coooiiiiiiii 1.1,A.1.1.1(7)
Seating
In assembly occupancies ..................oo 20.1.4.10
Folding and telescopic ................. Table 1.12.20(a), 25.1, 25.4,
A.25.1.6,A.25.1.8
Grandstands ............cocoiiiiinn, 25.1, 25.3, A.25.1.6, A.25.1.8
Secondary cOMtaIMMENnt ..........oeoveireiniiiinniiiieania., 60.3.2.8.3
Tanks (definition) .........c.ovvveiiiivieieiieiiiiiiieenans 3.3.236.5
Security SBrviCe .............ciieiiiiiiiiiiiiii see Guard service
Segregated storage
Definition ... 3.3.225.11
Organic peroxide ...................... 70.3.3.1, 70.3.5, A.70.3.5.4.3
Oxidizers ............oooooin. 70.2.3(1), 70.2.5.3.1, 70.2.6.3.1,

70.2.6.3.3, 70.2.7.3.1, A.70.2.3(1)
Seismic protection
Battery SyStems .............cooiiiiiiiiiiiii e 52.3.9
Compressed gases and cryogenic fluids storage .......... 63.2.14.2
Hazardous materials storage and use ........ 60.1.2.20, A.60.1.2.20
Self-closing (definitiom) ........................ 3.3.205
Self-closing doors ............... 12.8.3.5,12.9.4.4, 14.5.4, 63.2.17.1.3,
A12.9.44,A.145.4.1
Self-service stations

Aircraft fueling ... 42.4.5.22
Attended ... 42.2.7.4
Unattended ............ 42.2.5.3.8,42.2.5.7.2,42.2.6.1.4.1, 42.2.7.5,
A422.6.1.4.1,A42.2.7.5.6
Semiconductor fabrication facilities .......................... Chap. 23
Sensitivity analysis ... see Analysis
Separated occupancies .......................... 6.1.14.1.1(2), 6.1.14.4
Definition ... 6.1.14.2.3
Separation of hazards
Aerosol products ... 61.6.2.6, 61.6.3.1, 61.6.3.2
Compressed gases and cryogenic fluids ................... 63.2.17.5,
63.2.18.1.2, 63.2.18.2 63.3.1.6, 63.3.3.2.2.2, 63.4.6,
A.63.3.1.6.2
Definition ......cooviviiiiiiiiiiiii 3.3.207
Flammable and combustible liquids warehouse
SLOTAZE ..eviviiieinit et 66.4.5.2.8
Gas TOOMS .......viviiitiiiiiii i 63.2.4.4
Hazardous materials storage and use ....................... 60.3.2.3
LP-Gas containers .............ocvvvviiiiiiniiiiininiiininn, 69.3.3
Organic peroxide ... 70.3.4.9.3 -
Outdoor SLOTAGE ....viiiiniiiiiiii i J.5
Tires .....coooiviviiii 33.1.3 t0 33.1.5, 33.2.1.3, 33.2.2.4
Spray booths ... 43.1.3.3,A.43.1.3.3
Shaftways ... see Openings, vertical
Shalll (definition) ..................ocoii 328
Shelving, solid ... see Solid shelving
Shop drawings (definition) ........................c 3.3.207
Shoring, construction .................viiiiii. 16.4.1, A.16.4.1
Short-term exposure limit (STEL) (definition) .............. 3.3.147.3,
A.3.3.147.3
Should (definition) ................cocviviiiiiiii 3.29
Signals
Alarm (definition) ......cooiviiviiiiiiii s 3.3.208.1
Fire alarm signal ......... 13.3.1.7.2,13.7.1.4.8, 13.7.3.5.2, 13.7.3.6,
A.13.7.1.4.8.3,A.13.7.3.6.5
Definition ... 3.3.208.2
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Supervisory signals ....................o 13.3.1.7.1,A.13.3.1.7.1
Definition ........coooiiiiiiiiii 3.3.208.3
Trouble (definition) .........cooviiiiiiiiiiieneerineninnn.,. 3.3.208.4
SIBMS ..ttt see also Marking
Aircraft fuel servicing ... 42.4.2.1.3
AIIPOTES vttt 21.2.5,A.21.2.5
Asbestos removal ... 16.8.3
Assembly occupancies ...l 20.1.4.9.2, 20.1.4.10.3
Baled cotton StOrage ................coeoiiiiiiiiiiiiiiin L.5.7.1
Battery systems, location of .................... 52.3.8
Buildings under construction ...................o 16.2.3.1.5
Combustible fibers, handling or storage of ................... 45.3.2
Compressed gases and cryogenic fluids ......... 63.2.12, 63.3.6.3.2
Cooking oil fires, extinguishers for ......... 13.6.5.3.2,A.13.6.5.3.2
Cryogenic containers and systems ....................ou... 63.4.4.1.3
Doors ..ot 14.5.1.1.4(2), 14.5.2.4(2), 14.5.3.1(4),
14.5.3.2(4),A.14.5.3.1(4)
Egress direction ................. 14.14.2,A.14.14.2
Emergency fuel shutoff stations ............................ 424443
Exitdischarge ... 14.11.5
Fibers, combustible, storage and handling ................. 19.1.7.2
Fireworks facilities .......................... 65.11.3.14.5, 65.11.4.6.3
Forest products, storage of ................ 31.3.2.1.2.1, 31.3.2.1.2.2
Hazardous materials identification ......................... 60.1.2.11
Health care occupancies .................... 20.4.2.4(1), 20.6.2.4(1)
Heliports, roof-top ... 21.3.3.5
Marinas and boatyards .................oo 28.1.9.4, 28.1.9.5
Means of €gress ...........coovieennnns 14.14, 20.1.3.7, 65.11.3.14.5,
A.14.141.2t0 A.14.14.6.5.3,A.20.1.3.7.3
Motor fuel dispensing facilities ............. 42.2.7.25.4,422.7.5.3,
42.3.5.3,42.3.5.5, 42.3.10.8, 42.4.2.5, A.42.2.7.2.5.4
NO EXIt tneriiiiii i 14.14.6.5.3, A.14.14.6.5.3
Organic peroxide Storage ..............ccoevviiiiiiiiinnn... 70.3.4.5
OXiIdIZEr STOTAGE ....ovtieivniiiiei i, 70.2.4.7.2
Ozone-gas generating equipment ............... G.4.2,G4.3, G54
Refrigeration systems ............coooveiiiiiiiiiiieiiiiii, 53.14
Roof access ...ooviviiiiiii 14.6.4.5
Shaftways ... 10.12.2
Spray application operations ....................... 43.1.8.11, 43.7.7
Stair identification ... 10.12.3,A.10.12.3
Storage OCCUPANCIES .....vevviniiiriiiiaiiieennieiiiiiaass 34.6.5.2
Tires, outside storage of ... 33.6.1
Wildland fire-prone areas, restricted entry to .............. 17.3.3.3
Silane and silane mixtures ................o.cooiiii 63.3.8.2
Simple asphyxiant gas (definition) .......................... 3.3.122.16
Single fire source, assumptionof ...................... .. 4.2.1,A.4.2.1
Sisal, baled storage of ... 45.6.2
SIunits ... 1.5
Smoke alarms ... 13.7.1.4.8
Apartment buildings ....................... 13.7.2.11.4,13.7.2.11.5,

18.7.2.12.3,A.18.7.2.11.4
Day-care occupancies ... 13.7.2.23.3.1,13.7.2.24.3.1, 13.7.2.24.3.3,

13.7.2.24.3.4
Definition ........coooiiiiiiii 3.3.210
Hotels and dormitories ........ 13.7.2.9.3, 13.7.2.10.2, A.13.7.2.9.3
Lodging and rooming houses ......................o.e. 13.7.2.13.2
One- and two-family dwelling ...................oL 13.7.2.14
Residential board and care occupancies ............ 13.7.2.15.1.2 to

18.7.2.15.1.2.4,13.7.2.16.1.4 t0 13.7.2.16.1.4.6,
13.7.2.16.2.2A.13.7.2.16.1.4

Stock or equipment trailers .................co 10.15.6
Smoke barriers .................... 12.7.4.2,12.9,20.1.4.4.3,A.12.7.4.2,
Al129.1t10A.129.4.4
Definition ......ocovvieiiiiiiiiiiiiiiiiiis 3.3.211,A.3.3.211
Smoke compartments (definition) ................. 3.3.58.2, A.3.3.58.2
Smoke control systems ..................oonnnn 11.8,11.9.5(11), A.11.8
Dedicated (definition) .............ovviiiiiiiiinenennennns, 3.3.234.7
Fireworks facilities ...............oooiiiiiiiiiiiiiiiiii, 65.11.3.10
Nondedicated (definition) ...........c.ooooiiiiiiin.. 3.3.234.10
Smoke dampers ... see Dampers
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Smoke detectors ...... 13.7.1.4.8,13.7.4.3.5 t0 13.7.4.3.11.2, 13.7.4.6,
A13.7.4.3.5,A.13.7.4.3.11.2; see also Detection systems
Assembly occupancies ... 20.1.3.4 10 20.1.3.6
Battery systems, location of ................... 52.3.10
Compressed a5 .........coviiiiiiiiiiiiiii 63.3.9.7
Day-care occupancies ...................... 13.7.2.23.2,13.7.2.23.3.2,
13.7.2.23.3.3, 13.7.2.24.2, 13.7.2.24.3.2, 13.7.2.24.3.3
DTS 1 4111 To) s WU 3.3.78.5
Detention and correctional occupancies ................. 13.7.2.7.2,
13.7.2.7.3,13.7.2.8.2,A.13.7.2.7.2,A.18.7.2.8.2.3
Health care occupancies .................... A13.7.2.5.3,18.7.2.6.2,
13.7.2.5.3,A.13.7.2.6.3
Hotels and dormitories ...............ccoeeviviniiiiannn.n. 18.7.2.9.2
One- and two-family dwellings .............. 13.7.2.14.1, 13.7.2.14.3
Residential board and care occupancies .............. 18.7.2.15.2.3,
18.7.2.16.2.3
Smoke dampers, closing of ........................ 12.8.6.4,12.9.5.6,
18.7.1.4.9.2.2,A.18.7.1.4.9.2.2
Smoke partitions ..................ooiinen 12.7.4.2,12.8,A.12.7.4.2,
A12.8.2(2) t0 A.12.8.6.2
Definition ....ocovvivviiiiiiiiiiiiii e 3.3.214, A.3.3.214
SmoKIng .........oooiiiii 5.3.3(3), 10.10
Aerosol products storage, use, and handling ......... 61.4.6.6.2(5),
61.7.3.1(5), 61.7.3.2
Aircraft fuel servicing ... 42.4.2.1.3
Aircraft hangars ... 21.1.3
Airport terminal buildings .................... 21.2.2.3
Assembly occupancies ... 20.1.4.9
Baled cotton StOrage ................occeiiiiiiiiiiiiiiiiiin. L5.7.1
Board and care occupanci€s ..............ccoiiiiii 20.5.2.4
Buildings under construction ................. 16.2.3.1.4, 16.2.3.1.5
Combustible fibers, handling or storage of ..................... 45.3
Compressed gases and cryogenic fluids ..... 63.2.12.2.2, 63.3.6.3.2
Definition .......ooviiiiiiiii i 3.3.214
Fibers, combustible, storage and handling ................... 19.1.7
Fireworks facilities ..............ccociiiiiiiiiiiiiinii 65.11.3.11
Flammable and combustible liquids storage, handling,
anduse ............. 66.2.4.3.1(5), 66.2.4.3.2, 66.4.10(3),
66.5.6.2, 66.5.6(5)
Forest products, storage of ................cooeeiin. 31.3.2.1.2
Hazardous materials, in areas with ........................ 60.1.2.9.1
Health care occupancies .............. 20.4.2.4, 20.6.2.4, A.20.4.2.4,
A.20.6.2.4
Heliports, roof-top ..., 21.3.2.3,21.3.35
Motor fuel dispensing facilities ... 42.2.7.2.5.1, 42.2.7.5.4, 42.3.5.5,
42.3.10.4(2), 42.4.2.5
Organic peroxide ............oooiiiiiii 70.3.4.5
OxXidizer StOrage .........oiiviiiiiieiiiiii i, 70.2.4.7
Repair garages ... 30.3.2.1
Spray application operations .............c..c....L 43.1.8.11, 43.7.7
Storage OCCUPANCIES ......c.viviiniiiiiiieeiatie s 34.6.5
Temporary membrane structures ................. 25.1.5.4, 25.6.2.2
TeNtS ottt e e 25.1.5.4,25.2.4.2
Tires, outside storage of ...................ooi 33.1.6.1, 33.7.3
Wildland fire-prone areas ...........c..ocovieviviiniiii 17.3.4.1
Smoking areas ... 10.10.2
Definition ..oovoieiiiiiiiii e e 3.3.13.10
Solids
Combustible particulate solid (definition) .... 3.3.216.1, A.3.3.216.1
Flammable .............c.ciiiiiii, see Flammable solids
Solid shelving ... A.34.7.3.1(5)
Definition ..oooveiieiiiiiii i e 3.8.217
Solvent distillation units .................. 43.1.8.8, 66.5.7, A.43.1.8.85
Solvent extraction plants .................ccoooiiiiii Chap. 44
Permits .....oooviiiiiiiiiiiiiiii s Table 1.12.20(a), 44.3
Solvents
Chlorinated ........ccoviiiiiiiiiiiiiiieeennns 43.1.8.10, A.43.1.8.10
Cleaning ........ocoocovvviiinininn, 48.1.8.7,43.5.1.1,A.43.1.8.7.4
Soundstages .............ciiiiiiiii 20.16.1.2, Chap. 32
Spark arresters ................ 10.11.8, 17.3.4.8.3, 17.3.4.9, 31.3.2.1.11
Special amusement buildings .................. 10.9.1, 20.1.3, A.20.1.3
Special outdoor events ......................... Table 1.12.20(a), 10.15



INDEX 1-547

Special structures ............ 6.1.1.2, 13.7.2.27, 20.16, A.13.7.2.27.2.1
Extinguishers, portable fire ooooviiiiiiiii s Table 13.6.1.2
LP-Gas Storage in .........o.cvvvviiiiiiiiiiiiiiiieniiianin., 69.5.3.4

Special use (definition) .......................o 3.3.244.3

Spillage
Aerosol products ........c.oviiiiiiiiiiin 61.6.2.6.1
Aircraft fuel servicing ................o 42.45.2,A42.452
Compressed gases and cryogenic fluids ...................... 63.2.13
Electrolyte ..........oooviiiiiniiiiiiiniinnn, 52.3.4, 52.3.5, A.62.3.4.2
Flammable and combustible liquids ...................... 66.2.3.2.3,

66.4.6.3.5, 66.4.8.5, 66.5.3.7.2, A.66.4.8.5.1
Hazardous materials storage and use ........... 60.3.2.8, 66.4.6.3.5
Spontaneous igNItoN ...........oevvviiiiiiiiiiiiii 16.2.2.3
Aerosol products storage, use, and handling ......... 61.4.6.6.2(7),
61.7.3.1(7)
Flammable and combustible liquids storage, handling,
and use .......ceiiiiiiiiiiiiinn.. 66.2.4.3. 1(7) 66.5.6(7)
Spray application, flammable and combustible liquids ... 43.1.8.9,
43.1.8.9

Spot-type detectors ..... 13.7.4.3.1, 13.7.4.3.5, 13.7.4.5.1, A.13.7.4.3.5

Definition ... 3.3.78.6

Spray applications, of flammable and combustible
materials ... Chap. 43; see also Spray areas; Spray booths;
Spray rooms

Drying, curing, or fusion processes ......... 43.4,43.5.3.7, 43.5.3.8
Drying areas ..............oooovviiniiiininnnn, 43.1.5.11,A.43.1.5.11
Electrical equipment and systems ..................... 43.1.4, 43.8.5,

A4314.1t0A43.1.46,A.43.85.3
Electrostatic equipment

Automated ..........cciiiiiiiiiiiiiin.. 43.1.7.8, 43.2, A.43.1.7.8
Handheld ... 43.3
Fire protection systems and equipment ....................... 43.1.7,
A43.1.7.1t0A.43.1.7.8
High-pressure hose lines ....................... 143.1.8.3
Ignition sources ...................... 43.14,A.43.141t0A43.1.4.6
Limited finishing workstations .......................... 43.5.3
Location of ..........ccooviiiiiiii 43.1.2,A43.1.2.1
Operations and maintenance ..... 43.1.8, A.43.1.8.1 to A.43.1.8.12
Organic peroxides and plural component coatings ........... 43.7,
A43.7110A.43.7.6
Outdoor ..........oooviiiii 43.1.1.2(1), A.43.1.1.2(1)
Overspray collectors .............cccoceiiiiiiiiiiiiininn, 43.1.8.4
Permits ..................... Table 1.12.20(a), 43.1.8.12, A.43.1.8.12
Portable spraying equipment or aerosol product
USE ..tiviniiiiiiiiniinienn, 43.1.1.2(2), A.43.1.1.2(2)
Preparation workstations ................c.ociiiiiii 43.5.2
Storage, handling and distribution of flammable and combustible
liquids .................. 43.1.6,A.43.1.6.1 to A.43.1.6.5.2
Styrene cross-linked composites manufacturing ............... 43.8,
A.43.8.1t0A.43.8.5.3
Vehicle undercoating and body lining ........................ 43.5.1
Ventilation ...............coo 43.1.3.6, 43.1.5, 43.1.6.3.2(4),
43.8.6,A.43.1.5.3t0 A.43.1.5.11
SPray areas .............c.ooiiiiiiiiiinnn 43.1.3,A.43.1.3.1,A.43.1.3.3
Definition ............... 3.3.13.11,A.3.3.13.11
Electrical devices in or adjacent to ................ 43.1.4.3, 43.1.44,
43.1.4.7,43.1.4.8,A.43.1.4.3.2
Extinguishing systems ................cooeoenene. 43.1.7.1,A43.1.7.1
Flammable and combustible liquids in ........... 43.1.6.2, 43.1.6.3
Sprinklers in ... 13.3.3.8
Ventilation ............cooovii 43.1.5.2, 43.1.6.3.2(4)
Spray booths .................. 43.1.3,43.1.4.4.2t0 43.1.4.4.4,43.1.4.6,
43.1.7.7.2(2), 43.1.7.8.2,A.43.1.3.1,A.43.1.3.3,
A.43.1.4.6
Definition ... 3.3.220
Permit requirements ................co Table 1.12.20(a)
Spray rooms ........ 43.1.3,43.1.4.4.2,43.1.4.4.4,43.1.4.6,A.43.1.3.1,
A43.1.33,A.43.1.4.6
Definition ..o 3.3.221
Permit requirements .................ooo Table 1.12.20(a)
Sprinklers
Alteration or painting of .....................lL 13.3.3.9,A.13.3.3.9
Penetrations for ................oooiii 12.9.6.4

Quick-response or residential, use of listed .............. 13.3.2.9.4,
13.3.2.13.5, 13.3.2.15.6, A.13.3.2.9.4
Spare, stock of ................... 13.3.3.7,A.13.3.3.7.1,A.13.3.3.7.3
In spray coating areas ......................o 13.3.3.8
Temperature ratings ..............coociiiiiiiiiiiiiia, 13.3.1.8
Sprinkler systems ...................cee 11.9.5(6), 13.3, Table 13.8
Aerosol products storage, use, and handling ............. 61.4.6.4.1,
61.6.2.3.1.1, 61.6.2.3.2, 61.6.2.5
AQXPOTES Loovvivviiiiiiiiiii 21.2.6,A.21.2.6
Assembly occupancies ................. 20.1.3.2, 20.1.3.6, A.20.1.3.2
Baled cotton storage ................... L.4.1,1L.463, L.6.7.2 L.75
Canopies and exterior roofs ..................... 13.3.2.4,21.2.6.2.4
Combustible fibers, storage vaults for ....................... 45.5.5.2
Compressed gases and cryogenic fluids ......... 63.2.10, A.63.2.10
Construction, during ... 16.4.2.4, 16.4.3.2,A.16.4.2.4, A.16.4.3.2.1
Cooking equipment ... 13.3.3.10, 50.4.7.4
Day-care 0CCUPANCIES .........covviiiiiiiiiiiieiiiieane 13.3.2.27
Demolition of buildingsand ........................... 16.5.1
Fireworks facilities ....................coooill 65.11.3.6, 65.11.5.3
Flammable and combustible liquids storage, handling,
anduse ................o..ll 66.4.8.2, 66.4.8.6, 66.5.9.3.4,
A.66.4.8.2,A.66.5.9.3.4
Forest products, storage of .................cooiviiinon. 31.3.7.4
Freezing, protection from .................... 13.3.3.6
Hazardous material storage and use ... 60.1.2.10
Highly toxic and toxic solids and liquids storage ............ 68.3.4
High rise buildings ............ 13.3.2.14.1, 13.3.2.24, A.13.3.2.24.2
Hot work operations .................cocoiin.. 41.3.3.2(11)
Impairment ... 13.3.4
Inspection, testing, and maintenance ......................... 13.3.3
Marinas and boatyards ... A28.18.3.3
Motion picture and television soundstages .... 32.4.1, A.32.4.1.3.1
Organic peroxide storage ........... 70.3.4.6. 2 70.3.4.6.3, 70.3.5.5,
70.3.6.3,A.70.3.4.6.2
Oxidizer storage ................. 70.2.4.8.2,70.2.4.8.3,70.2.6.3.7.2,
70.2.7.3.7.2,70.2.8.2, 70.2.9.3.1, A.70.2.4.8.3,
A.70.2.8.2
Repair garages ...........cooooiiiiiiiiiiii 30.2.7
Spray application operations .................... 43.1.7.1.1,43.1.7.4,
43.1.7.8.2(3), 43.8.3,A.43.1.7.4,A.43.8.3
Storage occupancies ............ 20.15.7.1, 34.2.4.6, 34.5.1, 34.5.4.2,
34.5.5.1, 34.6.3.3(1), 34.7.2,A.34.5.1, A.34.5.4.2,
A.34.6.6.2
Tents, membrane structures, grandstands, and folding/telescopic
SEALNE +eoviniiii i 25.1.6.1, 25.1.6.2
Tire storage, in buildings ......................... Annex M
Ventilating systems ................cooiiiiiiiiiiiin 13.3.3.10
Stable liquids (definition) .....................coeeviiinin, 3.3.148.4
Staff, training of
Business occupancies ..................cocceieeee 20.13.2
Day-care occupancies ................ 20.3.3.2.3.4.5,A.20.3.3.2.3.4.5
Detention and correctional occupancies ................... 20.7.2.1,
A20.7.2.1.2,A.20.7.2.1.3
Fireworks, consumer, handling of ......... 65.11.3.22, A.65.11.3.22
Flammable and combustible liquids storage, handling,
anduse ... 43.10.1.1, 66.2.4.6.2, 66.5.9.5
Hazardous materials, handlingof ............................ 53.15.5,
60.1.2.7,60.1.2.8.1, D.3.2.8
Health care occupancies ....................... 20.4.2.1.2,20.4.2.1.7,

20.4.2.1.9, 20.4.2.2, 20.6.2.1, 20.6.2.2, A.20.4.2.1.2,
A.20.4.2.2.1,A.20.6.2.1.2,A.20.6.2.2.1

Heliports ...........oooiiiiiiiiiiiiii e 42.4.4.6
Hotels .................. 20.8.2.1, 20.8.2.2,A.20.8.2.1.1,A.20.8.2.1.2
LP-Gas liquid transfer ............cooviiiiiiiiniiinin, 69.4.2.1
Maintenance of fire extinguishers .......... 13.6.6.8.3, A.13.6.6.8.3
Mercantile OCCUPANCIES .......ocvvivvviniiieiiniiieiieiians 20.12.2
Motor fuel dispensing facilities ......................o..oeee. 42.2.7.3,
42.2.7.4,42.3.10.1, 425.2.3
Organic peroxide storage ..............c.ccoiviieiniinenien. 70.3.4.2
Oxidizer Storage ...........cocoiviiiiiiiiiiniiininenennene, 70.2.4.5
Spray application operations ......... 43.5, 43.7.8, 43.10, A.43.10.1
Storage occupancies ...............ocoioeienet. 34.54.2, A.34.564.2
Tire storage .........c.ooooiiiiiiiiiiiiii 33.4.1.3, M.1
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Toxic and highly toxic gases storage and use .......... 63.3.9.2.2.1
Wood chips and hogged material, storage of .......... 31.3.6.3.3.2
Stages
Scenery, assembly occupancies ................ ... 20.1.2,20.1.4.4,
A.20.1.4.4.2 10 A.20.1.4.4.6
Sprinkler systems ... 13.3.2.5.5, 13.3.2.6.5
Standpipe systems ... 13.2.2.4,A.13.2.2.4
Stalrways ... 11.9.5(5), 14.11.4
Buildings under construction ..................oc 16.3.4.5
Doors, reentry through ..................oo 14.5.2.7, A.145.2.7
Enclosure and protection of .................. 14.5.2.7, 14.6, 14.7.3,
A145.2.7,A14.6.2t0 A.14.6.4
Exit discharge ..........coooooiiiiiiiii 14.7.3
Interlocking or scissor ...............c.ooinen, 14.10.1.4,A.10.1.4.2
Marking ... 10.12.3, 14.6.4,A.10.12.3,A.14.6.4
As means of €SCape ... 4.5.6.2.2
Performance-based design option ........................... 5.3.4(4)
Protectives, minimum ratings for ..................... Table 12.7.4.2
Width of ... Table 14.8.3.1
Stakeholder (definition) .................cciiiiiiiiiii 3.4.20
Standard cubic foot (scf) (definition) .......................... 3.3.222
Standard (definition) ..................coo 3.2.10
Standard temperature and pressure (definition) .............. 3.3.223
Standby fire personnel ...................... 1.7.15,10.15.4, A.1.7.15.2
Standby power ..................... 11.7.2 t0 11.7.4, 11.9.5(7), 50.4.7.6
Compressed gases and cryogenic fluids ..................... 63.2.6.1
Hazardous materials storage and use ....................... 60.3.2.7
Membrane structures .................. 25.5.3.3, 25.6.5.3, A.25.3.3.1
Standpipe SyStems ............ ... 13.2
Aerosol products storage, use, and handling ............... 61.4.6.2
AGIPOTES L.ttt 21.2.6.5
Buildings under construction ....................... 16.3.5, 16.4.3.3,
A164.33.1.1t0A.164.3.3.28
Definition ... 3.3.233.11
Detention and correctional occupancies ................... 13.2.25
Flammable and combustible liquids operations ......... 66.5.9.2.2
Heliports, roof-top .............ocooiiiii, 21.3.6.4.2, 21.3.6.8
Marinas and boatyards ... 28.1.6.3
Marine motor fuel dispensing facilities ..................... 42.3.7.2
Permit requirements ..o, Table 1.12.20(a)
Static electricity
Aerosol products storage, use, and handling ......... 61.4.6.6.2(9),
61.7.3.1(9), 61.7.7,A.61.7.7
Compressed gases and cryogenic fluids ................... 63.3.6.3.1
Flammable and combustible liquids storage, handling,
anduse ............. 66.2.4.3.1(9), 66.2.4.3.4, 66.4.10(7),
66.5.6.4, 66.5.6(9), A.66.2.4.3.4,A.66.5.6.4
Hazardous materials storage and use .................... 60.1.2.14.2
Spray application operations .................... 43.1.4.6,A.43.1.4.6
Stationary tanks ... see Tanks
Stopwork ... 1.7.14
Storage .................... see also Hazardous materials storage facility;

High-piled storage; Incidental liquid use or storage;
Inside liquid storage areas; Tanks; Warehouses

Aerosol products .............. 61.4, 61.5, 61.6, A.61.5.1.2, A.61.5.2
Automotive fuel servicing ......... 42.2.3,A42.233.210A.42.2.3.9
Available height for storage
Definition «..ovviveeii i 3.3.16,A.3.3.16
Baled, combustible fibers ................ 45.6; see also Baled cotton
Boats ....cooveiiiiiiiiis 28.1.7, 28.1.8, A.28.1.7.3, A.28.1.8.3.3
Bulk oo see Bulk storage
Cartoned (definition) .............ccoooiiiii 3.3.225.2
Cellulose nitrate motion picture film ........................ 20.15.6
Clothing ........coooiiiiiiiiii e see Clothing storage
Compressed gas ............ 63.2.4, 63.2.5,63.2.17, 63.3.2, 63.3.6.1,
63.3.9.3.1
Corrosive solids and liquids ..., Chap. 64
Cryogenic fluids ........ 63.4, 63.4.12,A.63.4.2 t0 A.63.4.12.2.6.2.1,
A.63.4.12.25.4.11t0A.63.4.12.2.6.2.1
Detached ... see Detached storage
Exhibit booths ................o 20.1.4.5.4.10
Exposition facilities ... 20.1.4.5.3
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Fibers ... Chap. 62
Fireworks facilities .................. 65.11.3.7, 65.11.5.3, 65.11.6.4.3
Flammable and combustible liquids ....................... Chap. 66
Flammable solids .................... Chap. 67
Forest products .............c.oooviiiii Chap. 31
Of fueled equipment ............covviiiiiiiiiiiiin, 10.19.7
Hay, straw, and other agricultural products ..................... 45.7
Hazardous materials ......................... see Hazardous materials
Highly toxic and toxic solids and liquids .................. Chap. 68
High-piled .................. see High-piled storage
Isolated (definition) ............oooiiiiiiiiiininieriiiiinnn, 3.3.225.5
Organic peroxide ...............coc 43.7.4,43.8.7.1
Outdoor storage ...............ocooiiiiiininn.. see Outdoor storage
Oxidizers ..o see Oxidizers
Oxygen-fuel gas cylinders and containers .................. 41.55.2
Pyrophoric solids and liquids .....................co Chap. 71
Records ...ooovviiiii 20.15.5, A.20.15.5.2
Refrigerant machinery rooms ......................... 53.10.8, 53.19
Resins ......coooiiiiiiii 43.8.4
Segregated ... see Segregated storage
TIres ...oooiii see Tire storage
Unstable (reactive) solids and liquids ..................... Chap. 72
Waste and rubbish, combustible ..................... 19.1.6.1, 19.1.7
Water-reactive solids and liquids ............................ Chap. 73
Yards ... see Yards
Storage aids (definition) ........... 3.3.226; see also Palletized storage
Storage cabinets ......... see also Gas cabinets; Liquid storage cabinets
Hazardous materials ...................c.on 60.1.2.18, 60.1.2.23
Storage occupancies .............. 10.19, 20.15, Chap. 34, A.20.15.5.2
Christmas tree provisions ..................cocooonian, Table 10.14.1
Definition ............. 3.3.165.25, 6.1.13.1, A.3.3.165.25, A.6.1.13.1
Detection, alarm, and communication systems ........... 13.7.2.22
Extinguishers, portable fire ........................ Table 13.6.1.2
Hazardous materials ..................oo Table 60.3.2.3
Means of egress, occupant load ...................... Table 14.8.1.2
Mini-storage buildings
Definition ... 3.3.165.25.1
Sprinkler systems ..o 13.3.2.25.4
Multiple occupancies ..... 6.1.14.1.2, Table 6.1.14.4.1, A.6.1.14.1.2
Permits .............. Table 1.12.20(a), 20.15.2, 20.15.6.2, 20.15.7.2
Sprinkler systems ..o 13.3.2.25, A.13.3.2.25
Storage tank buildings (definition) ............................ 3.3.27.11
Storage tanks ... see Tanks
Stored electrical energy systems ........................ 11.7.3,11.7.4.3
Stores
Definition ...ovviiiiir i e, 3.3.227, A.3.3.227
Fireworks sales at .............c.coviveieen.. see Fireworks, Consumer
Story
Definition ... 3.3.228
Means of egress, numberof ....................... 149.1.1, 14.9.1.2
Occupiable (definition) ....................... 3.3.228.1, A.3.3.228.1
Street (definition) ............................ 3.3.229; see also Roadways
Street floor (definition) ....................cccceee... 3.3.230, A.3.3.230
Structural failure, occupant protection from ................... 5.2.2.8
Structural integrity ... 41423
SEIUCHUreS .............coiiiii see also Buildings
ACCESS 1O wnviviiniiiiiiii s see Access, fire-fighting
Definition ... 3.3.231,A.3.3.231
Special ... 20.16
Styrene cross-linked composites manufacturing .................. 43.8,
A.43.8.110A43.85.3
Sub-floor work areas, repair garages ................... 30.2.6, 30.2.8.3
Submersible pumping systems ..................cc 42.2.5.4
Summarily abate (definition) ........................... 3.3.232
Supervision
Cooking equipment alarm systems ................ 50.4.4.10, 50.4.9,
A50.4.4.10(4)
Fire pump valves ... 13.4.3,A.13.4.3
Sprinkler systems ... 13.8.1.7, A.13.3.1.7.1
Supervisory signals ... see Signals
Suppression systems ......................... see Extinguishing systems
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SYSIEMS ....ovviniiiiniiiie i see also specific systems
Definition ....oooiiiiiiiiii i e 3.3.233
Design/installation .............c.ociiiiiiii 4.4.6

T

Tactics (defimition) .........ooueeiiiiiiiaiiieeriiei e, 3.3.234

Tank €ars .......ooevviiveeiiiiennannn, 66.5.5, A.66.5.5.3 to A.66.5.5.12

Tanks
Aboveground

Alternative fuels ..................oll, 42.2.8.3, A.42.2.8.3.3
Definition ..vuvveeeieeeeaiieiriiineininiaees 3.3.235.1, 3.3.235.2
Flammable and combustible liquids storage ................ 66.2,
A.66.2.3.1.1 to A.66.2.5.7.4
Hazardous materials ....................coveennn. 60.1.2.11.2.1(1)
Motor vehicle fuel dispensing facilities .... 42.2.2.2.2, 42.2.3.2.1,
42.2.3.3.2,42.2.3.5 to 42.2.3.11, 42.2.7.2.2.5,A.42.2.3.3.2
Fire-resistant .........c.eeeeeeereiiiiinenieeneerneennnnnns 42.2.3.5
Protection ............. 42.2.3.6 t0 42.2.3.9,A.42.2.3.8, A.42.2.3.9
VUL © ettt e e 42.2.3.4
Protected (definition) .............ccciiiiiiiiiiiina. 3.3.236.2.1
Aboveground storage tank
J0755 111110 T} | H 3.3.235.1
ASME ... see ASME containers or tanks
Cargo ...iviiiiiiiii i 42.3.9
Compressed gas ................... 63.3.1,A.63.3.1.1 10A.63.3.1.10.3
Flammable and combustible liquids ................ 66.2, 66.5.3.7.1,

66.5.3.7.4, 66.5.4.4.2, 66.5.4.5, A.66.2.3.1.1 to
A.66.2.5.7.4, A.66.5.4.5(3)

Fuel
Aircraftfuel ...t 42.4.3.3,A.42.43.3.1
Boatstorageand ... 28.1.8.1.5
Fire pump fuel supply .................oel. 13.4.4.4,A13.44.4
GENETALOTS +.vuuvieeerineeeinnnteiaruneeeenaeesenaneennnnne 25.1.12.2
Heliports .........oooiiiiiiiiiiiii 21.3.3.2

Hazardous materials ............................ 60.1.1.2, 60.1.2.22.2,
60.1.2.24, 60.1.3.3.3(3) (a)

Motor vehicle fuel dispensing facilites ....................... 42.2.3,
42.2.7.2.2.4,42.2.7.2.2.5,42.2.7.4, 42.3.2, 42.3.8,
A42.233210A.42.2.3.9,A.42.3.2.2,A.42.3.8.2

Portable ..........ccoiiiiiiiiiii, 42.3.8, 43.1.6.5.1,A.42.3.8.2

Definition .....cccoiiiiiiiiiiii i e 3.3.235.4
Flammable and combustible liquids ..... 66.4, 66.4.4.3.9, 66.4.7,
66.5.3.7.8, 66.5.3.7.9, 66.5.4.2, 66.5.4.4.1,
A.66.4.2.1(5) t0 A.66.4.10.2
Mixing tanks ... 43.1.6.3.1

Secondary containment (definition) ....................... 3.3.235.5

Stationary (definition) ... 3.3.235.6

Storage (definition) ..........ccoiiiiiiiiiiiiieiiinieiieeann, 3.3.235.7

Underground ... 42.2.2.2.2,42.2.3.3.1,
66.2.1(1), 66.2.5.1.4, 66.2.5.5, A.66.2.5.5.4(2); see also
LP-Gas containers

Water supply ..o 61.4.6.4.2

Tank vehicles ...........covviieviinnnnnnnnnns 42.2.7.2.2,42.2.7.6,42.3.9,
42.4.5.17 to 42.4.5.20, 66.5.5, A.42.2.7.2.2.1, A.66.5.5.3
t0 A.66.5.5.12

Tar Kettles ..o see Kettles

Technical assistance .....................c..ess 1.15,5.1.5,A.1.15,A.5.1.5

Telephones, tWO-WaY ..........cviveuiiiiiiiiieriinenrnnen.. 13.7.2.27.2.2

Television production soundstages ................ 20.16.1.2, Chap. 32

Temporary heating equipment ............. see Heating equipment and
appliances

Temporary Wirlig .......ocovivriiniieiiiiiiinieiiiana e, 11.1.6

Definition ....cooviiiiiiiiii i e 3.3.236

Tensioned-membrane SrUCHENES ..........vvveureeeeennn.- 25.5.2, 25.6.4

Tents ....oovvvvireiriiiiiii s 25.1,25.2,A.25.1.6,A.25.1.8

Fireworks sales ..........coovviiiiiiiiiiiiiiiiiiiiinan, see Fireworks

Permits .......covvviiiiiiiiiieiieiiiiiiiiaaens Table 1.12.20(a), 25.1.2

Terminal buildings, airport .............. see Airport terminal buildings

Testing .........oocovverinnnnn. see Inspection, testing, and maintenance

Ties, outside storage of .........................c.l. 31.3.1.1(3), 31.3.5,
A.31.35.1.110A.31.3.5.3.5

Tire-rebuilding plants ........................... Table 1.12.20(a)
e see also Tire storage
Rubber (definition) ............cooviiiiiiiiiiiiiiiennnn... 3.3.237.1
Scrap (definition) ..........c.oooiiiiiii 3.3.237.2
Tire storage ....... 34.1.1, 34.8,A.34.1.1.2(7),A.34.8.1 10 A.34.8.3.1.1
Banded (definition) ...........coviiiiiiiiiiiiiiiie 3.3.225.1
Bulk StOrage ........c.ooiiiiiiiiiiiii s 20.15.4
Automobile wrecking yards ... 22.7
Sprinkler systems for ... 18.3.2.25.5
Laced ..ooiiniiiiiiii i e Fig. A.34.8.1(g)
Definition ........coovveiiiiiiiiiieiiiaa... 3.3.225.6, A.3.3.225.6
Miscellaneous (definition) .................... 3.3.225.7, A.3.3.225.7
ON-SIAE .+ oot Fig. A.34.8.1(e)
Definition ....ccoeiiiiiiiiiii 3.3.225.8
On-tread .........oooviiiiiiiieiiiiiinanne, 34.8.3.1.3, Fig. A.34.8.1(f)
Definition .......cooeiiiiiiiiiiiiiiiiii i 3.3.225.9
Outside storage .......................... Table 1.12.20(a), Chap. 33

Altered tire material, storage of .... 33.1.7, 33.1.8, 33.7, A.33.7.5
Sprinklered buildings, fire fighting recommendations

FOr t e Annex M
Tithe Of COA@ ....vvverini i 1.1.2
Torch-applied roofing systems .................. Table 1.12.20(a), 16.6
Torches, use of .......cooviiiiiiiiiii i, see Hot work
LY o T 13.7.2.27.1
Toxic gas ............ccvvvininnens 60.3.2.5.1, 63.1.3.1(2) (d), 63.1.3.4.1,

63.2.3.1.4, Table 63.2.3.1, Table 63.3.1.6.2, 63.3.9,
A.63.3.9.3.6; see also Compressed gas

Definition ......cvviiiiiiii i e 3.3.122.17
Permit amounts for ............. Table 1.12.20(b), Table 1.12.20(d)
Refrigerants ... 53.8.2,53.8.5
Toxic materials (solids and liquids) ................. Tables 60.1.3.2(a)

to (h), Table 60.1.3.3(b), Table 60.2.6.5, Chap. 68; see
also Hazardous materials

Definition ... 3.3.156.11
Permit amounts for .................. Table 1.12.20(d)
Secondary containment ............coociiiiiieinos Table 60.3.8.2.3
Tracer bullets and tracer charges .........................oouee 17.3.4.2
Trade SECrets ............coouiiiiiiiiiiiiiieeieiireiiieaeaanens 1.7.10.4
Trade shows ...........c.ocvviiiiiiiiiiiii see Exhibits
Traffic calming devices ...................c.oooeii 18.2.3.4.7
Training
Board and care occupancy residents, of ..................... 20.5.2.2
Staff ... see Staff, training of
Treated fimishes ... 12.6
Treatment systems (defimition) ............................... 3.3.233.12
Trouble signals .................cooo see Signals
Truck repair garages ...............cooevviiniinnnnn. see Repair garages
Turbimes, BaS ...........ooiiiiiiiiiii e 11.7.1
Two-family dwellings ................ see One- and two-family dwellings
U-
Unauthorized discharge (defimition) ............................ 3.3.239
Uncertainty analysis ..............ccoooiiieieeiiienienneenn. see Analysis
Underground releases, flammable and combustible
Diquids ... 66.7, A.66.7
Underground structures
Emergency plans ............... 10.9.1
Parking structures ................cocoi 29.1.1
Definition ... 3.3.165.20.1
Sprinkler systems ..o 13.3.2.23
Underground tanks ................ocooiiviiiiii, see Tanks
Unit operation or process (definition) .......................... 3.3.240
Units Of MEASUIeIMENE .........ouvireieertiteneeaeieaeaiiennaanas 1.5
Unit (vessel), operating or process ...... see Operating or process unit
(vessel)
Unstable (reactive) gas .................. 63.1.3.1(1)(e), 63.1.3.1(1) (f),

Table 63.2.3.1, Table 63.2.9, Table 63.3.1.6.2, 63.3.10; see
also Compressed gas; Hazardous materials
Definition ... 3.3.122.18, A.3.3.122.18
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Permit amounts for ............ Table 1.12.20(b), Table 1.12.20(d)
Unstable (reactive) materials (solids and liquids) .... Tables 60.1.3.2(a)
to (h), Table 60.3.2.6, Chap. 72; see also Hazardous

materials
Definition ... 3.3.156.12
Permit amounts for ... Table 1.12.20(d)
Secondary containment .............cee Table 60.3.2.8.3
Specific occupancies, storage and
USE HN L.viviiieiiii Tables 60.1.3.2(a) to (h)
Untenable conditions, occupant protection from .............. 522.6
Use
Closed system use (definition) ............... 3.3.244.1,A.3.3.244.1
Incidental liquid use or storage (definition) ................ 3.3.142
Open system use
Definition ........ccoiiiiiiiiiiiiiii 3.3.244.2
Special use (definition) ... 3.3.244.3
UHHES ..ottt 114
Utility plants, LP-Gas at ................oooiiiiiiiii, 69.7
V-
Vacant buildings ........................L 5.3.3(8), 10.13, A.10.13.2.1
Valve-regulated batteries ........................ see Batteries (lead-acid)
Valves ...........coviiiiiiiiinns s see also Excess flow valve
Compressed gas SYStemSs .............o.oiuiieeaiaiiiinen, 63.3.3.1.5
Cryogenic fluid piping systems ................ 63.4.13.4 to 6.4.13.6
Fire pump valves, supervision of .................... 13.4.3,A.134.3
Indicating (definition) ................. 3.3.245.1
LP-Gas systems and equipment ............... 69.2.3, 69.3.7, 69.3.8,
69.3.13.3.8, 69.3.13.3.10, 69.5.2.2,A.69.3.8.8
Outlet cap or plug .........c.oeoeiiiiiiii.. 63.3.9.3.1.1, 63.3.15.3
Definition ..o 3.3.245.3
Ozone gas-generating eqUIpMeNt ...........c.ocoieiiiiiiiinaanns G5
Protection cap ..o 63.3.1.5.3
Definition ..o 3.3.245.4
Protection device ...........iooiiiiiiiiiiiiiiiiii 63.3.1.5
Definition .........oooviiiiiiii 3.3.245.5
Reduced flow (definition) ...........c.ccoooiiiiiiii. 3.3.245.2
Water-control .......ooiiiiiiiiiiii e Table 1.12.20(a)
Vapor pressure (definition) .......................... 3.3.246, A.3.3.246
Vapor processing systems (definition) ....................... 3.3.233.13
Vapor recovery SyStems ..................o.oiiiiiiiiiiiiiia..s 42.25.8
Definition ........ooooiiiiiiiiiii 3.3.233.14
Vapors, flammable ....................... see Flammable vapors
Vaults
Combustible fiber storage ..................cooviii 45.5.4
DOOKS .ot 12.4.3,A.12.4.3
Flammable and combustible liquids, aboveground
tanks for ... 66.2.2.2
Motor vehicle fuel dispensing facility tank ................. 422.34
Vegetation, combustible ............................... 5.3.3(9), 10.13.1,
10.14, 17.3.5, 33.5.2, 60.1.2.21, 63.3.1.6.3, 65.11.4.6.1,
68.3.3,A.10.14.3,A.10.14.9.4,A.17.3.5.1.5, L.6.8
Vehicles ..........coooiiiiiiiiiiiiiiii see Motor vehicles
Vented batteries ...................cooiiiiniins see Batteries (lead-acid)
Ventilation systems ......................... see Heating, ventilating, and
air conditioning (HVAC) systems
Venting
Compressed gases and cryogenic fluids ......... 63.2.15, 63.3.3.1.6
Deflagration .............. 42.5.1.4.3.3, 42.5.1.4.3.4.1,A42.5.1.4.3.3
Emergency relief venting (definition) ........................ 3.3.87
Flammable and combustible liquids processing
ATEAS oevtteeriereriererieeaneeans 66.5.3.3.4, A.66.5.3.3.4
LP-Gas ..o 69.3.5.4.2, 69.4.3
Vents
Cleaning ..o 50.5.4, A.50.5.4.2
Emergency smoke and heat .... 34.3.2, 34.5.4.2(4), A.34.3.3, L.2.2
Heating equipment and appliances ........................... 11.5.4
Tanks, flammable and combustible liquids
SLOTAZE ..vviviiiiiniiniiniininiens 66.2.2.5.1, 66.2.2.5.2
Verification method (definition) .........................ocii 3.4.22
Vertical openings .......................l see Openings, vertical
Vessels, marine .........cooiviiiiiiiiiiiiiiiiiiiennenn. see Marine vessels
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Vessels, process ................. see Operating or process unit (vessel)
Violations of code ...............coooiiiiiiiiiii 1.16,10.1.4
Model citation program ...............ooiiiii Annex E
W-
Walls
Fire .......oooviiiiiiins 12.3,12.7.5,A.12.3.2, A.12.7.5.6.3(1) (c)
Fire barrier ................ocou 12.7.2,12.7.5,A.12.7.5.6.3(1) (c)
Temporary separation, construction site ......... 16.4.2,A.16.4.2.4
Warehouses
General-purpose
Definition ... 3.3.249.1
Flammable and combustible liquids storage in ......... 66.4.5.2
Liquid ..........o 66.4.4.1, Table 66.4.4.2.1, 66.4.4.4.4
Definition ... 3.3.249.2
Warrant of fitness ... 455
Waste, combustible ...................... Chap. 19, 43.1.8.5, A.43.1.8.5
Aerosol CONtAINErs .........ocooviviiiiiiini i 61.7.5
Baled cotton storage ...........c.coiiiiiiiiiiii L.6.5
Buildings under construction ........ 16.2.2,A.16.2.2.1,A.16.2.2.4
Definition ......oooiiiiiiiii e 3.3.54,A.3.3.54
Demolition sites ..o 16.5.3
Forest products, storage of .................. 31.3.2.1.1, A.31.3.2.1.1
Waste recycling facilities .......................... 31.8.7,A.31.8.7
Motor vehicle fuel dispensing facilities ................... 42.2.7.2.6
Organic peroxide storage ...................... 70.3.4.7,A.70.3.4.7.2
Oxidizer storage ................. 70.2.4.9,A.70.2.4.9.2, A.70.2.4.9.5
Repair garages .............cooiiiiiiiiiiiii 30.3.24
Storage OCCUPANCIEs .......ccovviiiiiiiiiiiiiiiees 34.6.4
Vacant buildings ... 10.13.1
Wildland fire-prone areas ................oociiiiiii 17.3.4.7.2
Water capacity (definition) ........................ 3.3.250
Water-control valves .................c.coeiiiiiiiiii Table 1.12.20(a)
Waterflow alarms ............ 11.9.5(6), 13.7.3.6, 34.5.5.1,A.13.7.3.6.5
Water mist extinguishing systems ................. Table 13.8, 66.4.8.3

Water-reactive materials .... Table 60.1.3.1, Tables 60.1.3.2(a) to (h),
Table 60.2.6.5, Table 60.3.2.6, 66.4.10.1,Chap. 73,
A.66.4.10.1,; see also Hazardous materials

Class 1 (definition) .......cooiiiiiiiiiiiiiiiiiiiiinnnn, 3.3.157.12.1
Class 2 (definition) .........cocoviiiiiiiiieiiiiennnnnn.n. 3.3.157.12.2
Class 3 (definition) ........ovvveiiiiiiiiiiiiiiiiinean, 3.3.157.12.3
Definition ......oooiiiiiii i 3.3.156.13
Permit amounts for ... Table 1.12.20(d)
Water spray Systems .................ccooiiiiiiiiiiiiiin... Table 13.8
Airport terminal buildings .....................L 21.2.3.5.3
Flammable and combustible liquids storage, handling,
and use .................. 66.4.8.3, 66.5.9.3.4, A.66.5.9.3.4
Organic peroxide storage ................... 70.3.4.6.2, A.70.3.4.6.2
Water supplies .......................... 13.5, 18.3,A.18.3.1 to A.18.3.3
Aerosol products storage, use, and handling ............... 61.4.6.4
Assembly occupancies ... 20.1.3.3
Baled cotton storage ..............oiiii L.4.2
Buildings under construction ................. 16.4.3.1,A.16.4.3.1.1
Flammable and combustible liquids storage, handling,
and use ..... 66.4.8.4, 66.5.9.3.1, 66.5.9.3.2, A.66.5.9.3.2
Foam extinguishing systems .......................co 21.3.6.4
Forest products, storage of .................... 31.3.3.2.2,31.3.4.3.1,

31.3.5.3.2,31.3.6.3.5, 31.3.8.3.4,A.31.3.3.2.2,
A.31.34.3.1,A.31.3.56.3.2,A.31.3.6.3.5,A.31.3.8.3.4

Marinas and boatyards ........................... 28.1.6.2.4, 28.1.6.4,
28.1.8.3.1,A.28.1.6.2.4
Oxidizer stOrage ............ccoviiiiiiiiiiiiiiiin, 70.2.4.8.1.1
Private ... 18.3.5
Spray application operations .......................oo 43.1.7.4.3
Sprinkler syStems ..........ccooiiviiiiiiiiannn, 43.1.7.4.3, 70.3.4.6.3
Storage occupancies ..................ooe 34.6.6.2, A.34.6.6.2
Tires, outside storage of ... 33.4.2
Welding and cutting ........................... see Hot work operations
Wet chemical extinguishing systems ......................... Table 13.8
Wet pipe sprinkler systems ............. 13.3.3.6, 66.4.8.2, 70.3.4.6.2.1,

A.13.3.3.11,A.66.4.8.2
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Wetting agent extinguishing units ........................o..ell. L.4.43
Wharves .............. 28.1.7.2, 28.2, A.28.2.2 to A.28.2.4; see also Piers
Definition ... 3.3.251
Wildland fire-prone areas ............... 17.3,A.17.3.1 10 A.17.3.5.1.5
Permits .......ooovvvvviiiininnnnnn Table 1.12.20(a), 17.3.2, A.17.3.2
Wildland /urban interface ........ccovvviiiiiiiiiiiiiiinea.. Chap. 17
Definition ..........coooiiiiii 3.3.252
Windowless structures
Emergency plans ... 10.9.1
Sprinkler systems ... 13.3.2.23
Windows ... see also Opening protectives
Fire windows ... see Fire windows
Fireworks facilities ........................... 65.11.3.6.1, 65.11.5.3.1
Motor fuel dispensing facilities .................. 30.1.6.3, 42.2.6.5.3
Sprinkler temperature ratings .................... Table 13.3.1.8(b)
Wiring ... see also Electrical equipment and systems
For oil-burning appliances ..................ooviii 11.5.1.7
Permanent ... 11.1.3 to 11.1.5
TempOrary .......ccooviitiiiiiiiii 11.1.6
Definition ... 3.3.237
Wood ... see also Logs
Cordwood (definition) .........ooiivvviiiiiinieirninieaanninnnn, 3.3.70
Lumber.................o see also Lumber yards
Definition ..o 3.3.152
Storage, manufacturing, and processing of ............ Chap. 31
Cou/W 3 456 08

Wood chips, storage of .............. 31.3.6, A.31.3.6.1 to A.31.3.6.4.3
Wooden panels
Definition .........ccoooiii 3.3.253
Outside storage of ...............oooi Chap. 31
Wood processing and woodworking facilities ....... Table 1.12.20(a),
13.3.2.26, 31.1, 31.3.9,A.31.1
Wrecking yards ............coociininnnn see Automobile wrecking yards
Written notice (defimitiom) ..................oooii 3.3.254
Y-
Yards
Automobile wrecking ................... Table 1.12.20(a), Chap. 22
Exitdischarge ................ 14.11.1.1
Storage ..o see also Baled cotton; Outdoor storage
Definition ... 3.3.225.12
Forest products storage ................ccocviiiiiiiinnn Chap. 31
-Z
Zoned egress, Use condition II (definition) ............. 3.3.165.8.1.2
Zoned impeded egress, Use condition Il
(definition) ........ccovvvviiiiiiiiiiiiiinann, 3.3.165.8.1.3
Zoning, alarm ......... 13.7.1.4.13,A.13.7.1.4.13.2.1, A.13.7.1.4.13.2.2
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of Events Leading to Publication
of an NFPA Committee Document

Call goes out for proposals to amend exsting document or for
recommendations on new document.

v
Committee meets to act on proposals, to develop its own pro-
posals, and to prepare its report.
v
Committee votes on proposals by letter ballot. If two-thirds ap-

prove, report goes forward. Lacking two-thirds
approval, report returns to committee.

v
Report — Report on Proposals (ROP) — is published for public
review and comment.
\ 4
Committee meets to act on each public comment received.
v

Committee votes on comments by letter ballot. If two-thirds
approve, supplementary report goes forward.
Lacking two-thirds approval, supplementary report returns to

committee.
v
Supplementary report — Report on Comments (ROC) — is pub-
lished for public review.
v

NFPA membership meets (Annual or Fall Meeting) and acts
on committee report (ROP or ROC).

v

Committee votes on any amendments to report approved at
NFPA Annual or Fall Meeting.

v

Appeals to Standards Council on Association action must be
filed within 20 days of the NFPA Annual or Fall Meeting.
v

Standards Council decides, based on all evidence, whether
or not to issue standard or to take other action, including

upholding any appeals.

Commitiee Membership Classifications

The foliowing classifications apply to Technical Commit-
tee members and represent their principal interest in the
activity of 2 committee.

M Manufacturer: A representative of 2 maker or marketer of
a product, assembly, or system, or portion thereof, that
is affected by the standard.

U User: A representative of an entity that is subject to the
provisions of the standard or that voluntarily uses the
standard.

1I/M  Installer/Maintainer: A representative of an entity that is
in the business of installing or maintaining a product, as-
sembly, or system affected by the standard.

L Labor: A labor representative or employee concerned
with safety in the workplace.

R/T Applied Research/Testing Laboratory: A representative of
an independent testing laboratory or independent ap-
plied research organization that promulgates and/or
enforces standards.

E  Enforcing Authority: A representative of an agency or
an organization that promulgates and/or enforces
standards.

I Insurance: A representative of an insurance company,
broker, agent, bureau, or inspection agency.

C Consumer: A person who is, or represents, the ultimate
purchaser of a product, system, or service affected by the
standard, butwhoisnotincludedin the Userclassification.

SE  Special Esspert: A person not representing any of the pre-
vious classifications, but who has special expertise in the
scope of the standard or portion thereof.

NOTE 1: “Standard” connotes cede, standard, recommended
practice, or guide.

NOTE 2: A representative includes an employee.
NOTE 3: While these classifications will be used by the Stan-
dards Council to achieve a balance for Technical Committees,
the Standards Council may determine that new classifications
of members or unique interests need representztion in order
to foster the best possible committee deliberations on any
project. In this connection, the Standards Council may make
such appeintments as it deems appropriate in the public inter-
est, such as the classification of “Utilities” in the National Elec-
NOTE 4: Representatives of subsidiaries of any group are gen-
erally considered to have the same classification as the parent
organizagion.
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FORM FOR PROPOSALS ON NFPA TECHNICAL COMMITTEE DOCUMENTS

Mafl to: Secretary, Standards Cownctl

Natiomal Fire Protection Asseciation, 1 Batterymarch Park, Quincy, Massachusetts 02269-9101

Fax No. 617-770-3500
Note: All proposals must be received by 5:00 p.m. EST/EDST on the published proposal-closing date.

Iff you need further information om the standards-making process, please contact the
Standards Administretion Department at 617-984-7249.
For techmical assistamee, please calll NFPA at 617-770-3060

Please indicate in which format you wish to receive your ROP/ROC: [] paper [ electronic [ download
(Note: In choosing the download option you intend to view the ROP/RCC from our website; no copy will be sent to you.)

Date __9/18/93 Name __ John B. Smith Tel. No. _617-555-1212

Company

Street Address 2 Seattle St., Seattle, WA 02255

Please Indicate Organization Represented (if amy)__Fire Marshals Assn. of North America

1. 2) NFPPA Document Title _National Fire Alarm Code NFPA No. & Year NFPA 72, 1993 ed.
i 1-5.8.1 (Exception No.1
b) Section/Paragraph (Excep ) FOR OFFICE USE ONLY
2. Proposal Recommends: (Check ome) mew text &
revised text ,
dieleted tesxt Date Rec’d
3. Proposal (include proposed new or revised wording, or identification of W@E‘W@H@M}: (Note: Proposed
text should be in legislative format: i.e., use underscore to denote wording to be inserted (m% wording) angd-sifike:through to denote wording to
be deleted (delsted-wonding). 1 ,’//
N ! {
Delete exception. / N 1 : ! el
/ i !" S‘ , "'/ 'i i it
A
| VNN O v
Vo v L
TN N R\ L

4. Statement of Pr@biém%ﬂnhsmfnﬂ\mm
tion; give the specific reason.for your pmposal inchitling-copies of tests, research papers, fire experience, etc. If more than 200 words, it may be
abstracted for publication.) _.~__/ ' ‘1//

A properly installed and maintdined system should be free of ground faults. The occurrence of one or more ground
faults should be required to cause a “trouble” signal because it indicates a condition that could contribute to future
malfunction of the system. Ground fault protection has been widely available on these systems for years and its cost is
negligible. Requiring it on all systems will promote better installations, maintenance and reliability.

5. & This Proposal fs original material, (Note: Original material is considered to be the submitier’s own idea based on or as a result of
his/her own experience, thought, or research and, to the best of his/her kmowledge, is not copied from another source.)

This Proposal fis mot original material; fts source (#f kmown) is as follows:

Note 1: Type or print legibly in black ink.

Note 2: If supplementary material (photographs, diagrams, reports, etc.) is included, you may be required to submit sufficient copies for all mem-
bers and alternates of the technical committee.

I hereby grant the NFPA all and full righis in copyrighs, in this proposal, and I understand that I acquire no
rights in any publication of NFPA in which this proposal in this or another similar or analogous form is used.

9/99B




FORM FOR PROPOSALS ON NFPA TECHNICAL COMMITTEE DOCUMENTS

Mail to: Secretary, Standards Council

National Fire Protection Association, 1 Batterymarch Park, Quincy, Massachusetts 02269-9101
Fax No. 617-770-3500

Note: All proposals must be received by 5:00 p.m. EST/EDST on the published proposal-closing date.
If you need further information on the standards-making process, please contact the

Standards Administration Department at 617-984-7249,
For technical assistance, please call NFPA at 617-770-3000

Please indicate in which format you wish to receive your ROP/ROC: [ paper [ electronic [J download
(Note: In choosing the download option you intend to view the ROP/ROC from our website; no copy will be sent to you.)

Date Name Tel. No.

Company

Street Address

Please Indicate Organization Represented (if any)

1. a) NFPA Document Title : NFPA No. & Year
b) Section/Paragraph FOR OFFICE USE ONLY
2. Proposal Recommends: (Check one) (1 mew text Log #
Q revised text .
O deleted text Date Rec'd

3. Proposal (include proposed new or revised wording, or identification of wording to be deleted): (Note: Proposed
text should be in legislative format: i.e., use underscore to denote wording to be inserted (inserted wording) and strike-through to denote wording to
be deleted (deleted-werding).

4. Statement of Problem and Substantiation for Proposal: (Note: State the problem that will be resolved by your recommenda-
tion; give the specific reason for your proposal including copies of tests, research papers, fire experience, etc. If more than 200 words, it may be
abstracted for publication.)

5. Q This Proposal is original material. (Note: Original material is considered to be the submitter’s own idea based on or as a result of
his/her own experience, thought, or research and, to the best of his/her knowledge, is not copied from another source.)

Q This Proposal is not original material; its source (if known) is as follows:

Note 1: Type or print legibly in black ink.
Note 2: If supplementary material (photographs, diagrams, reports, etc.) is included, you may be required to submit sufficient copies for all mem-
bers and alternates of the technical committee.

I hereby grant the NFPA all and full rights in copyright, in this proposal, and I understand that I acquire no
rights in any publication of NFPA in which this proposal in this or another similar or analogous form is used.

Signature (Required)

PLEASE USE SEPARATE FORM FOR EACH PROPOSAL 9/99C




“Use This Code Better

NFPA memb@rrshﬂp puts the code information you
need for your job in your hands faster. Join NFPA

today and get:

O FREE answers to your code questions as often as you want from an NFPA expert via email
or over the phone to save you time and money [arrow/burst by this: Not available to the

general public!]

O Voting privileges on proposed changes to all NFPA codes and standards
O NFPA Journal magazine subscription for the latest in building, fire, electrical and life safety

developments around the world

O Timely alerts regarding changes to NFPA codes and standards
O Members-only access to code information and reports at www.nfpa.org
O 10% across-the-board discount on all NFPA publications, products, seminars and services

‘A ?an NFPA member, you
““have faster, easy access to

nd.contacts you can go to
or specific help. Those
nectlons save you time
d money on the job.
an't| imagine doing my job
without beﬂongmg to NFPA”

RaymbndA Gnll PE., Sr., Vice President
Rolf‘Jensen &Assoc:ates Inc., Fairfax, VA
kk <~w 4

@(‘YES" | want to join NFPA for faster access to the code lnf@wmaiﬁncom an@ﬂ

resources | need in my job.
1. Please Complete:

Name

Title

Organization

Address

City State Zip

Country

Day Phone Fax

Email

Your Job Title: (please check one)

[] Architect, Engineer, Consultant, Contractor (C17)
] Owner, President, Manager, Administrator (C10)
[] Fire Chief, Other Fire Service (A11)

[] Facilities Safety Officer (F14)

(] Inspector, Building Official, Fire Marshal (FO3)
(] Loss Control, Risk Manager (L11)

(] Other: (G11)

- Send it now!

) Detach and Mail thus page t

11 Twacy Drive

Avon, MA 02322 99qa
S OR

Eax Toll Free 1 800 593

For Fastest Serw

Call Toll Free 1- -800- 3:
{M-F, 8:30 am - 800meT) i
or wsut www nfpa.org

pﬂease call 1- 6‘&71’770 3000
- or fax 1 508 89 301

Want ‘Moﬁre FroﬁYour NFPA Membersh‘ip?‘ Getlt‘ f(})r FREE"

As an NFPA member, you can enroll in your industry-specific Section
now for free and get direct access to the information that impacts
your job the most, including:

© Insight from your industry peers on code use in action

© Free information and publications on the latest building, fire, electrical and life safety
news in your industry

Opportunities to directly impact code changes and development you want to see
Credentials to build your career and professional recognition

Section membership is FREE to all NFPA members!
Enroll in your industry-specific Section online at www.nfpa.org ...

or look for more information and a free Section enroliment
form in your NFPA New Member Kit.

Type of Organization: (please check one)

] Architecture, Engineering, Contracting (A14)

[J Government (C12)

] Fire Service, Public and Private (AA1)

(] Industrial Firm (Factory, Warehouse) (C11)

(] Commercial Firm (Office, Retail, Lodging, Restaurant) (G13)
] Institutional (Health Care, Education, Detention, Museums) (B11)
[ Electrical Services, Installation (J11)

(] Insurance, Risk Management (B12)

] utilities (G12)

[] Other: G11)

2. Please choose your method of payment:

Annual Dues: $135

(] Bill me later ] Payment enclosed (payable to: NFPA)

D Purchase Order #: (Please attach this form to your Purchase Order)

Charge my: [ AMEX® []VISA® [] MasterCard® [] Discover®
Card #: Exp: /
Signature:X

Regular membership in NFPA is individual and non-transferable. Voting privileges begin
after 180 days of membership. Annual membership dues include a $40.50 subscription
to NFPA Journal®,

Dues amount subject to change. 8H-MBR-1Z



IMPORTANT NOTICES AND DISCLAIMERS CONCERNING NFPA DOCUMENTS

(Continued from inside front cover)
ADDITIONAL NOTICES AND DISCLAIMERS

Updating of NFPA Documents

Users of NFPA codes, standards, recommended practices, and guides should be aware that these documents may be su-
perseded at any time by the issuance of new editions or may be amended from time to time through the issuance of Tenta-
tive Interim Amendments. An official NFPA document at any point in time consists of the current edition of the document
together with any Tentative Interim Amendments and any Errata then in effect. In order to determine whether a given doc-
ument is the current edition and whether it has been amended through the issuance of Tentative Interim Amendments or
corrected through the issuance of Errata, consult appropriate NFPA publications such as the National Fire Codes Subscrip-
tion Service, visit the NFPA website at www.nfpa.org, or contact the NFPA at the address listed below.

Interpretations of NFPA Documents

A statement, written or oral, that is not processed in accordance with Section 6 of the Regulations Governing Com-
mittee Projects shall not be considered the official position of NFPA or any of its Committees and shall not be consid-
ered to be, nor be relied upon as, a Formal Interpretation.

Patents

The NFPA does not take any position with respect to the validity of any patent rights asserted in connection with any
items which are mentioned in or are the subject of NFPA codes, standards, recommended practices, and guides, and the
NFPA disclaims liability for the infringement of any patent resulting from the use of or reliance on these documents.
Users of these documents are expressly advised that determination of the validity of any such patent rights, and the risk
of infringement of such rights, is entirely their own responsibility.
NFPA adheres to applicable policies of the American National Standards Institute with respect to patents. For further
information, contact the NFPA at the address listed below. )

Laws & Regulations

Users of these documents should consult applicable federal, state, and local laws and regulations. NFPA does not, by
the publication of its codes, standards, recommended practices, and guides, intend to urge action that is not in compli-
ance with applicable laws, and these documents may not be construed as doing so.

Copyrights

This document is copyrighted by the NFPA. It is made available for a wide variety of both public and private uses.
These include both use, by reference, in laws and regulations, and use in private self-regulation, standardization, and
the promotion of safe practices and methods. By making this document available for use and adoption by public au-
thorities and private users, the NFPA does not waive any rights in copyright to this document.

Use of NFPA documents for regulatory purposes should be accomplished through adoption by reference. The term
“adoption by reference” means the citing of title, edition and publishing information only. Any deletions, additions,
and changes desired by the adopting authority should be noted separately in the adopting instrument. In order to assist
NFPA in following the uses made of its documents, adopting authorities are requested to notify the NFPA (Attention:
Secretary, Standards Council) in writing of such use. For technical assistance and questions concerning adoption of
NFPA documents, contact NFPA at the address below.

For Further Information

All questions or other communications relating to NFPA codes, standards, recommended practices, and guides and
all requests for information on NFPA procedures governing its codes and standards development process, including in-
formation on the procedures for requesting Formal Interpretations, for proposing Tentative Interim Amendments, and
for proposing revisions to NFPA documents during regular revision cycles, should be sent to NFPA headquarters, ad-
dressed to the attention of the Secretary, Standards Council, NFPA, 1 Batterymarch Park, P.O. Box 9101, Quincy, MA
02269-9101.

For more information about NFPA, visit the NFPA website at www.nfpa.org.
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NFPA Membership

When you join NFPA, you join thousands of professionals worldwide in the fight against
loss of life and property from fire. There are many membership benefits, including full
voting rights in the code-making process at the NFPA World Safety Conference and
Exposition® in June plus free subscriptions to.the NFPA Journal®, NFPA Journal Buyers’
Guide, and the NFPA News and NFPA Update newsletters.

As a member, you will also receive a 10% discount on all the NFPA products and services
— including videos, seminars, meeting and registration fees, and much more!

NFPA 1 Uniform Fire Code™ Handbook, 2006 edition
| Bl  Optimize public safety with the new NFPA 1 Uniform Fire Code Handbook!

Created in the same respected tradition as other NFPA code handbooks, this reference
brings you the 2006 edition of NFPA 1, Uniform Fire Code™, plus the background and
reasoning behind its vital provisions. Expert commentary is printed in color to distinguish
it from mandatory requirements. Scores of charts, graphs, and illustrations, plus supple-
ments with ready-to-copy forms and Sl conversion tables, make it easier to apply and use
the 2006 code correctly. '

Essential for code officials, inspectors, AHJs, and fire marshals, the Handbook is an
invaluable tool for enforcing and explaining requirements. Building owners, facilities
managers, and safety personnel will use it to make sure they know what's required to
protect occupants and workers from fire-related injuries and to prevent fires. Nearly 120
NFPA documents are referenced by NFPA 1, Uniform Fire Code, and this Handbook
features a wealth of advice on their enforcement. Every Uniform Fire Code enforcer,
user, and administrator needs a-copy!

} R il Lite safety Code® Handbook, 2006 edition

The new 2006 edition of the Life Safety Code Handbook is your one-stop source for

| ' understanding and applying NFPA 1071° code provisions. This respected and information-
I packed text will provide you with the authoritative and comprehensive assistance you
need to ensure life safety in new, existing, and -renovated structures. You'll find insightful
i commentary that further explains the code requirements, hands-on examples of code

[ : I application in specific situations, and hundreds of illustrations and photos.

occupancies. Enhanced safety rules address main entrance dimensions and widened
stairwells for counterflow of emergency responders and evacuating building tenants. A
brand-new Chapter 43 covering existing building rehabilitation allows new options and

| ‘

r I Learn about the new criteria for sprinklers in residential, assembly, and health care

i

|

' greater flexibility in meeting code requirements. The 2006 Handbook is the best choice for

architects, engineers, code officials, designers, and health care professionals. Order today!

To order or for more details on other NFPA products or seminars, call toll-free 1-800-344- _
3555. For orders outside the U.S., call 617-770-3000. Visit our online catalog at ‘ 4
www.nfpacatalog.org.

Re-order code: L7 106




