
The official permanent rules of the Construction Industries Board are on file with the 
Office of Administrative Rules of the Secretary of State and are available for use by the  
public at depository libraries throughout the state and at most county clerk's offices.  
Copies of Title 158 Construction Industries Board may be purchased from the Secretary  
of State, Office of Administrative Rules, P.O. Box 53390, Oklahoma
City, OK 73152-3390 (405) 521-4911 www.sos.state.ok.us.

Other publications such as this are  unofficial. The Construction Industries Board has  
tried to ensure the text of the rules herein is the same as that which is on file in the  
Oklahoma Administrative Code. Any discrepancies will be decided in favor of the text in  
the Office of Administrative Rules.

Title 158 - Construction Industries Board

Chapter 30 - Plumbing Industry Regulations 

Subchapter 1 General Provisions
Subchapter 3 Procedures of the Committee and Hearing Board

Subchapter 5 License Types, Bond Requirements, and Display of License Number 
and Firm Name

Subchapter 9 Examination Procedures, License and Registration Fees and 
Duration of Licenses

Subchapter 11 License Revocation or Suspension and Prohibited Acts

Subchapter 13
Procedure of the Variance and Appeals Boards, Plan Review 
Applications and Fees, Code Variance Applications and Fee, and 
Code Interpretation Appeals

[Authority: 59 O.S., § 1000.4]
[Source: Codified 5/28/02]

Subchapter 1 - General Provisions

158:30-1-1. Purpose  
     The  rules  in  this  Chapter  implement  the  Plumbing  Licensing  Law,  Title  59  O.S., 
Section 1001 et seq., as amended.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02]

158:30-1-2. Definitions  
     The following words or terms, when used in this Chapter, shall have the following 
meaning, unless the context clearly indicates otherwise:

"Act" means the plumbing license law of 1955 as found at 59O.S.§ 1001 et seq.
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"Administrator"  means  the  Administrator  of  the  Board  as  described  in  the 
Construction Industries Board Act found at 59 O.S. § 1000.1 et seq.

"Applicant" means  any person  applying  for  an  examination,  for  a  license  or 
registration, for review of plans and specifications or for a plumbing code variance from 
the  current,  published  edition  of  the  code  of  plumbing  regulations  endorsed  by  the 
International Code Council (ICC) by the Board under the Act.

"Board" means the Oklahoma Construction Industries Board.
"Bonds  and  Insurance  Unit" means the  consolidated unit  that  processes  bonds, 

insurance, and citations under the direction of the Construction Industries Board.
"Cheating" means any unapproved deviation from any official instruction given 

before, during or after a license examination, for the purpose of affecting or influencing 
the examination results or otherwise providing an undue advantage to any examinee.

"Committee" means the Committee of Plumbing Examiners.
"Direct supervision" means the on-the-job presence by the supervisor who must 

be a licensed plumbing contractor or plumbing journeyman.
"Farm Operations"

(A)    For  purposes  of  the  Plumbing  License  Law,  "farm"  means  land 
devoted  primarily  to  production  for  sale  of  livestock  or  agricultural 
commodities in sufficient quantity to be capable of contributing materially 
to the operator's support.
(B)    For purposes of the Plumbing License Law, "Farm building" means 
all homes (i.e., domiciles, residences), or buildings therewith designed and 
used primarily for and in conjunction with conducting farming operations, 
provided that said buildings are not connected to a public water and/or 
sewage system. A "farm building" shall not include other structures such 
as stores, service stations, schools, motels, or any other building having 
public  access,  whether  connected  to  private  or  public  water  or  sewer 
systems.

"Maintenance  of  state  owned  or  operated  facilities" means  maintenance  of  state 
institutions  and school  districts  and  will  be  construed  as  all  repair  and/or  upkeep of 
existing plumbing or plumbing fixtures within existing state owned buildings or local 
school district owned buildings. This term shall not include the installation of plumbing 
in a new building or new additions to existing structures or replacement of plumbing 
systems in existing buildings.

"Plumbing" means and includes:
(A)    all  piping,  fixtures,  appurtenances  and  appliances  for,  and  in 
connection with,  a  supply of  water  within or  adjacent  to  any building, 
structure, or conveyance, on the premises and to the connection with a 
water main or other source of supply;
(B)    all  piping,  fixtures,  appurtenances  and  appliances  for  sanitary 
drainage or storm drainage facilities, including venting systems for such 
facilities, within or adjacent to any building, structure, or conveyance, on 
the premises and to the connection with a public disposal system or other 
acceptable terminal;
(C)    the  installation,  repair,  maintenance  and  renovation  of  all  piping, 
fixtures, appurtenances and appliances for a supply of water, or for the 
disposal of waste water, liquid waste, or sewage within or adjacent to any 
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building, structure, or conveyance, on the premises and to the source of 
supply of water or point of disposal of wastes;
(D)    the original installation of a water softener but not the exchanging of 
the units whereby only unions are disturbed in the replacement;
(E)    the installation of water services and building sewers;
(F)    sewer cleaning-house sewer maintenance; and,
(G) automatic sprinkler systems which do not comply with Section 1017, 
paragraph D, of the Oklahoma State Plumbing License Law.

"Plumbing License Unit" means the staff and administrative support unit to the 
Committee of Plumbing Examiners and the Plumbing Hearing Board.

"Reciprocity  agreement" means  an  agreement  whereby  a  person  holding  a 
plumber's license or registration who is licensed in other states with substantially similar 
or greater licensure requirements may be licensed in this State after payment of a fee for 
licensing by reciprocity.

"Variance" means the use of an alternative material or method of construction 
from that prescribed in the current, published edition of the code of plumbing regulations 
endorsed by the International Plumbing Code for use at a particular location or project 
specified in the variance application; and

"Variance and Appeals  Board" means the Oklahoma State Plumbing Installation 
Code Variance and Appeals Board.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 20 Ok Reg 2652, eff  
7-26-03; Amended at 23 Ok Reg 1213, eff 5-25-06]

158:30-1-3. License requirement  
     No person, on behalf of himself or on behalf of a plumbing firm, shall engage or offer 
to engage in, by advertisement or otherwise, any plumbing work who does not possess a 
valid  and  appropriate  license  or  registration  from  the  Construction  Industries  Board 
pursuant to these rules.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02]

158:30-1-4. Standard of installation  
     The  Construction  Industries  Board  hereby  incorporates  the  International  Plumbing 
Code/2006, 2006 International Fuel Gas Code, and the plumbing portion of the 2006 
International Residential Code as the minimum standard for the installation of plumbing 
in Oklahoma where no ordinance or regulation of a governmental subdivision applies.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 21 Ok Reg 491, eff 
11-14-03 (emergency); Amended at 21 Ok Reg 1187, eff 5-27-04; Amended at 23 Ok Reg 1213, eff 5-25-06]

Subchapter 3 - Procedures of the Committee and Hearing Board

158:30-3-1. Procedures of the Committee  
     The Committee of Plumbing Examiners (the "Committee") shall serve the Board in an 
advisory capacity, formulate rules pursuant to the Plumbing License Law of 1955, and to 
assist  and  advise  the  Administrator  on  the  examination  of  applicants  for  licenses  as 
journeyman plumber and/or plumbing contractor, in accordance with these rules and the 
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terms  and  conditions  of  the  law.  The  Committee  shall  make  up  a  part  of  the  State 
Plumbing Hearing Board.
(1)    The Committee of Plumbing Examiners (the "Committee") shall meet at least twice 
each year. The Committee shall give open meeting notices. The Board shall notify all 
examination applicants by direct mail of the dates and times of examinations.
(2)    The  public  may  obtain  information  and  make  submissions,  requests,  and 
applications  for  plumbing  examinations  by  mail  or  in  person  at  the  Oklahoma 
Construction Industries Board.
(3)    The only formal procedure available to the public is to apply for a plumbing license. 
This shall be done by filling out an application for examination with the Administrator at 
Oklahoma  Construction  Industries  Board,  Oklahoma  City,  Oklahoma  address.  The 
application form shall be provided by the Plumbing Licensing unit.
(4)    All forms and instructions used by the Plumbing Licensing Unit shall be approved 
by the Administrator pursuant to Title 59 O.S. 1981, Section 1007, and are available at 
the offices of the Board.
(5)    All  rules  and  policy  statements  and  interpretations  of  policy  and  results  of 
examinations shall  be available on request from the Board.  Copies shall  be priced as 
determined by rule of the Oklahoma Construction Industries Board.
(6)    The administrator will confirm or deny that a person is licensed upon request of the 
public.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02]

158:30-3-2. Procedures of the hearing board  
(a)    The Hearing Board shall meet as often as is necessary to enforce the requirements of 
the Act and these Rules. The Hearing Board, comprised of the Administrator and the 
Committee,  shall  follow  the  Rules  of  Practice  and  Procedure  of  the  Oklahoma 
Construction Industries Board.
(b)    The standard of review to be used by the Hearing Board for individual proceedings 
concerning the work of contractors, journeymen and apprentices shall be the standard of 
installation referenced in 158:30-1-4.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02]

Subchapter 5 - License Types, Bond Requirements, and Display of License Number 
and Firm Name

158:30-5-1. License types  
(a)    Apprentice plumber. 

(1)    Apprentice  plumbers  must  be  under  the  direct  supervision  of  a  licensed 
plumber when engaged in plumbing.
(2)    A  maximum  of  three  (3)  apprentice  plumbers  can  work  under  the 
supervision of a licensed plumber.
(3)    Apprenticeship registration is effective upon the posting of the application 
and evidence of such posting shall be a copy of the executed application form 
with proof of tender of the proper fee which may serve as evidence of registration 
for a period not to exceed thirty (30) days.
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(b)    Journeyman plumber. 
(1)    To engage in the act of plumbing, a journeyman plumber must be employed 
by a licensed plumbing contractor.
(2)    A journeyman shall not contract or furnish labor and/or labor and materials.

(c)    Plumbing  contractor.  Plumbing  contractors  must  notify  their  surety  of  any 
municipalities wherein plumbing work will be performed.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 20 Ok Reg 2652, eff  
7-26-03]

158:30-5-2. Insurance and bond requirements  
(a)    Unless  as  otherwise  provided  in  158:30-5-2(b)  below:  Each  active  plumbing 
contractor  must  maintain  a  five  thousand  dollar  ($5,000.00)  corporate  surety  bond, 
payable to the Board, and must cause the surety to deposit a copy of such bond with the 
Plumbing Licensing  Unit  and with  each  municipality  in  which  the  bonded plumbing 
contractor proposes to commence plumbing work.
(b)    An active plumbing contractor may satisfy the requirements of 158:30-5-2(a) above 
by depositing with the Plumbing Licensing Unit,  either the sum of $5,000 cash, or a 
certificate of deposit in the sum of $5000 payable to the order of the Plumbing Licensing 
Revolving Fund.
(c)    Failure to maintain a corporate surety bond in effect shall constitute grounds for 
summary  suspension  of  a  bonded plumbing  contractor  license  immediately  upon the 
expiration of such bond.
(d)    A corporate surety bond may be accepted from any surety authorized to do business 
in the State of Oklahoma. It shall continue in effect until thirty (30) days have elapsed 
after the Bond and Insurance Unit is notified by the surety of the cancellation of such 
bond, unless the bond expired on a date certain on its face. Sureties must notify each 
municipality  furnished with a  copy of the bond regarding the pending cancellation if 
known to them.
(e)    The Board shall notify the surety of the summary suspension or revocation of the 
license of any of its bonded licensed plumbing contractors.
(f)    A bond or other surety filed in accordance with 158:30-5-3(a) shall be in lieu of 
filing a bond with each municipality where the plumbing contractor works, and shall be 
conditioned upon all the following terms:

(1)    Plumbing  contractors  shall  faithfully  and  properly  conduct  business  in 
compliance  with  applicable  statutes,  rules  of  the  Oklahoma  Construction 
Industries Board, and with all the applicable ordinances of the municipality in 
which plumbing work is performed.
(2)    Plumbing contractors shall pay all fines and penalties imposed by penalty 
orders  of  the  Board  and  fines  and  penalties  imposed  by  courts  of  competent 
jurisdiction  for  the  violation  of  municipal  ordinances.  The  Board  may  seek 
payment through the surety bond of any fines or penalties, which the licensee fails 
to pay.
3)    In lieu of a corporate surety, an active plumbing contractor may deposit with 
the Bonds and insurance Unit the required amount in lawful money or negotiable 
bonds of the United States, accompanied by a written instrument, to be approved 
by the Construction Industries Board, executed and acknowledged by the active 
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plumbing contractor, and setting forth the conditions upon which the deposit is 
made. When the true owner is other than the active plumbing contractor making 
the  deposit,  the  instrument  shall  so  state  and  shall  also  be  executed  and 
acknowledged by the true owner. Upon exoneration, the instrument and deposit 
may be returned by the Bonds and Insurance Unit to the depositor or the true 
owner, if the depositor is other than the named true owner, after application of the 
deposit to claims made pursuant to these Rules.
(4)    Notwithstanding  any  provision  of  a  security  instrument  to  the  contrary, 
every surety or depositor of security subjects himself to the jurisdiction of the 
Construction Industries Board and irrevocably appoints the Administrator as his 
agent upon whom any papers affecting his liability may be served. Every surety or 
depositor  of  security  consents  to  his  liability  being  joint  and  several. 
Consequently,  judgment  may  be  entered  against  the  surety,  or  depositor  of 
security, in accordance with his obligation simultaneously with judgment against 
the principal, and execution may thereupon issue.
(5)    Plumbing contractors shall protect, save harmless and indemnify the State 
and  municipalities  against  any  liability  imposed  by  law against  the  State  and 
municipalities  for  the  negligence  of  said  contractor  arising  from  any  act  or 
omission while engaged in work pursuant to the Plumbing License Law.
(6)    Any aggrieved person may bring an action upon the bond for the recovery of 
penalty thereof to the same extent and with equal rights as though such aggrieved 
person had been named as the obligee in the bond.
(7)    For purposes of this Section, the term plumbing contractor also includes the 
agents, servants, and employees of a plumbing contractor.

(g)    Exceptions. The bond and insurance requirement will be waived if:
(1)    The plumbing contractor wishes to be inactive. A contractor may choose to 
place his license on inactive status and may practice as a journeyman but shall not 
practice  as  an  active  contractor.  The  inactive  contractor  can  obtain  an  active 
license at  any time if  his inactive license is valid and the bond and insurance 
requirements are met; or
(2)    The plumbing contractor is employed by a corporation, partnership, public 
entity, or political subdivision and said corporation, partnership, public entity or 
political  subdivision  submits  an  affidavit  on  behalf  of  the  contractor  that  the 
employee  will  only  perform  plumbing  work  on  property  owned  by  said 
corporation, partnership, public entity, or political subdivision and the employer 
assumes all financial responsibility in lieu of the contractor providing bond and 
insurance. The affidavit must include a statement by the employer that the Board 
will be notified if the contractor is no longer employed by said employer, or if the 
employer no longer wishes to assume financial responsibility for the contractor.

(h)    Insurance. A plumbing contractor shall provide proof of financial responsibility by 
providing a certificate of insurance, which indicates a minimum general liability policy of 
$50,000. The certificate shall include a 30-day cancellation notice to the Board.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 21 Ok Reg 491, eff 
11-14-03 (emergency); Amended at 21 Ok Reg 761, eff 4-26-04; Amended at 22 Ok Reg 1059, eff 5-26-05]
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158:30-5-3. Display of license number and firm name  
(a)    All  contractors shall,  on all  vehicles used to transport materials  and tools in the 
operation of the business, display the plumbing firm name and the contractor's license 
number bearing the initials  "OK" preceding that number issued by the Administrator. 
Such names and numbers shall be printed in letters and numerals at least two (2) inches in 
height in a conspicuous location on both sides of each vehicle in contrasting color to the 
background color.
(b)    The pocket license issued by the Administrator shall be on the plumber's person 
while on the job.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 20 Ok Reg 2652, eff  
7-26-03]

158:30-5-4. Plumbing journeymen and contractor licenses by reciprocity  
(a)    General  procedures  for  application.  Any  person  holding  a  valid  plumbing 
journeyman license or plumbing contractor license issued by another State who is seeking 
to obtain a license by reciprocity shall first submit an application to the Construction 
Industries  Board on a  form provided by the Board.  The application shall  include all 
documentation necessary to show the applicant meets the requirements established by 
these rules. All applications shall first be directed to the Committee or its designee for an 
initial  review to  determine  if  the  applicant  meets  the  qualifications  for  a  license  by 
reciprocity  as  set  forth  in  these rules  and in  59 O.S.  Supp.  2002,  §  1000.5A or  any 
subsequent enactment of the Legislature.  Following this  review, the Committee or its 
designee shall make a recommendation to the Board or its designee as to whether the 
application should be approved or disapproved. The Board or its designee shall make the 
final determination as to whether an application shall be approved or disapproved. If the 
Board or its designee disapproves an application, the application shall be returned to the 
applicant with the reason for the disapproval.
(b)    Application fees. Before an application will be considered, a person applying for a 
plumbing journeyman license by reciprocity must pay an application and licensing fee of 
$ 75. If the person is applying for a plumbing contractor license, the person must pay an 
application  and  licensing  fee  of  $225.  These  fees  shall  not  be  refundable  under  any 
circumstances.
(c)    Requirements  for  issuance  of  a  license  by  reciprocity.  An  application  for  a 
license by reciprocity may be approved upon a satisfactory showing by the applicant of 
the following:

(1)    That the requirements for licensure from the State in which the applicant is 
licensed  is  determined  to  be  substantially  the  same  or  equivalent  to  the 
requirements for obtaining a license by examination in this state. In making this 
determination the following shall be considered:

(A)    Whether the experience required by the other State to be eligible to 
sit for the license examination is substantially the same or equivalent to 
the Board's requirements;
(B)    Whether the experience commercial/industrial work required by the 
other  State  is  substantially  the  same  or  equivalent  to  the  Board's 
requirements;
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(C)    Whether the continuing education requirements of the other State are 
substantially the same or equivalent to the Board's requirements;
(D)    Whether the codes adopted by the other State are substantially the 
same or equivalent to the Board's requirements;
(E)    Whether the examination of the other State is substantially the same 
or  equivalent  to  the  Board's  requirements.  This  shall  include  the  score 
required to pass the examination, the subject matter of the examination, 
the codes on which the examination is based, and whether the examination 
is in written form.

(2)    That the other State will recognize a license issued by the State of Oklahoma 
through the Construction Industries Board. Paragraphs 1 and 2 of this rule may 
only be satisfied by the existence of a reciprocity agreement between the Board 
and the State issuing the applicant's current license as provided in subsection (d) 
of this rule.
(3)    That  the  applicant  is  currently  licensed  by  a  State  that  meets  the 
requirements of Section 1 of this rule and that one year immediately prior to the 
application, the applicant lawfully practiced an applicable trade within and under 
the laws of that State.
(4)    That  no  disciplinary  matters  are  pending  against  the  applicant  in  any 
jurisdiction in which the applicant is currently licensed. This requirement will be 
considered satisfied upon presentation of a certified statement from the licensing 
authorities of all jurisdictions in which the applicant is currently licensed that no 
disciplinary matters are pending against applicant.
(5)    That the applicant obtained the license to be reciprocated by examination.

(d)    Reciprocity agreements.  The Board may enter into a reciprocity agreement with 
another State if the requirements for licensure in the other State are deemed by the Board 
to be substantially the same or equivalent to the requirements for obtaining an original 
license by examination in this state.
(e)    Additional  requirements  for  contractor  applicants.  Applicants  seeking  a 
plumbing contractor license by reciprocity who meet the necessary qualifications for a 
license as required in this rule will be granted a journeyman license by reciprocity. The 
applicant will  be issued a contractor  license upon successfully passing the Oklahoma 
Plumbing Contractor Business and Law portion of the full contractor examination and 
satisfaction of the bonding and insurance requirements of OAC 158:30-5-2.

[Source: Added at 21 Ok Reg 491, eff 11-14-03 (emergency); Added at 21 Ok Reg 761, eff 4-26-04]

Subchapter 9 - Examination Procedures, License and Registration Fees and 
Duration of Licenses

158:30-9-1. Examination procedures  
(a)    The plumbing standards  for the plumbing examination shall  be the International 
Plumbing Code as adopted in 158:30-1-4.
(b)    Any  previously  certified  examination  may  be  used  to  meet  an  examination 
requirement.
(c)    Examination for a plumber's  license shall  include,  but  not be limited to,  written 
questions and drawings and/or charts.
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(d)    The maximum grade value of each part of the plumbing examination shall be 100 
points.  An  examinee  must  make  70%  or  more  on  each  part,  above,  to  pass  the 
examination.
(e)    Attendance  at  an approved technical  school  with  specialization  in  the  plumbing 
skills  may  be  substituted  for  experience  or  employment  on  an  equal  time  basis. 
Substitution of education for experience shall be limited to a maximum of one half the 
experience  requirement.  Applicants  must  present  to  the  Administrator  for  approval 
records of schools attended, grades and/or certificates of completion if education is to be 
substituted for experience.
(f)    Applicants  for  the  plumbing  contractor  examination  must  be  capable  of  reading 
English without assistance. A person who cannot meet this requirement may request a 
hearing before the Committee to request reasonable accommodations.
(g)    Except as authorized by the Plumbing Examining Committee, no person, other than 
examinees, shall be permitted in the examination area.
(h)    An examinee who is caught cheating during the course of an examination shall be 
deemed to have failed the examination.

(i)    Applicants for the journeyman examination must be eighteen (18) years of 
age or older and have three (3) years experience in the plumbing trade.

(j)    Applicants for the contractors examination must be eighteen (18) years of age or 
older and have four (4) years experience in the plumbing trade.
(k)    The  fees  for  both  examination  and  license  must  be  on  deposit  with  the 
Administrator in advance of the examination.
(l)    If the applicant fails to meet the minimum qualifications to take the examination, the 
application fee will be forfeited.
(m)    Applicants  failing  to  appear  for  their  examination  on  the  date  scheduled  shall 
forfeit the examination fee unless notification is received by the Administrator at least 24 
hours prior to examination date.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 20 Ok Reg 2652, eff  
7-26-03; Amended at 23 Ok Reg 1147, eff 3-29-06 (emergency); Amended at 23 Ok Reg 1213, eff 5-25-06]

158:30-9-2. Fee schedule for contractors, journeymen, and apprentices  
(a)    Examination fees for contractors and journeyman.  The Construction Industries 
Board, or its designated representative, may collect for the actual cost of any examination 
provided by these rules. The cost for each such examination referenced in section 158:30-
9-1 shall  be posted in plain view at the testing site that provides and administers the 
examination.  Every  person  whose  application  for  examination  is  approved  shall  be 
informed of the specific fee prior to setting for the examination. The unit testing fee shall 
be the amount negotiated by the administrator in accordance with the provisions of the 
Oklahoma  Central  Purchasing  Act,  but  cannot  exceed  the  maximum  allowable  fee 
provided in 59 O.S.§1000.5 (A)(2). Documentation confirming the contractual fee shall 
be available upon request
(b)    Licensing,  registration  and  application  fee  schedule  for  contractors, 
journeyman, and apprentices. The licensure, application, and registration fees shall be 
annually as follows:

(1)    contractors application - $25.00
(2)    initial contractor license - $200.00
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(3)    renewal contractor license - $150.00
(4)    renewal contractor late fee - $300.00
(5)    journeyman application - $25.00
(6)    initial journeyman license - $50.00
(7)    renewal journeyman license - $50.00
(8)    renewal journeyman late fee - $100.00
(9)    apprentice application - $10.00
(10)  apprentice registration - $20.00

(c)    Conversion to birth date renewal proration schedule. Beginning July 1, 2004 in 
the Licensing period of 2004-2005 and for a period of one year only, licenses will be 
prorated as follows:

(1)    Journeymen  license  holders  with  a  birth  date  in  the  months  from  July 
through  December  will  pay  a  regular  renewal  fee  of  $50.00  plus  $4.16667 
(rounded  up  to  the  nearest  whole  cent)  for  each  month  (August,  September, 
October, November, December) or 1/12 of a full renewal fee until the birth month 
of the licensee. This period of prorated fees will extend the duration of the license 
until the birth month of the license holder in the year of 2005.
(2)    Journeymen License holders with birth dates in the months of January 2005 
through June 2005 will pay $4.16667 (rounded up to the nearest whole cent) each 
month or 1/12 of full renewal, until their next birth month (January, February, 
March, April, May, June) at which time they will pay a full fee to renew their 
license for a period of one year.
(3)    Contractor license holders with a birth date in the months from July through 
December will pay a regular renewal fee of $150.00 plus $12.50 for each month 
(August, September, October, November, December) or 1/12 of a full renewal fee 
until the birth month of the licensee. This period of prorated fees will extend the 
duration of the license until the birth month of the license holder in the year of 
2005.
(4)    Contractor License holders with birth dates in the months of January 2005 
through June 2005 will pay $12.50 for each month or 1/12 of full renewal, until 
their next birth month (January, February, March, April, May, June) at which time 
they will pay a full fee to renew their license for a period of one year.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 20 Ok Reg 221, eff 
10-22-02 through 7-14-03 (emergency)1;  Amended at 20 Ok Reg 2652,  eff  7-26-03;  Amended at  21 Ok Reg 491, eff  11-14-03 
(emergency); Amended at 21 Ok Reg 761, eff 4-26-04]

EDITOR’S NOTE: 1This emergency action expired without being superseded by a permanent action. Upon expiration of an emergency 
amendatory action, the last prior permanent text is reinstated. Therefore, on 7-15-03, the text of Section 158:30-9-2 reverted back to  
the permanent text that became effective 5-28-02 (as was published in the 2002 Supplement to the OAC), and remained as such until  
the next permanent action took effect on 7-26-03 .

158:30-9-3. Duration of licenses  
(a)    All licenses shall have a duration of no longer than one year, and shall expire on the 
last day of the birth month of the licensee each year.
(b)    Any license issued by examination may be renewed by submitting the license fee 
for the next year by a check or money order and be mailed on or before the birth month 
expiration date.
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(c)    An expired license issued by examination may be reinstated if: The license fee is 
submitted within one (1) year after the license expired, and is accompanied by a late fee.
(d)    A  licensee  who,  during  an  investigation  of  the  licensee  by  the  Construction 
Industries  Board,  surrenders  their  license  shall  be  treated  as  if  the  license  had  been 
revoked for one year from the day of surrender.
(e)    A license cannot be renewed until the licensee has paid any and all outstanding fines 
due and owing to any department of the Construction Industries Board.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 20 Ok Reg 2652, eff  
7-26-03; Amended at 21 Ok Reg 491, eff 11-14-03 (emergency); Amended at 21 Ok Reg 761, eff 4-26-04]

158:30-9-4. Continuing education  
(a)    Continuing  education  hours.  For  the  license  year  beginning  July  1,  2005,  no 
plumbing  contractor  or  journeyman  license  shall  be  renewed  unless  the  licensee  has 
completed at least six (6) hours of continuing education within one (1) year of adoption 
of the current, published revisions of the International Plumbing Code, International Fuel 
Gas Code, and International Residential Code. At least four (4) hours must consist of 
training  on  the  revisions  of  the  International  Plumbing Code,  International  Fuel  Gas 
Code, and International Residential Code. Not more than two (2) hours of continuing 
education may consist of manufacturer provided training in the installation of equipment 
or parts.
(b)    Continuing  education  course  approval.  Entities  seeking  to  offer  continuing 
education courses to licensees must submit an application for approval to the Plumbing 
Licensing Unit prior to beginning instruction. The application shall include an outline or 
other synopsis of the subject matter for each unit of instruction, and a list of the course 
instructors  with  their  qualifications.  Upon  recommendation  of  the  Committee  and 
approval by the Board, notice of the course approval will be sent to the applying entity. 
Licensees shall not receive credit for attending courses that have not been approved by 
the Board prior to the beginning of the course. All courses shall be presented as approved 
unless changes are submitted to the Plumbing Licensing Unit for consideration prior to 
the beginning of the course. Failure to obtain approval of changes may result in the loss 
of continuing education approval. After completion of the course, the entity shall submit 
sign-in sheets for all sessions. The sign-in sheets shall contain the signature and state 
plumbing license number of each person in attendance. The entity shall verify the total 
number of continuing education hours completed by each attendee. Continuing education 
providers shall require attendees to present a photo I.D. prior to the attendee signing the 
sign-in sheet. The Board may approve continuing education earned outside of Oklahoma 
if the course is approved by another state for continuing education in that state.
(c)    Approval  requirements  for  continuing  education.  All  continuing  education 
providers shall abide by the following requirements:

(1)    Materials and information presented shall pertain to the use of the current 
adopted  International  Plumbing  Code,  International  Fuel  Gas  Code,  and 
International Residential Code or shall be manufacturer provided training in the 
installation of equipment or parts.
(2)    All courses shall be at least two (2) hours in length.
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(3)    The training location shall be outside the regular work place or after regular 
working hours.
(4)    All attendees shall complete a course evaluation on a form provided by the 
Board. The entity shall return the completed evaluation forms to the Board with 
the sign-in sheets.

(d)    Correspondence  course  approval.  Entities  seeking  to  offer  correspondence 
courses for continuing education shall submit a course curriculum and study material for 
review by the Committee and approval by the Board prior to the courses being accepted 
as continuing education. Approved correspondence courses shall be required to comply 
with all requirements for other continuing education courses except for sign-in sheets. 
Providing a student with a document of completion shall certify completion of approved 
correspondence courses.
[Source: Added at 21 Ok Reg 491, eff 11-14-03 (emergency); Added at 21 Ok Reg 761, eff 4-26-04]

Subchapter 11 - License Revocation or Suspension and Prohibited Acts

158:30-11-1. License revocation or suspension  
(a)    The employment and use of unlicensed individuals as journeymen plumbers, the 
employment and use of individuals as apprentices without registration, or cheating may 
be considered justification to suspend or revoke said plumbing contractor's license based 
upon illegal use of license.
(b)    The repeated violation of any of these rules or any provision of the Act,  or  the 
violation of a multiple of any of these rules or provision of the Act, may be considered 
justification to suspend or revoke the licensee's license or registration.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 20 Ok Reg 2652, eff  
7-26-03]

158:30-11-2. Prohibited acts  
(a)    No person, entity, or firm may perform plumbing work without first obtaining the 
appropriate license or registration pursuant to these Rules.
(b)    No person shall offer to engage in work as a plumber during the period his license is 
suspended or revoked.
(c)    No employing plumbing firm shall  employ or use an unlicensed or unregistered 
plumber to perform plumbing work.
(d)    No person, entity, or firm may transfer a license or registration.
(e)    No plumber, licensed pursuant to these Rules, shall enter into an agreement for the 
use of his license with any firm or person which is, or has been adjudicated to be, in 
violation of any provision of the Act, or whose license is currently suspended or has 
within the last year been revoked, unless or until otherwise approved by the Board.
(f)    No person shall make a materially false or fraudulent statement in an application for 
license.
(g)    No person may alter a license.
(h)    No  person  may  engage  in  cheating  or  any  act  involving  the  fraudulent 
misrepresentation of an applicant by an examinee.
(i)    No person or entity shall deny access to the Construction Industries Board or its 
representative on a job site.
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[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 20 Ok Reg 2652, eff  
7-26-03; Amended at 21 Ok Reg 491, eff 11-14-03 (emergency); Amended at 21 Ok Reg 761, eff 4-26-04]

Subchapter 13 - Procedure of the Variance and Appeals Boards, Plan Review 
Applications and Fees, Code Variance Applications and Fee, and Code 

Interpretation Appeals

158:30-13-1. Plan review applications and fees  
(a)    Applications for the review of plans and specifications to ensure conformance with 
State  adopted  installation  codes  may  be  submitted  in  writing  to  the  Construction 
Industries  Board.  An  application  and  the  appropriate  filing  fee  shall  accompany  the 
construction plans and specifications submitted for plan review. Plan review may only be 
conducted for construction projects where a city or town has not adopted a nationally 
recognized, trade installation code by ordinance. Applications shall only be reviewed if 
submitted prior to the bid dates for the project.
(b)    The  Board  will  advise  the  applicant  through  its  liaison  if  the  application  is 
determined to be incomplete in order for the applicant  to re-submit  a  complete,  plan 
review application.
(c)    The plan review fee for:

(1)    plumbing plans and specifications shall be $75.00;
(2)    plumbing  and  electrical  or  mechanical  plans  and  specifications  shall  be 
$150.00;
(3)    plumbing,  electrical,  and  mechanical  plans  and  specifications  shall  be 
$200.00.
(4)    If electrical, plumbing, and mechanical review is required, the fees will be 
equally distributed among the three trades.

(d)    Plan review is not required but is a service provided by the Board to assist with code 
compliance.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02]

158:30-13-2. Procedures of the Variance and Appeals Board  
     The Administrator shall call a meeting of the Variance and Appeals Board after the 
Administrator receives proper application for a variance accompanied by the fifty dollar 
($50.00) filing fee or receives proper notice of an appeal of the Board's interpretation of 
the  current,  published  edition  of  the  code  of  plumbing  regulations  endorsed  by  the 
International Plumbing Code as applied to a particular installation. Variance and Appeals 
Board meetings are held in the principal offices of the Construction Industries Board 
referenced at 158:1-3-1 or at another location named by the Administrator. The Variance 
and Appeals Board shall comply with the Oklahoma Open Meetings Act.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 23 Ok Reg 1213, eff  
5-25-06]

158:30-13-3. Code variance applications and fee  
(a)    Applications  for  a  variance  from the  current,  published  edition  of  the  code  of 
plumbing  regulations  endorsed  by  the  International  Code  Council  (ICC)  by  an 
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Oklahoma-licensed  plumber  shall  be  submitted  to  the  Administrator.  An  application 
provided by the Administrator and the fifty-dollar ($50.00) filing fee shall accompany 
sufficient  technical  data  submitted  to  support  the  proposed  variance.  Applications 
submitted after the use of materials or methods of construction not in conformance with 
the  current,  published  edition  of  the  code  of  plumbing  regulations  endorsed  by  the 
International Plumbing Code that are relevant to the application, or submitted where a 
city  or  town  has  adopted  a  nationally  recognized,  plumbing  installation  code  by 
ordinance, shall not be considered by the Variance and Appeals Board.
(b)    The  applicant  and  the  Administrator  may  offer  testimony  to  the  Variance  and 
Appeals Board which is relevant to the code variance requested. If testimony will  be 
offered  to  support  the  application,  the  applicant  shall  include  in  the  application  the 
identity  of  the  applicant's  witnesses  by  name,  profession  or  occupation,  address  and 
telephone number, and a concise summary of the expected testimony of each witness. If 
the  Administrator  contests  the  application,  and  will  offer  testimony  to  rebut  the 
application,  the  Administrator  will  provide  the  applicant  with  the  identity  of  the 
Administrator's  witnesses  by  name,  profession  or  occupation,  address  and  telephone 
number, and a concise summary of the expected testimony of each witness.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02; Amended at 23 Ok Reg 1213, eff  
5-25-06]

158:30-13-4. Code interpretation appeals  
     A plumbing contractor, or any party who has an ownership interest in or who is in 
responsible charge of the design of or work on the plumbing installation, may appeal the 
Administrator's interpretation of the current, published edition of the code of plumbing 
regulations  endorsed  by  the  International  Code  Council  (ICC)  as  applied  during  the 
Administrator's  review  of  plumbing  plans  and  specifications  or  inspection  of  the 
plumbing installation to the Variance and Appeals Board. Such appeals shall be made in 
writing  to  the  Administrator  within  fourteen  days  after  the  Administrator's  code 
interpretation or receipt of written notice of the alleged code violation by the licensed 
plumbing contractor, and shall be heard only if based on a claim that:

(1)    the true intent of the installation code has been incorrectly interpreted;
(2)    the provisions of the code do not fully apply, or
(3)    an equal or better form of installation is proposed.

[Source: Added at 19 Ok Reg 721, eff 1-22-02 (emergency); Added at 19 Ok Reg 1264, eff 5-28-02]
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PREFACE

Introduction
Internationally, code officials recognize the need for a modern, up-to-date plumbing code addressing the design and installation of
plumbing systems through requirements emphasizing performance. The International Plumbing Code®, in this 2006 edition, is
designed to meet these needs through model code regulations that safeguard the public health and safety in all communities, large
and small.

This comprehensive plumbing code establishes minimum regulations for plumbing systems using prescriptive and perfor­
mance-related provisions. It is founded on broad-based principles that make possible the use of new materials and new plumbing
designs. This 2006 edition is fully compatible with all the International Codes® (I-Codes®) published by the International Code
Council (ICC)®, including the International Building Code®, ICC Electrical Code®, International Energy Conservation Code®,
International Existing Building Code®, International Fire Code®, International Fuel Gas Code®, International Mechanical Code®,
ICC Performance Code®, International Private Sewage Disposal Code®, International Property Maintenance Code®, Interna­
tional Residential Code®, International Wildland-Urban Interface Code™ and International Zoning Code®.

The International Plumbing Code provisions provide many benefits, among which is the model code development process that
offers an international forum for plumbing professionals to discuss performance and prescriptive code requirements. This forum
provides an excellent arena to debate proposed revisions. This model code also encourages international consistency in the applica­
tion of provisions.

Development
The first edition of the International Plumbing Code (1995) was the culmination of an effort initiated in 1994 by a development
committee appointed by the ICC and consisting of representatives of the three statutory members of the International Code Council
at that time, including: Building Officials and Code Administrators International, Inc. (BOCA), International Conference of Build­
ing Officials (ICBO) and Southern Building Code Congress International (SBCCI). The intent was to draft a comprehensive set of
regulations for plumbing systems consistent with and inclusive of the scope of the existing model codes. Technical. content of the
latest model codes promulgated by BOCA, ICBO and SBCCI was utilized as the basis for the development. This 2006 edition pres­
ents the code as originally issued, with changes as reflected in the subseq\lent editions through 2003 ane with changes approved
through the ICC Code Development Process through 2005. A new edition such as this is promulgated every three years.

This code is founded on principles intended to establish provisions consistent with the scope of a plumbing code that adequately
protects public health, safety and welfare; provisions that do not unnecessarily increase construction costs; provisions that do not
restrict the use of new materials, products or methods of construction; and provisions that do not give preferential treatment to par­
ticular types or classes of materials, products or methods of construction.

Adoption
The International Plumbing Code is available for adoption and use by jurisdictions internationally. Its use within a governmental
jurisdiction is intended to be accomplished through adoption by reference in accordance with proceedings establishing the jurisdic­
tion's laws. At the time of adoption, jurisdictions should insert the appropriate information in provisions requiring specific local
information, such as the name of the adopting jurisdiction. These locations are shown in bracketed words in small capital letters in
the code and in the sample ordinance. The sample adoption ordinance on page v addresses several key elements of a code adoption
ordinance, including the information required for insertion into the code text.

Maintenance
The International Plumbing Code is kept up to date through the review of proposed changes submitted by code enforcing officials,
industry representatives, design professionals and other interested parties. Proposed changes are carefully considered through an
open code development process in which all interested and affected parties may participate.

The contents of this work are subject to change both through the Code Development Cycles and the governmental body that
enacts the code into law. For more information regarding the code development process, contact the Code and Standard Develop­
ment Department of the International Code Council.

While the development procedure of the International Plumbing Code ensures the highest degree of care, ICC and ICC's mem­
bers and those participating in the development ofthis code do not accept any liability resulting from compliance or noncompliance
with the provisions, since ICC and its members do not have the power or authority to police or enforce compliance with the contents
of this code. Only the governmental body that enacts the code into law has such authority.
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Letter Designations in Front of Section Numbers e
In each code development cycle, proposed changes to the code are considered at the Code Development Hearings by the ICC
Plumbing Code Development Committee, whose action constitutes a recommendation to the voting membership for final action on
the proposed change. Proposed changes to a code section that has a number beginning with a letter in brackets are considered by a
different code development committee. For example, proposed changes to code sections that have [B] in front of them (e.g. [B]
309.2) are considered by the ICC Building Code Development Committee at the code development hearings.

The content of sections in this code that begin with a letter designation are maintained by another code development committee in
accordance with the following:

[B] = International Building Code Development Committee;

[E] = International Energy Conservation Code Development Committee;

[F] = International Fire Code Development Committee;

[M] = International Mechanical Code Development Committee.

Marginal Markings
Solid vertical lines in the margins within the body of the code indicate a technical change from the requirements of the 2003 edition.
Deletion indicators in the form of an arrow ( • ) are provided in the margin where an entire section, paragraph, exception or table
has been deleted or an item in a list of items or a table has been deleted.
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ORDINANCE

The International Codes are designed and promulgated to be adopted by reference by ordinance. Jurisdictions wishing to adopt the
2006 International Plumbing Code as an enforceable regulation governing plumbing systems should ensure that certain factual
information is included in the adopting ordinance at the time adoption is being considered by the appropriate governmental body.
The following sample adoption ordinance addresses several key elements of a code adoption ordinance, including the information
required for insertion into the code text.

SAMPLE ORDINANCE FOR ADOPTION OF
THE INTERNATIONAL PLUMBING CODE

ORDINANCE NO. _

An ordinance of the [JURISDICTION] adopting the 2006 edition of the International Plumbing Code, regulating and governing the
design, construction, quality ofmaterials, erection, installation, alteration, repair, location, relocation, replacement, addition to, use
or maintenance of plumbing systems in the [JURISDICTION]; providing for the issuance of permits and collection of fees therefor;
repealing Ordinance No. of the [JURISDICTION] and all other ordinances and parts ofthe ordinances in conflict therewith.

The [GOVERNING BODY] of the [JURISDICTION] does ordain as follows:

Section 1.That a certain document, three (3) copies of which are on file in the office of the [TITLE OF JURISDICTION'S KEEPER OF
RECORDS] of [NAME OF JURISDICTION], being marked and designated as the International Plumbing Code, 2006 edition, including
Appendix Chapters [FILL IN THE APPENDIX CHAPTERS BEING ADOPTED], as published by the International Code Council, be and is
hereby adopted as the Plumbing Code ofthe [JURISDICTION], in the State of [STATE NAME] regulating and governing the design, con­
struction, quality of materials, erection, installation, alteration, repair, location, relocation, replacement, addition to, use or mainte­
nance ofplumbing systems as herein provided; providing for the issuance ofpermits and collection offees therefor; and each and all
of the regulations, provisions, penalties, conditions and terms of said Plumbing Code on file in the office of the [JURISDICTION] are
hereby referred to, adopted, and made a part hereof, as if fully set out in this ordinance, with the additions, insertions, deletions and
changes, if any, prescribed in Section 2 of this ordinance.

Section 2. The following sections are hereby revised:

Section 101.1. Insert: [NAME OF JURISDICTION]

Section 106.6.2. Insert: [APPROPRIATE SCHEDULE]

Section 106.6.3. Insert: [PERCENTAGES IN TWO LOCATIONS]

Section 108.4. Insert: [OFFENSE, DOLLAR AMOUNT, NUMBER OF DAYS]

Section 108.5. Insert: [DOLLAR AMOUNT IN TWO LOCATIONS]

Section 305.6.1. Insert: [NUMBER OF INCHES IN TWO LOCATIONS]

Section 904.1. Insert: [NUMBER OF INCHES]

Section 3. That Ordinance No. of [JURISDICTION] entitled [FILL IN HERE THE COMPLETE TITLE OF THE ORDINANCE OR
ORDINANCES IN EFFECT AT THE PRESENT TIME SO THAT THEY WILL BE REPEALED BY DEFINITE MENTION] and all other ordinances
or parts of ordinances in conflict herewith are hereby repealed.

Section 4. That ifany section, subsection, sentence, clause or phrase of this ordinance is, for any reason, held to be unconstitutional,
such decision shall not affect the validity of the remaining portions of this ordinance. The [GOVERNING BODY] hereby declares that it
would have passed this ordinance, and each section, subsection, clause or phrase thereof, irrespective of the fact that anyone or more
sections, subsections, sentences, clauses and phrases be declared unconstitutional.

Section 5. That nothing in this ordinance or in the Plumbing Code hereby adopted shall be construed to affect any suit or proceeding
impending in any court, or any rights acquired, or liability incurred, or any cause or causes of action acquired or existing, under any
act or ordinance hereby repealed as cited in Section 3 of this ordinance; nor shall any just or legal right or remedy of any character be
lost, impaired or affected by this ordinance.

Section 6. That the [JURISDICTION'S KEEPER OF RECORDS] is hereby ordered and directed to cause this ordinance to be published.
(An additional provision may be required to direct the number of times the ordinance is to be published and to specify that it is to be
in a newspaper in general circulation. Posting may also be required.)

Section 7. That this ordinance and the rules, regulations, provisions, requirements, orders and matters established and adopted
hereby shall take effect and be in full force and effect [TIME PERIOD] from and after the date of its final passage and adoption.
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CHAPTER 1

ADMINISTRATION

SECTION 101
GENERAL

101.1 Title. These regulations shall be known as the Interna­
tional Plumbing Code of [NAME OF JURISDICTION] hereinafter
referred to as "this code."

101.2 Scope. The provisions of this code shall apply to the
erection, installation, alteration, repairs, relocation, replace­
ment, addition to, use or maintenance of plumbing systems
within this jurisdiction. This code shall also regulate nonflam­
mable medical gas, inhalation anesthetic, vacuum piping,
nonmedical oxygen systems and sanitary and condensate vac­
uum collection systems. The installation of fuel gas distribu­
tion piping and equipment, fuel-gas-fIred water heaters and
water heater venting systems shall be regulated by the Interna­
tional Fuel Gas Code. Provisions in the appendices shall not
apply unless specifIcally adopted.

Exception: Detached one- and two-family dwellings and
multiple single-family dwellings (townhouses) not more
than three stories high with separate means of egress and
their accessory structures shall comply with the Interna­
tional Residential Code.e•101.3 Intent. The purpose of this code is to provide minimum

standards to safeguard life or limb, health, property and public
welfare by regulating and controlling the design, construction,
installation, quality of materials, location, operation and main­
tenance or use of plumbing equipment and systems.

101.4 Severability. If any section, subsection, sentence, clause
or phrase of this code is for any reason held to be unconstitu­
tional, such decision shall not affect the validity of the remain­
ing portions of this code.

SECTION 102
APPLICABILITY

102.1 General. The provisions of this code shall apply to all
matters affecting or relating to structures, as set forth in Section
101. Where, in any specific case, different sections of this code
specify different materials, methods of construction or other
requirements, the most restrictive shall govern.

102.2 Existing installations. Plumbing systems lawfully in
existence at the time of the adoption of this code shall be per­
mitted to have their use and maintenance continued if the use,
maintenance or repair is in accordance with the original design
and no hazard to life, health or property is created by such
plumbing system.

102.3 Maintenance. All plumbing systems, materials and
appurtenances, both existing and new, and all parts thereof,
shall be maintained in proper operating condition in accor­
dance with the original design in a safe and sanitary condition.
All devices or safeguards required by this code shall be main­
tained in compliance with the code edition under which they
were installed. .
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The owner or the owner's designated agent shall be responsi­
ble for maintenance of plumbing systems. To determine com­
pliance with this provision, the code official shall have the
authority to require any plumbing system to be reinspected.

102.4 Additions, alterations or repairs. Additions, alter­
ations, renovations or repairs to any plumbing system shall
conform to that required for a new plumbing system without
requiring the existing plumbing system to comply with all the
requirements of this code. Additions, alterations or repairs
shall not cause an existing system to become unsafe, insanitary
or overloaded.

Minor additions, alterations, renovations and repairs to
existing plumbing systems shall be permitted in the same man­
ner and arrangement as in the existing system, provided that
such repairs or replacement are not hazardous and are
approved.

102.5 Change in occupancy. It shall be unlawful to make any
change in the occupancy of any structure that will subject the
structure to any special provision of this code without approval
of the code official. The code official shall certify that such
structure meets the intent of the provisions of law governing
building construction for the proposed new occupancy and that
such change of occupancy does not result in any hazard to the
public health, safety or welfare.

102.6 Historic buildings. The provisions of this code relating
to the construction, alteration, repair, enlargement, restoration,
relocation or moving of buildings or structures shall not be
mandatory for existing buildings or structures identifIed and
classifIed by the state or local jurisdiction as historic buildings
when such buildings or structures are judged by the code offi­
cial to be safe and in the public interest of health, safety and
welfare regarding any proposed construction, alteration,
repair, enlargement, restoration, relocation or moving of build­
ings.

102.7 Moved buildings. Except as determined by Section
102.2, plumbing systems that are a part of buildings or struc­
tures moved into or within the jurisdiction shall comply with
the provisions of this code for new installations.

102.8 Referenced codes and standards. The codes and stan­
dards referenced in this code shall be those that are listed in
Chapter 13 and such codes and standards shall be considered as
part of the requirements of this code to the prescribed extent of
each such reference. Where the differences occur between pro­
visions of this code and the referenced standards, the provi­
sions of this code shall be the minimum requirements.

102.9 Requirements not covered by code. Any requirements
necessary for the strength, stability or proper operation of an
existing or proposed plumbing system, or for the public safety,
health and general welfare, not specifIcally covered by this
code shall be determined by the code offIcial.
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SECTION 103
DEPARTMENT OF PLUMBING INSPECTION

103.1 General. The department of plumbing inspection is
hereby created and the executive official in charge thereof shall
be known as the code official.

103.2 Appointment. The code official shall be appointed by
the chief appointing authority of the jurisdiction, and the code
official shall not be removed from office except for cause and
after full opportunity to be heard on specific and relevant
charges by and before the appointing authority.

103.3 Deputies. In accordance with the prescribed procedures
of this jurisdiction and with the concurrence of the appointing
authority, the code official shall have the authority to appoint a
deputy code official, other related technical officers, inspectors
and other employees.

103.4 Liability. The code official, officer or employee charged
with the enforcement of this code, while acting for the jurisdic­
tion, shall not thereby be rendered liable personally, and is
hereby relieved from all personal liability for any damage
accruing to persons or property as a result of any act required or
permitted in the discharge of official duties.

Any suit instituted against any officer or employee because
of an act performed by that officer or employee in the lawful
discharge of duties and under the provisions of this code shall
be defended by the legal representative of the jurisdiction until
the final termination of the proceedings. The code official or
any subordinate shall riot be liable for costs in any action, suit
or proceeding that is instituted in pursuance of the provisions of
this code, and any officer of the department of plumbing
inspection, acting in good faith and without malice, shall be
free from liability for aCts performed under any of its provi­
sions or by reason of any act or omission in the performance of
official duties in connection therewith.

SECTION 104
DUTIES AND POWERS OF THE CODE OFFICIAL

104.1 General. The code official shall enforce all of the provi­
sions of this code and shall act on any question relative to the
installation, alteration, repair, maintenance or operation of all
plumbing systems, devices and equipment except as otherwise
specifically provided for by statutory requirements or as pro­
vided for in Sections 104.2 through 104.8.

104.2 Rule-making authority. The code official shall have
authority as necessary in the interest of public health, safety
and general welfare to adopt and promulgate rules and regula­
tions to interpret and Implement the provisions of this code to
secure the intent thereof and to designate requirements applica­
ble because of local climatic or other conditions. Such rules
shall not have the effect of waiving structural or .fire perfor­
mance requirements specifically provided for in this code, or of
violating accepted engineering practice involving public
safety.

104.3 Applications and permits. The code official shall
receive applications and issue permits for the installation and
alteration of plumbing, inspect the premises for which such
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permits have been issued, and enforce compliance with the pro- -
visions of this code. •

104.4 Inspections. The code official shall make all the
required inspections, or shall accept reports of inspection by
approved agencies or individuals. All reports of such inspec-
tions shall be in writing and be certified by a responsible officer
of such approved agency or by the responsible individual. The
code official is authorized to engage such expert opinion as
deemed necessary to report on unusual technical issues that
arise, subject to the approval of the appointing authority.

104.5 Right of entry. Whenever it is necessary to make an
inspection to enforce the provisions of this code, or whenever
the code official has reasonable cause to believe that there
exists in any building or upon any premises any conditions or
violations of this code that make. the building or premises
unsafe, insanitary, dangerous or hazardous, the code official
shall have the authority to enter the building or premises at all
reasonable times to inspect or to perform the duties imposed
upon the code official by this code. Ifsuch building or premises
is occupied, the code official shall present credentials to the
occupant and request entry. If such building or premises is
unoccupied, the code official shall frrst make a reasonable
effort to locate the owner or other person having charge or con-
trol of the building or premises and request entry. If entry is
refused, the code official shall have recourse to every remedy
provided by law to secure entry.

When the code official shall have frrst obtained a proper _
inspection warrant or other remedy provided by law to secure •
entry, no owner or occupant or person having charge, care or
control of any building or premises shall fail or neglect, after
proper request is made as herein provided, to promptly permit
entry therein by the code official for the purpose of inspection
and examination pursuant to this code.

104.6 Identification. The code official shall carry proper iden­
tification when inspecting structures or premises in the perfor­
mance of duties under this code.

104.7 Notices and orders. The code official shall issue all nec­
essary notices or orders to ensure compliance with this code.

104.8 Department records. The code official shall keep offi­
cial records of applications received, permits and certificates
issued, fees collected, reports of inspections, and notices and
orders issued. Such records shall be retained in the official
records as long as the building or structure to which such
records relate remains in existence unless otherwise provided
for by other regulations.

SECTION 105
APPROVAL

105.1 Modifications. Whenever there are practical difficulties
involved in carrying out the provisions of this code, the code
official shall have the authority to grant modifications for indi­
vidual cases, provided the code official shall frrst find that spe­
cial individual reason makes the strict letter of this code
impractical and the modification is in conformity with the
intent and purpose ofthis code and that such modification does
not lessen health, life and fire safety requirements. The details
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of action granting modifications shall be recorded and entered
in the files of the plumbing inspection department.

105.2 Alternative materials, methods and equipment. The
provisions of this code are not intended to prevent the installa­
tion of any material or to prohibit any method of construction
not specifically prescribed by this code, provided that any such
alternative has been approved. An alternative material or
method of construction shall be approved where the code offi­
cial finds that the proposed design is satisfactory and complies
with the intent of the provisions of this code, and that the mate­
rial, method or work offered is, for the purpose intended, at
least the equivalent of that prescribed in this code in quality,
strength, effectiveness, fire resistance, durability and safety.

105.3 Required testing. Whenever there is insufficient evi­
dence of compliance with the provisions of this code, or evi­
dence that a material or method does not conform to the
requirements of this code, or in order to substantiate claims for
alternate materials or methods, the code official shall have the
authority to require tests as evidence of compliance to be made
at no expense to the jurisdiction.

105.3.1 Test methods. Test methods shall be as specified in
this code or by other recognized test standards. In the
absence of recognized and accepted test methods, the code
official shall approve the testing procedures.

105.3.2 Testing agency. All tests shall be performed by an
approved agency.

105.3.3 Test reports. Reports of tests shall be retained by
the code official for the period required for retention ofpub­
lic records.

105.4 Alternative engineered design. The design, documen­
tation, inspection, testing and approval of an alternative engi­
neered design plumbing system shall comply with Sections
105.4.1 through 105.4.6.

105.4.1 Design criteria. An alternative engineered design
shall conform to the intent of the provisions of this code and
shall provide an equivalent level of quality, strength, effec­
tiveness, fire resistance, durability and safety. Material,
equipment or components shall be designed and installed in
accordance with the manufacturer's installation instruc­
tions.

105.4.2 Submittal. The registered design professional shall
indicate on the permit application that the plumbing system
is an alternative engineered design. The permit and perma­
nent permit records shall indicate that an alternative engi­
neered design was part of the approved installation.

105.4.3 Technical data. The registered design professional
shall submit sufficient technical data to substantiate the pro­
posed alternative engineered design and to prove that the
performance meets the intent of this code.

105.4.4 Construction documents. The registered design
professional shall submit to the code official two complete
sets of signed and sealed construction documents for the
alternative engineered design. The construction documents
shall include floor plans and a riser diagram of the work.
Where appropriate, the construction documents shall indi-
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cate the direction of flow, all pipe sizes, grade of horizontal
piping, loading, and location of fixtures and appliances.

105.4.5 Design approval. Where the code official deter­
mines that the alternative engineered design conforms to the
intent of this code, the plumbing system shall be approved.
If the alternative engineered design is not approved, the
code official shall notify the registered design professional
in writing, stating the reasons thereof.

105.4.6 Inspection and testing. The alternative engineered
design shall be tested and inspected in accordance with the
requirements of Sections 107 and 312.

105.5 Material and equipment reuse. Materials, equipment
and devices shall not be reused unless such elements have been
reconditioned, tested, placed in good and proper working con­
dition and approved.

SECTION 106
PERMITS

106.1 When required. Any owner, authorized agent or con­
tractor who desires to construct, enlarge, alter, repair, move,
demolish or change the occupancy of a building or structure, or
to erect, install, enlarge, alter, repair, remove, convert or
replace any plumbing system, the installation of which is regu­
lated by this code, or to cause any such work to be done, shall
first make application to the code official and obtain the
required permit for the work.

106.2 Exempt work. The following work shall be exempt
from the requirement for a permit:

1. The stopping of leaks in drains, water, soil, waste or vent
pipe provided, however, that if any concealed trap,
drainpipe, water, soil, waste or vent pipe becomes defec­
tive and it becomes necessary to remove and replace the
same with new material, such work shall be considered
as new work and a permit shall be obtained and inspec­
tion made as provided in this code.

2. The clearing of stoppages or the repairing of leaks in
pipes, valves or fixtures, and the removal and reinstalla­
tion of water closets, provided such repairs do not
involve or require the replacement or rearrangement of
valves, pipes or fixtures.

Exemption from the permit requirements of this codeshall
not be deemed to grant authorization for any work to be done in
violation of the provisions of this code or any other laws or
ordinances of this jurisdiction.

106.3 Application for permit. Each application for a permit,
with the required fee, shall be filed with the code official on a
form furnished for that purpose and shall contain a general
description of the proposed work and its location. The applica­
tion shall be signed by the owner or an authorized agent. The
permit application shall indicate the proposed occupancy of all
parts of the building and of that portion of the site or lot, if any,
not covered by the building or structure and shall contain such
other information required by the code official.

106.3.1 Construction documents. Construction docu­
ments, engineering calculations, diagrams and other such
data shall be submitted in two or more sets with each appli-
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cation for a permit. The code official shall require construc­
tion documents, computations and specifications to be
prepared and designed by a registered design professional
when required by state law. Construction documents shall
be drawn to scale and shall be of sufficient clarity to indicate
the location, nature and extent of the work proposed and
show in detail that the work conforms to the provisions of
this code. Construction documents for buildings more than
two stories in height shall indicate where penetrations will
be made for pipe, fittings and components and shall indicate
the materials and methods for maintaining required struc­
tural safety, fire-resistance rating and frreblocking.

Exception: The code official shall have the authority to
waive the submission of construction documents, calcu­
lations or other data if the nature of the work applied for
is such that reviewing of construction documents is not
necessary to determine compliance with this code.

106.4 By whom application is made. Application for a permit
shall be made by the person or agent to install all or part of any
plumbing system. The applicant shall meet all qualifications .
established by statute, or by rules promulgated by this code, or
by ordinance or by resolution. The full name and address of the
applicant shall be stated in the application.

106.5 Permit issuance. The application, construction docu­
ments and other data filed by an applicant for permit shall be
reviewed by the code official. If the code official finds that the
proposed work conforms to the requirements of this code and
all laws and ordinances applicable thereto, and that the fees
specified in Section 106.6 have been paid, a permit shall be
issued to the applicant.

106.5.1 Approved construction documents. When the
code official issues the permit where construction docu­
ments are required, the construction documents shall be
endorsed in writing and stamped "APPROVED." Such
approved construction documents shall not be changed,
modified or altered without authorization from the code
official. All work shall be done in accordance with the
approved construction documents.

The code official shall have the authority to issue a permit
for the construction of a part of a plumbing system before
the entire construction documents for the whole system
have been submitted or approved, provided adequate infor­
mation and detailed statements have been filed complying
with all pertinent requirements of this code. The holders of
such permit shall proceed at their own risk without assur­
ance that the permit for the entire plumbing system will be
granted.

106.5.2 Validity. The issuance of a permit or approval of
construction documents shall not be construed to be a per­
mit for, or an approval of, any violation of any of the provi­
sions of this code or any other ordinance of the jurisdiction.
No permit presuming to give authority to violate or cancel
the provisions of this code shall be valid.

The issuance of a permit based upon construction docu­
ments and other data shall not prevent the code official from
thereafter requiring the correction of errors in said construc­
tion documents and other data or from preventing building
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operations being carried on thereunder when in violation of -
this code or of other ordinances of this jurisdiction. .,

106.5.3 Expiration. Every permit issued by the code offi-
cial under the provisions of this code shall expire by limita-
tion and become null and void if the work authorized by
such permit is not commenced within 180 days from the
date of such permit, or if the work authorized by such permit
is suspended or abandoned at any time after the work is
commenced for a period of 180 days. Before such work can
be recommenced, a new permit shall be first obtained and
the fee therefor shall be one-half the amount required for a
new permit for such work, provided no changes have been
made or will be made in the original construction docu-
ments for such work, and provided further that such suspen-
sion or abandonment has not exceeded 1 year.

106.5.4 Extensions. Any permittee holding an unexpired
permit shall have the right to apply for an extension of the
time within which the permittee will commence work under
that permit when work is unable to be commenced within
the time required by this section for good and satisfactory
reasons. The code official shall extend the time for action by
the permittee for a period not exceeding 180 days if there is
reasonable cause. No permit shall be extended more than
once. The fee for an extension shall be one-half the amount
required for a new permit for such work.

106.5.5 Suspension or revocation of permit. The code
official shall revoke a permit or approval issued under the -
provisions of this code in case of any false statement or mis- .,
representation of fact in the application or on the construc-
tion documents upon which the permit or approval was
based.

106.5.6 Retention of construction documents. One set of
construction documents shall be retained by the code offi­
cial until final approval of the work covered therein. One set
of approved construction documents shall be returned to the
applicant, and said set shall be kept on the site of the build­
ing or work 'at all times during which the work authorized
thereby is in progress.

106.6 Fees. A permit shall not be issued until the fees pre­
scribed in Section 106.6.2 have been paid, and an amendment
to a permit shall not be released until the additional fee, if any,
due to an increase of the plumbing systems, has been paid.

106.6.1 Work commencing before permit issuance. Any
person who commences any work on a plumbing system
before obtaining the necessary permits shall be subject to
100 percent of the usual permit fee in addition to the
required permit fees.

106.6.2 Fee schedule. The fees for all plumbing work shall
be as indicated in the following schedule:

[JURISDICTION TO INSERT APPROPRIATE SCHEDULE]

106.6.3 Fee refunds. The code official shall authorize the -
refunding of fees as follows: •

1. The full amount of any fee paid hereunder that was
erroneously paid or collected.
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2. Not more than [SPECIFY PERCENTAGE] percent of the
permit fee paid when no work has been done under a
permit issued in accordance with this code.

3. Not more than [SPECIFY PERCENTAGE] percent of the
plan review fee paid when an application for a permit
for which a plan review fee has been paid is with­
drawn or canceled before any plan review effort has
been expended.

The code official shall not authorize the refunding of any
fee paid except upon written application filed by the original
pennittee not later than 180 days after the date of fee
payment.

SECTION 107
INSPECTIONS AND TESTING

107.1 Required inspections and testing. The code official,
upon notification from the permit holder or the permit holder's
agent, shall make the following inspections and such other
inspections as necessary, and shall either release that portion of
the construction or shall notify the permit holder or an agent of
any violations that must be corrected. The holder of the permit
shall be responsible for the scheduling of such inspections.

1. Underground inspection shall be made after trenches or
ditches are excavated and bedded, piping installed, and
before any backfill is put in place.

2. Rough-in inspection shall be made after the roof, fram­
ing, frreblocking, frrestopping, draftstopping and brac­
ing is in place and all sanitary, storm and water
distribution piping is roughed-in, and prior to the instal­
lation of wall or ceiling membranes.

3. Final inspection shall be made after the building is com­
plete, all plumbing fixtures are in place and properly con­
nected, and the structure is ready for occuancy.

107.1.1 Approved agencies. Test reports submitted to the
code official for consideration shall be developed by
approved agencies that have satisfied the requirements as to
qualifications and reliability.

107.1.2 Evaluation and follow-up inspection services.
Prior to the approval of a closed, prefabricated plumbing
system and the issuance of a plumbing permit, the code offi­
cial shall require the submittal of an evaluation report on
each prefabricated plumbing system indicating the com­
plete details of the plumbing system, including a description
of the system and its components, the basis upon which the
plumbing system is being evaluated, test results and similar
information, and other data as necessary for the code official
to detennine conformance to this code.

107.1.2.1 Evaluation service. The code official shall
designate the evaluation service of an approved agency
as the evaluation agency, and review such agency's eval­
uation report for adequacy and conformance to this code.

107.1.2.2 Follow-up inspection. Except where ready
access is provided to all plumbing systems, service
equipment and accessories for complete inspection at the
site without disassembly or dismantling, the code official
shall conduct the frequency of in-plant inspections nec-
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essary to ensure conformance to the approved evaluation
report or shall designate an independent, approved
inspection agen.cy to conduct. such inspections. The
inspection agency shall furnish the code official with the
follow-up inspection manual and a report of inspections
upon request, and the plumbing system shall have an
identifying label permanently affixed to the system indi­
cating that factory inspections have been performed.

107.1.2.3 Test and inspection records. All required test
and inspection records shall be available to the code offi­
cial at all times during the fabrication of the plumbing
system and the erection of the building, or such records
as the code official designates shall be filed.

107.2 Special inspections. Special inspections of alternative
engineered design plumbing systems shall be conducted in
accordance with Sections 107.2.1 and 107.2.2.

107.2.1 Periodic inspection. The registered design profes­
sional or designated inspector shall periodically inspect and
observe the alternative engineered design to determine that
the installation is in accordance with the approved construc­
tion documents. All discrepancies shall be brought to the
immediate attention of the plumbing contractor for correc­
tion. Records shall be kept of all inspections.

107.2.2 Written report. The registered design professional
shall submit a final report in writing to the code official upon
completion of the installation, certifying that the alternative
engineered design conforms to the approved construction
documents. A notice of approval for the plumbing system
shall not be issued until a written certification has been sub­
mitted.

107.3 Testing. Plumbing work and systems shall be tested as
required in Section 312 and in accordance with Sections
107.3.1 through 107.3.3. Tests shall be made by the permit
holder and observed by the code official.

107.3.1 New, altered, extended or repaired systems. New
plumbing systems and parts of existing systems that have
been altered, extended or repaired shall be tested as pre­
scribed herein to disclose leaks and defects, except that test­
ing is not required in the following cases:

1. In any case that does not include addition to, replace­
ment, alteration or relocation of any water supply,
drainage or vent piping.

2. In any case where plumbing equipment is set up tem-
porarily for exhibition purposes.

107.3.2 Equipment, material and labor for tests. All
equipment, material and labor required for testing a plumb­
ing system or part thereof shall be furnished by the permit
holder.

107.3.3 Reinspection and testing. Where any work or
installation does not pass any initial test or inspection, the
necessary corrections shall be made to comply with this
code. The work or installation shall then be resubmitted to
the code official for inspection and testing.

107.4 Approval. After the prescribed tests and inspections
indicate that the work complies in all respects with this code, a
notice of approval shall be issued by the code official.
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ADMINISTRATION

107.5 Temporary connection. The code official shall have the
authority to au~horize the temporary connection of the building
or system to the utility source for the purpose of testing plumb­
ing systems or for use under a temporary certificate of occu­
pancy.

SECTION 108
VIOLATIONS

108.1 Unlawful acts. It shall be unlawful for any person, firm
or corporation to erect, construct, alter, repair, remove, demol­
ish or utilize any plumbing system, or cause same to be done, in
conflict with or in violation of any of the provisions of this
code..

108.2 Notice ofviolation. The code official shall serve a notice
of violation or order to the person responsible for the erection,
installation, alteration, extension, repair, removal or demoli­
tion of plumbing work in violation of the provisions of this
code, or in violation of a detail statement or the approved con­
struction documents thereunder, or in violation of a permit or
certificate issued under the provisions of this code. Such order
shall direct the discontinuance of the illegal action or condition
and the abatement of the violation.

108.3 Prosecution of violation. If the notice of violation is not
complied with promptly, the code official shall request the legal
counsel of the jurisdiction to institute the appropriate proceed­
ing at law or in equity to restrain, correct or abate such viola­
tion, or to require the removal or termination of the unlawful
occupancy of the structure in violation of the provisions of this
code or of the order or direction made pursuant thereto.

108.4 Violation penalties. Any person who shall violate a pro­
vision of this code or shall fail to comply with any of the
requirements thereof or who shall erect, install, alter or repair
plumbing work in violation of the approved construction docu­
ments or directive of the code official, or of a permit or certifi­
cate issued under the provisions of this code, shall be guilty of a
[SPECIFY OFFENSE], punishable by a fine of not more than
[AMOUNT] dollars or by imprisonment not exceeding [NUMBER

OF DAYS], or both such fine and imprisonment. Each day that a
violation continues after due notice has been served shall be
deemed a separate offense.

108.5 Stop work orders. Upon notice from the code official,
work on any plumbing system that is being done contrary to the
provisions of this code or in a dangerous or unsafe manner shall
immediately cease. Such notice shall be in writing and shall be
given to the owner of the property, or to the owner's agent, or to
the person doing the work. The notice shall state the conditions
under which work is authorized to resume. Where an emer­
gency exists, the code official shall not be required to give a
written notice prior to stopping the work. Any person who shall
continue any work in or about the structure after having been
served with a stop work order, except such work as that person
is directed to perform to remove a violation or unsafe condi­
tion,shall be liable to a fine of not less than [AMOUNT] dollars or
more than [AMOUNT] dollars.

108.6 Abatement ofviolation. The imposition of the penalties
herein prescribed shall not preclude the legal officer of the
jurisdiction from instituting appropriate action to prevent
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unlawful construction or to restrain, correct or abate a viola­
tion, or to prevent illegal occupancy of a building, structure or
premises, or to stop an illegal act, conduct, business or utiliza­
tion of the plumbing on or about any premises.

108.7 Unsafe plumbing. Any plumbing regulated by this code
that is unsafe or that constitutes a fire or health hazard, insani­
tary condition, or is otherwise dangerous to human life is
hereby declared unsafe. Any use of plumbing regulated by this
code constituting a hazard to safety, health or public welfare by
reason of inadequate maintenance, dilapidation, obsolescence,
fire hazard, disaster, damage or abandonment is hereby
declared an unsafe use. Any such unsafe equipment is hereby
declared to be a public nuisance and shall be abated by repair,
rehabilitation, demolition or removal.

108.7.1 Authority to condemn equipment. Whenever the
code official determines that any plumbing, or portion
thereof, regulated by this code has become hazardous to life,
health or property or has become insanitary, the code offi­
cial shall order in writing that such plumbing either be
removed or restored to a safe or sanitary condition. A time
limit for compliance with such order shall be specified in the
written notice. No person shall use or maintain defective
plumbing after receiving such notice.

When such plumbing is to be disconnected, written
notice as prescribed in Section 108.2 shall be given. In cases
of immediate danger to life or property, such disconnection
shall be made immediately without such notice.

108.7.2 Authority to disconnect service utilities. The code
official shall have the authority to authorize disconnection
of utility service to the building, structure or system regu­
lated by the technical codes in case of an emergency, where
necessary, to eliminate an immediate danger to life or prop­
erty. Where possible, the owner and occupant of the build­
ing, structure or service system shall be notified of the
decision to disconnect utility service prior to taking such
action. If not notified prior to disconnecting, the owner or
occupant of the building, structure or service systems shall
be notified in writing, as soon as practical thereafter.

108.7.3 Connection after order to disconnect. No person
shall make connections from any energy, fuel, power supply
or water distribution system or supply energy, fuel or water
to any equipment regulated by this code that has been dis­
connected or ordered to be disconnected by the code official
or the use of which has been ordered to be discontinued by
the code official until the code official authorizes the
reconnection and use of such equipment.

When any plumbing is maintained in violation of this
code, and in violation of any notice issued pursuant to the
provisions of this section, the code official shall institute any
appropriate action to prevent, restrain, correct or abate the
violation.

SECTION 109
MEANS OF APPEAL

109.1 Application for appeal. Any person shall have the right
to appeal a decision of the code official to the board of appeals.
An application for appeal shall be based on a claim that the true
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intent of this code or the rules legally adopted thereunder have
been incorrectly interpreted, the provisions of this code do not
fully apply, or an equally good or better form of construction is
proposed. The application shall be filed on a form obtained
from the code official within 20 days after the notice was
served. .

109.2 Membership of board. The board of appeals shall con­
sist of five members appointed bY,the chief appointing author­
ity as follows: one for 5 years, one for 4 years, one for 3 years,
one for 2 years and one for 1 year. Thereafter, each new mem­
ber shall serve for 5 years or until a successor has been
appointed.

109.2.1 Qualifications. The board of appeals shall consist
of five individuals, one from each of the following profes­
sions or disciplines:

1. Registered design professional who is a registered
architect; or a builder or superintendent of building
construction with at least 10 years' experience, 5
years of which shall have been in responsible charge
of work.

2. Registered design professional with structural engi­
neering or architectural experience.

3. Registered design professional with mechanical and
plumbing engineering experience; or a mechanical
and plumbing contractor with at least 10 years' expe­
rience, 5 years ofwhich shall have been in responsible
charge of work.

4. Registered design professional with electrical engi­
neering experience; or an electrical contractor with at
least 10 years' experience, 5 years ofwhich shall have
been in responsible charge of work.

5. Registered design professional with fire protection
engineering experience; or a fire protection contrac­
tor with at least 10 years' experience, 5 years ofwhich
shall have been in responsible charge of work.

109.2.2 Alternate members. The chief appointing author­
ity shall appoint,two alternate members who shall be called
by the board chairman to hear appeals during the absence or
disqualification of a member. Alternate members shall pos­
sess the qualifications required for board membership, and
shall be appointed for 5 years or until a successor has been
appointed.

109.2.3 Chairman. The board shall annually select one of
its members to serve as chairman.

109.2.4 Disqualification of member. A member shall not
hear an appeal in which that member has any personal, pro­
fessional or financial interest.

109.2.5 Secretary. The chief administrative officer shall
designate a qualified clerk to serve as secretary to the board.
The secretary shall file a detailed record of all proceedings
in the office of the chief administrative officer.

109.2.6 Compensation of members.' Compensation of
members shall be determined by law.
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109.3 Notice of meeting. The board shall meet upon notice
from the chairman, within 10 days of the filing of an appeal or
at stated periodic meetings.

109.4 Open hearing. All hearings before the board shall be
open to the public. The appellant, the appellant's representa­
tive, the code official and any person whose interests are
affected shall be given an opportunity to be heard.

109.4.1 Procedure. The board shall adopt and make avail­
able to the public through the secretary procedures under
which a hearing will be conducted. The procedures shall not
require compliance with strict rules of evidence, but shall
mandate that only relevant information be received.

109.5 Postponed hearing. When five members are not present
to hear an appeal, either the appellant or the appellant's repre­
sentative shall have the right to request a postponement of the
hearing.

109.6 Board decision. The board shall modify or reverse the
decision of the code official by a concurring vote of three mem­
bers.

i09.6.1 Resolution. The decision of the board shall be by
resolution. Certified copies shall be furnished to the appel­
lant and to the code official.

109.6.2 Administration. The code official shall take imme­
diate action in accordance with the decision of the board.

109.7 Court review. Any person, whether or not a previous
party of the appeal, shall have the right to apply to the appropri­
ate court for a writ of certiorari to correct errors of law. Appli­
cation for review shall be made in the manner and time required
by law following the filing of the decision in the office of the
chief administrative officer.
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INDEX

INSPECTOR (See CODE OFFICIAL)

INSULATION 505, 607.2.1

INTERCEPTORS AND SEPARATORS 1003

Access to 1003.10

Approval of 1003.2, 1003.4

Bottling establishments ' 1003.7

Capacity of grease interceptors Table 1003.3.4.1

. Definition 202

Laundries 1003.6

Not required 1003.3.3

Oil and flammable liquids separators 1003.4

Rate of flow control for grease interceptors.. 1003.3.4.2

Required 1003.1

Slaughterhouses ; 1003.8

Venting '.' 905.4, 1003.9

IRRIGATION, LAWN ~ 608.16.5

ISLAND FIXTURE VENT 913

J
JOINTS AND CONNECTIONS 605, 705

ABS plastic pipe 605.10, 705.2

.Asbestos-cement pipe 605.11, 705.3

Between different materials 605.23, 705.4, 705.16

. Brass pipe 605.12, 705.4

Brazed joints 605.12.1, 605.14.1,
605.15.1, 705.9.1, .705.10.1

.' .Cast-iron pipe 705.5

Caulked joint ; 705.5.l, 705:11.1

Concrete pipe 705.6
Copper or copper-alloy pipe 605.14, 705.9

Copper or copper-alloy tubing 605.15, 705.10

CPVC plastic pipe 605.16
Expansion joints ' 308.8

Galvanized steel pipe 605.18

Mechanical joints 605, 705

Polybutylene plastic pipe or tubing ; .. 605.19

Polyethylene plastic,pipe or tubing 605.20

Prohibited 605.9, 707

PVC plastic pipe 605.21, 705.14

Slip joints 405.8, 1002.2

Soldered joints 605.14.3, 605.15.4,
705.9.3, 705.10.3

Solvent cementing 605, 705

Stainless steel '.. 605.22

Threaded 605.10.3, 605.12.3, 605.14.4,
605.16.3, 605.18.1, 605.21.3, 705.2.3,

705.9.4, 705.12.1, 705.14.3

Vitrified clay pipe 705.15

Welded 605.12.4, 605.14.5, 703.4.4, 705.9.5
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'K

KITCHEN ,' 418

L
LAUNDRIES 100a.6

LAUNDRY TRAY 415
LAVATORIES 416

LEAD PIPE 202

LEADERS 1106

LIGHT AND VENTILATION REQUIREMENT 310.1
LOADING, FIXTURE UNIT VALVE .... '.... Table 709

M
MANHOLES 708.3.6
MANIFOLDS , 604.10

MATERIAL

Above-ground drainage and vent pipe .. '. Table 702.1
Alternative : : ~ . 105.2
Approval. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 107.4
Building sewer pipe ..............•....... 702:3

Building storm sewer pipe ' ' .. '. 1102.4
Chemical waste system 702.5

Fittings Table 605.5, Table 702.4,
Table 1102.7

Identification 303.1

Joints ··.605,705

Roof drains 1105

Sewer pipe :' ; 702.3
Standards . . . . . . . . . . . . . . . . .: . . Chapter 13
Storm drainage pipe Table 1102.4
'Subsoil drain pipe 1102.5
Underground building drainage and vent pipe. .'702.2
Vent pipe 702.1', 702.2
Water distribution pipe Table 605.4
Water service pipe ' Table 605.3

MATERIAL, FIXTURES

Quality 402.1

Special use : 402.2

MATERIAL, SPECIAL

Caulking ferrules ~ 705.18

Cleanout plugs ' 708.2

Sheet copper 402.3
Sheet lead 402.4

Soldering bushings 705.19

MECHANICAL JOINTS 605, 795

N
NONPOTABLE WATER 608.1 , 608.8
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o
OFFSETS

Definitions 202
Drainage 711
Venting 915.1

OPENINGS
Through walls or roofs 305.5, 305.7

p

PERMIT
Application for 106.3
Conditions of 106.5
Fees 106.6
Suspension of 106.5.5

PIPING
Construction documents 105.4.4
Drainage, horizontal slope Table 704.1
Drainage piping installation 704
Drainage piping offset, size 711
Joints 605, 705

PIPING PROTECTION
Backfilling 306.3
Breakage 305.2
Corrosion. ; 305.1
Footings 305.5
Freezing 305.6
Penetration 305.5
Tunneling 306.4

PLUMBING FACILITIES 403
PLUMBING FIXTURES

Accessible 404
Automatic clothes washers 406
Bidet '.' 408
Clearances 405.3
Definition 202
Dishwashing machine 409
Drainage fixture unit values Table 709.1
Drinking fountain 410
Emergency showers 411
Eyewash stations 411
Floor sinks 427
Floor and trench drains 412
Food waste grinders 413
Future fixtures 704.4
Garbage can washer 414
Garbage disposal 413
Hospital 422
Installation 405
Joints at wall or floor 405.5
Kitchen sink 418
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Laundry tray 415
Lavatories . . . . . . . . . . . . . 416
Minimum facilities Table 403.1
Ornamental pools 423.1
Quality 402.1
Separate facilities 403.2
Settings 405.3
Showers 417
Sinks 418
Slop sinks 418
Urinals 419
Water closets 420
Water coolers 410
Water supply protection 608

PLUMBING INSPECTOR (See CODE OFFICIAL)
PNEUMATIC EJECTORS 712
POLYBUTYLENE PIPE OR TUBING

Where permitted Table 605.3, Table 605.4
POLYETHYLENE PIPE OR TUBING

Cross-linked Table 605.3, Table 605.4
PE-AL-PE Table 605.3, Table 605.4
PEX-AL-PEX Table 605.3, Table 605.4

POTABLE WATER, PROTECTION OF 608
PRESSURE OF WATER DISTRIBUTION 604.6
PROHIBITED

Joints and connection 605.9, 707
Traps 1002.3

PROTECTION OF POTABLE WATER 608
PUMPING EQUIPMENT 712
PVC PIPE Table 605.3, Table 605.4,

Table 702.1, Table 702.2, Table 702.3

Q
QUALITY OF WATER

General 608.1

R
RAINWATER DRAINAGE Chapter 11
REDUCED PRESSURE PRINCIPLE

BACKFLOW PREVENTER
Definition 202
Periodic inspections 312.9
Standard Table 608.1 , 608.13.2, 608.16.2
Where required 608.15.2, 608.16.2,

608.16.4, 608.16.4.1, 608.16.5, 608.16.6
RELIEF VALVES 504.4, 504.5, 504.6

Definition 202
RELIEF VENT 911.4, 914, 916.2

Definition. . . . . . . . . . . . . . . . . . . . . . . . . . .... 202
ROOF DRAINS 1102.6, 1105

Definition 202
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INDEX

ROUGH-IN INSPECTION 107.1

S
SANITARY SEWER (See BUILDING SEWER)
SANITARY TEES 706.3
SCREWED JOINTS (See JOINTS AND

CONNECTIONS)
SEPARATE FACILITIES 403.2
SERVICE SINKS Table 403.1, 418
SEWER (See BUILDING SEWER)
SHEET COPPER 402.3
SHEET LEAD 402.4
SHOWERS Table 403.1, 417
SILL COCK 424, 608.15.4.2
SiNKS 418
SIZING

Drainage system 710
Fixture drain 709
Fixture water supply 604.5
Vent system 916
Water distribution system 604
Water service 603.1

SLAUGHTERHOUSES 1003.8
SLEEVES 305.4
SLIP JOINTS (See JOINTS AND CONNECTIONS)
SOLDERING BUSHINGS 705.19
SOLVENT CEMENTING (See JOINTS AND

CONNECTIONS)
SPECIAL PLUMBING FIXTURES 423
SPECIAL WASTES 803
STACK VENT , 903.1
STAINLESS STEEL PIPE Table 605.4, Table 605.5
STANDARDS

Material. . . . . . . . . . . . . . . . . . . . . . . Chapter 13
STANDPIPE DRAIN 802.4
STEEL PIPE (See also MATERIAL)

Where permitted Table 605.4, Table 702.1,
Table 702.2, Table 702.3,

Table 1102.4, Table 1102.5
STERILIZER PIPE 422.9
STORM DRAINS

Building size 1106.1
Building subdrains 1112.1
Building subsoil drains 1111.1
Conductors and connections 1104
Definition 202
General 1101
Prohibited drainage 1101.3
Roof drains 1102.6, 1105
Secondary roof drains 1107
Sizing of conductors, leaders and storm drains. 1106
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Sizing of roof gutters 1106.6
Sizing of vertical conductors and leaders 1106.2
Traps " 1103
Values for continuous flow 1109
Where required " 1101.2

STRAPS (See HANGERS AND SUPPORTS)
STRUCTURAL SAFETY 307, Appendix F
SUBDRAIN BUILDING 1112.1
SUBSOIL DRAIN PIPE 1111.1
SUMP VENT 916.5
SUMPS 1113
SUPPORTS (See also PIPING PROTECTION) 308
SWIMMING POOL

Definition 202
SWIMMING POOL DRAINAGE 802.1.4

T
TEMPERATURE AND PRESSURE RELIEF

VALVE 504
TEMPERATURE OF WASTE WATER 803.1
TEST

Drainage and vent air test 312.3
Drainage and vent final test. 312.4
Drainage and vent water test 312.2
Forced sewer test 312.7
Gravity sewer test 312.6
Required tests 312.1
Test gauges 312.1.1
Test of backflow prevention devices ' 312.9
Test of conductors 312.8

THERMAL EXPANSION CONTROL 607.3
THREADED JOINTS (See JOINTS AND

CONNECTIONS)
TOILET FACILITIES FOR WORKERS 311
TOILETS (See WATER CLOSETS)
TRAPS

Acid-resisting 1002.9
Building 1002.6
Design 1002.2
Prohibited types 1002.3
Seal 1002.4
Separate for each fixture 1002.1
Size Table 709.1, Table 709.2

TRENCH DRAINS 412
TRENCHING, EXCAVATION AND BACKFILL 306
TUNNELING 306.4

U
UNDERGROUND DRAINAGE AND VENT PIPE. 702.2
URINALS 419
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V
VACUUM BREAKERS Table 608.1, 608.13.5,

608.13.6, 608.13.8, 608.15.4
VALVES

Air admittance 202, 917
Backwater 715
Definition 202
Pressure reducing 604.8
Relief 202, 504.4
Temperature-actuated flow reduction valves 424.5
Transfer valves 424.6

VENT
Individual 907
Sizing 904.2, 908.3, 910.4,

912.3,916.1,916.2
VENT RELIEF SIZE 914
VENT STACK

Definition 202, 903.2
VENTS AND VENTING

Branch vents 916.4.1
Circuit or loop 911
Combination drain , 912
Common ' 908
Definition 202
Distance from trap Table 906.1
Engineered systems 918
Island fixture 913
Stack vents 903.1
Vent stack 903.2
Vent terminal 904
Waste stack 910
Wet vent ; 909

W
WALL HUNG WATER CLOSETS 420
WASHING MACHINES 406
WASTE

Indirect 802
Special 803

WASTE STACK 910
WASTE WATER TEMPERATURE 803.1
WATER

Booster. 606.5
Cross connection 608.6
Distribution piping material Table 605.4
Excessive pressure 604.8
Hammer 604.9

WATER CLOSETS 420
WATER CONSERVATION

Fixtures 604.4
Flow rates Table 604.4
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WATER HEATERS Chapter 5
WET VENT 909
WIPED JOINTS 705.13.2
WORKERS' TOILET FACILITIES 311
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MEMBERSHIP CATEGORIES AND DUES*- ANNUAL MEMBERSHIP
Special membership structures are also available for Educational Institutions and Federal Agencies.
For more information, please visit www.iccsafe.org/membership or call l-BBB-ICC-SAFE (422-7233), x33B04.

GOVERNMENTAL MEMBERu
-

Government/Municipality (including agencies, departments or units) engaged in administration, formulation or •
enforcement of laws, regulations or ordinances relating to public health, safety and welfare. Annual member dues
(by population) are shown below. Please verify the current ICC membership status of your employer prior to applying.

Membership Application
This form may be photocopied

INTERNATIONAL
CODE COUNCIL®

People Helping People
Build a Safer World™

o Up to 50,000 $100 050,001'-150,000........ $180

Please refer to Tracking Number
66-05-274 when applying.

o 150,001 + $280

**A Governmental Member may designate 4 to 12 voting representatives (based on population) who are employees or officials of that
governmental member and are actively engaged on a full- or part-time basis in the administration, formulation or enforcement of laws,
regulations or ordinances relating to public health, safety and welfare. Number of representatives is based on population. All dues for
representatives have been included in the annual member dues payment. Please call 1-888-ICC-SAFE (422-7233), x33804 for
information about how to designate your voting repJesentatives.

o CORPORATE MEMBERS ($300)

INDIVIDUAL MEMBERS
o PROFESSIONAL ($150)

o COOPERATING ($150)

o CERTIFIED ($75)

o ASSOCIATE ($35)

o STUDENT ($25)

o RETIRED ($20)

An association, society, testing laboratory, manufacturer, company or corporation

A design professional duly licensed or registered by any state or other recognized governmental agency

An individual who is interested in International Code Council purposes and objectives and would
like to take advantage of membership benefits

An individual who holds a current Legacy or International Code Council certification

An employee of a current ICC Governmental Member

An individual who is enrolled in classes or a course of study including at least 12 hours of
classroom instruction per week

A former governmental represent~tive, corporate or individual member who has retired

New Governmental and Corporate Members will receive a free package of 7 code books. New Individual Members will receive one free code book. Upon
receipt of your completed application and payment, you will be contacted by an ICC Member Services Representative regarding your free code
package or code book. For more information, please visit www.iccsafe.org/membership or call 1-888-ICC-SAFE (422-7233), x33804.

Please print clearly or type information below:

Name

Name of Jurisdiction, Association, Institute or Company, etc.

Title

Billing Address

City

Street Address for Shipping

City

E-mail

Telephone

Payment Information:

State

State

Tax Exempt Number (If applicable, must attach copy of tax exempt license if claiming an exemption)

Zip+4

Zip+4

VISA, MC, AMEX or DISCOVER Account Number

Return this application to:
International Code Council
Affn: Membership
5360 Workman Mill Road
Whittier, CA 90601-2298

Exp. Pate

Toll Free: 1-888-ICC-SAFE (1-888-422-7233), x33804

FAX: (562) 692-6031 (Los Angeles District Office)
Or, apply online at www.iccsafe.org/membership.
Please refer to Tracking Number 66-05-274 when applying.

If you have any questions about membership in the International Code Council,
call 1-888-ICC-SAFE (1-888-422-7233), x33804 and request a Member Services Representative.

*Membership categories and dues subject to change.
Please visit www.iccsafe.org/membership for the most current information.



2006 International Plumbing Code Errata Page 1 of 7 

2006 International Plumbing Code Errata 
 

 
 

FIRST PRINTING (Updated September 18, 2007) 

CHAPTER 3 
Table 308.5 
 
Row 10, column 3 now reads…4  (superscript ‘b’ removed) 
 
Row 16, column 3 now reads…4  (superscript ‘b’ removed) 
 
(Posted: January 3, 2008) 
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FIRST PRINTING (Updated September 18, 2007) 

CHAPTER 4 
Table 403.1 
Row 14, column 6 now reads…1 per 15 
 
(Posted: January 3, 2008) 
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SECOND PRINTING (Updated September 18, 2007) 

Appendix C 
Section C103.7.1.3 
Line 16…”by no more than 0.62 1/16 inch (1.59mm)…” 
 
(Posted: January 3, 2008) 
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SECOND PRINTING (Updated September 18, 2007) 

Appendix E 
Section E201.1 
Step 4, Line 7…of Table E201.1 E103.3(2) 
 
Step 5, Line 7…of Table E201.1 E103.3(2) 
 
(Posted: January 3, 2008) 



2006 International Plumbing Code Errata Page 5 of 7 

 
THIRD PRINTING (Updated September 18, 2007) 

Chapter 6 
Table 605.5 
Row 10, Column 1 
 

Metal (brass) insert fittings for 
Polyethylene/Aluminum/Polyethylene (PE-AL-PE) and Cross-linked Polyethylene/Aluminum/ Cross-linked 
Polyethylene (PEX-AL-PEX) 
 

(Posted: January 3, 2008) 



2006 International Plumbing Code Errata Page 6 of 7 

 
THIRD PRINTING (Updated September 18, 2007) 

Chapter 7 
Table 704.1 
 
For SI:…….0.083.3 83.3 mm/m. 
 
Table 710.1(2) 
 
Row 12, Column 2, 2900 3900 
 
(Posted: January 3, 2008) 
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THIRD PRINTING (Updated September 18, 2007) 

 
 

Chapter 9 
Section 918.2 
 
Equation 9-1, Line 7… Qv (gpm) = 27.8 rs 2/32/3 (1- rs) D 8/3 8/3 

 
(Posted: January 3, 2008) 
 


