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PREFACE 

Introduction 
Internationally, code officials recognize the need for a modern, up-to-date residential code addressing the design and construction 
of one- and two-family dwellings and townhouses. The International Residential Code®, in this 2009 edition, is designed to meet 
these needs through model code regulations that safeguard the public health and safety in all communities, large and small. 

This comprehensive, stand-alone residential code establishes minimum regulations for one- and two-family dwellings and town­
houses using prescriptive provisions. It is founded on broad-based principles that make possible the use of new materials and new 
building designs. This 2009 edition is fully compatible with all the International Codes® (I-Codes®) published by the International 
Code Council® (ICC)®, including the International Building Code®, International Energy Conservation Code®, International 
Existing Building Code®, International Fire Code®, International Fuel Gas Code®, International Mechanical Code®, ICC Perfor­
mance Code®, International Plumbing Code®, International Private Sewage Disposal Code®, International Property Maintenance 
Code®, International Wildland-Urban Interface Code™ and International Zoning Code®. 

The International Residential Code provisions provide many benefits, among which is the model code development process that 
offers an international forum for residential construction professionals to discuss prescriptive code requirements. This forum pro­
vides an excellent arena to debate proposed revisions. This model code also encourages international consistency in the application 
of provisions. 

Development 
The first edition of the International Residential Code (2000) was the culmination of an effort initiated in 1996 by ICC and consist­
ing of representatives from the three statutory members of the International Code Council at the time, including: Building Officials 
and Code Administrators International, Inc. (BOCA), International Conference of Building Officials (ICBO) and Southern Build­
ing Code Congress International (SBCCI), and representatives from the National Association of Home Builders (NAHB). The 
intent was to draft a stand-alone residential code consistent with and inclusive of the scope of the existing model codes. Technical 
content of the 1998 International One- and Two-Family Dwelling Code and the latest model codes promulgated by BOCA, ICBO, 
SBCCI and ICC was used as the basis for the development, followed by public hearings in 1998 and 1999 to consider proposed 
changes. This 2009 edition represents the code as originally issued, with changes reflected in the 2006 edition, and further changes 
developed through the ICC Code Development Process through 2008. Residential electrical provisions are based on the 2008 
National Electrical Code® (NFPA 70). A new edition such as this is promulgated every three years. 

Fuel gas provisions have been included through an agreement with the American Gas Association (AGA). Electrical provisions 
have been included through an agreement with the National Fire Protection Association (NFPA). 

This code is founded on principles intended to establish provisions consistent with the scope of a residential code that adequately 
protects public health, safety and welfare; provisions that do not unnecessarily increase construction costs; provisions that do not 
restrict the use of new materials, products or methods of construction; and provisions that do not give preferential treatment to par­
ticular types or classes of materials, products or methods of construction. 

Adoption 
The International Residential Code is available for adoption and use by jurisdictions internationally. Its use within a governmental 
jurisdiction is intended to be accomplished through adoption by reference in accordance with proceedings establishing the jurisdic­
tion's laws. At the time of adoption, jurisdictions should insert the appropriate information in provisions requiring specific local 
information, such as the name of the adopting jurisdiction. These locations are shown in bracketed words in small capital letters in 
the code and in the sample ordinance. The sample adoption ordinance on page xiii addresses several key elements of a code adoption 

-"i?rdinance, including the information required for insertion into the code text. 

Maintenance 
The International Residential Code is kept up-to-date through the review of proposed changes submitted by code enforcing offi­
cials, industry representatives, design professionals and other interested parties. Proposed changes are carefully considered through 
an open code development process in which all interested and affected parties may participate. 

The contents of this work are subject to change both through the Code Development Cycles and the governmental body that 
enacts the code into law. For more information regarding the code development process, contact the Code and Standard Develop­
ment Department of the International Code Council. 

The maintenance process for the fuel gas provisions is based upon the process used to maintain the International Fuel Gas Code, 
in conjunction with the American Gas Association. The maintenance process for the electrical provisions is undertaken by the 
National Fire Protection Association. 

2011 OREGON RESIDENTIAL SPECIAL TV CODE iii 



While the development procedure of the International Residential Code assures the highest degree of care, ICC, the founding 
members ofICC, its members and those participating in the development of this code do not accept any liability resulting from com­
pliance or noncompliance with the provisions because ICC and its founding members do not have the power or authority to police or 
enforce compliance with the contents of this code. Only the governmental body that enacts the code into law has such authority. 

Marginal Markings 
Solid vertical lines in the margins within the body of the code indicate a technical change from the requirements of the 2006 IRC. 
Deletion indicators < - ) are provided in the margin where a paragraph or item has been deleted. Double vertical lines <II) in the mar­
gin denote amendments and additions promulgated by the State of Oregon, modifying the 2009 International Residential Code. > 
indicates IRC model code language deleted by Oregon. 

Italicized Terms 
Selected terms set forth in Chapter 2, Definitions, are italicized where they appear in code text. Such terms are not italicized where 
the definition set forth in Chapter 2 does not impart the intended meaning in the use of the term. The terms selected have definitions 
which the user should read carefully to facilitate better understanding of the code. 
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ORDINANCE 

The International Codes are designed and promulgated to be adopted by reference by ordinance. Jurisdictions wishing to adopt the 
2009 International Residential Code as an enforceable regulation governing one- and two-family dwellings and townhouses should 
ensure that certain factual information is included in the adopting ordinance at the time adoption is being considered by the appro­
priate governmental body. The following sample adoption ordinance addresses several key elements of a code adoption ordinance, 
including the information required for insertion into the code text. 

SAMPLE ORDINANCE FOR ADOPTION OF THE 
INTERNATIONAL RESIDENTIAL CODE 

ORDINANCE NOo __ _ 
An ordinance of the [JURISDICTION) adopting the 2009 edition of the International Residential Code, regulating and governing the 
construction, alteration, movement, enlargement, replacement, repair, equipment, location, removal and demolition of detached 
one- and two-family dwellings and mUltiple single-family dwellings (townhouses) not more than threes stories in height with sepa­
rate means of egress in the [JURISDICTION); providing for the issuance of permits and collection of fees therefor; repealing Ordi-
nance No. ___ of the [JURISDICTION) and all other ordinances and parts of the ordinances in conflict therewith. 

The [GOVERNING BODY) of the [JURISDICTION) does ordain as follows: 

Section 1. That a certain document, three (3) copies of which are on file in the office of the [TITLE OF JURISDICTION'S KEEPER OF 
RECORDS) of [NAME OF JURISDICTION), being marked and designated as the International Residential Code, 2009 edition, includ­
ing Appendix Chapters [FILL IN THE APPENDIX CHAPTERS BEING ADOPTED) (see International Residential Code Section R102.5, 
2009 edition), as published by the International Code Council, be and is hereby adopted as the Residential Code of the [JURISDIC­
TION), in the State of [STATE NAME) for regulating and governing the construction, alteration, movement, enlargement, replacement, 
repair, equipment, location, removal and demolition of detached one- and two-family dwellings and multiple single-family dwell­
ings (townhouses) not more than threes stories in height with separate means of egress as herein provided; providing for the issuance 
of permits and collection of fees therefor; and each and all of the regulations, provisions, penalties, conditions and terms of said Res­
idential Code on file in the office of the [JURISDICTION) are hereby referred to, adopted, and made a part hereof, as if fully set out in 
this ordinance, with the additions, insertions, deletions and changes, if any, prescribed in Section 2 of this ordinance. 

Section 2. The following sections are hereby revised: 

Section RIO 1.1. Insert: [NAME OF JURISDICTION] 

Table R301.2 (1) Insert: [APPROPRIATE DESIGN CRITERIA] 

Section P2603.6.1 Insert: [NUMBER OF INCHES IN TWO LOCATIONS] 

Section 3. That Ordinance No. ___ of [JURISDICTION] entitled [FILL IN HERE THE COMPLETE TITLE OF THE ORDINANCE OR 
ORDINANCES IN EFFECT AT THE PRESENT TIME SO THAT THEY WILL BE REPEALED BY DEFINITE MENTION] and all other ordinances 
or parts of ordinances in conflict herewith are hereby repealed. 

Section 4. That if any section, subsection, sentence, clause or phrase of this ordinance is, for any reason, held to be unconstitutional, 
such decision shall not affect the validity of the remaining portions of this ordinance. The [GOVERNING BODY) hereby declares that 
it would have passed this ordinance, and each section, subsection, clause or phrase thereof, irrespective of the fact that anyone or 
more sections, subsections, sentences, clauses and phrases be declared unconstitutional. 

Section 5. That nothing in this ordinance or in the Residential Code hereby adopted shall be construed to affect any suit or proceed­
ing impending in any court, or any rights acquired, or liability incurred, or any cause or causes of action acquired or existing, under 
any act or ordinance hereby repealed as cited in Section 3 of this ordinance; nor shall any just or legal right or remedy of any charac­
ter be lost, impaired or affected by this ordinance. 

Section 6. That the [JURISDICTION'S KEEPER OF RECORDS] is hereby ordered and directed to cause this ordinance to be published . 
(An additional provision may be required to direct the number of times the ordinance is to be published and to specify that it is to be 
in a newspaper in general circulation. Posting may also be required.) 

Section 7. That this ordinance and the rules, regulations, provisions, requirements, orders and matters established and adopted 
hereby shall take effect and be in full force and effect [TIME PERIOD] from and after the date of its final passage and adoption. 
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• Part I-Administrative 

CHAPTER 1 

SCOPE AND ADMINISTRATION 

SECTION R101 
GENERAL 

RI01.1 Title. These provisions shaH be known as the Oregon 
Residential Specialty Code, and shall be cited as such and will 
be referred to herein as "this code." 

I I RI01.2 Scope. The provisions of this code shall apply to the 
construction, alteration, movement, enlargement, replace-

>1 1 ment, repair, equipment, use, occupancy, and location of 
detached one- and two-family dwellings and townhouses not 
more than three stories above grade plane in height with a sepa­
rate means of egress and their accessory structures. 

• 

II 

• 

Exceptions: 

1. The requirements of this code apply to: 

1.1. Detached one- and two-family dwellings and 
townhouses classified as Group R-3, and Group 
Uoccupancies; and 

1.2. Residences used for family child care home or 
foster care in accordance with ORS chapters 
418,443 and 657A; and 

1.3. Detached congregate living facilities (each 
accommodating 10 persons or less) and de­
tached lodging houses containing not more 
than five guest rooms. 

1.4. Residential aircraft hangars as defined in Sec­
tion R202. 

1.5. Live/work units complying with the require­
ments of Section 419 of the International 
Building Code shall be permitted to be built as 
one- and two-family dwellings or town­
houses. Fire suppression required by Section 
419.5 of the International Building Code 
when constructed under this code shall con­
form to Section 903.3.1.3 of the Building 
Code. 

2. The requirements in this code do not apply to: 

2.1. Public utility facilities owned and maintained 
by the serving utility; and 

2.2. Agricultural buildings defined and regulated 
by ORS 455.315 and Appendix Chapter C in 
the Building Code . 

3. The building envelope requirements of Chapter 11 for 
heated or cooled detached accessory structures that 
are not habitable rooms shall be those specified in the 
Energy Code, Section 101.4.3. 
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RI01.3 Owner-built dwellings. For exempt owner-built 
dwellings and out-buildings, see ORS 455.320. 

ORS 455.320 is not part of this code but is reproduced here for the 
reader's convenience: 

455.320 Owner-built dwellings exempt from certain structural 
code provisions; recording of exemption. 

(1) As used in this section, unless the context requires otherwise: 

(a) "Owner" means the owner of the title to real property or 
the contract purchaser of real property, of record as shown on 
the last available complete assessment roll which person has 
not taken advantage of the exemptions under subsection (2) of 
this section during the five years prior to applying for an 
exemption under this section. 

(b) "Owner-built dwelling and outbuildings" means a sin­
gle-family residence and adjacent auxiliary structures the 
structural components of which are constructed entirely by 
the owner who intends to occupy the structures or by that 
owner and friends and relatives of the owner assisting on an 
unpaid basis. 

(2) Owner-built dwellings and outbuildings shall be exempt from 
any requirements of the structural code for ceiling heights, room 
sizes and the maintenance of specific temperature levels in those 
structures. The exemption shall apply to the new construction, 
renovation, remodeling or alteration of an owner-built dwelling 
or outbuilding. 

(3) A building permit issued for an owner-built dwelling or out­
building shall note whether the owner-built dwelling or outbuild­
ing complies with the requirements it is exempted from under 
subsection (2) of this section. If the dwelling or other structure 
does not comply with these requirements, the owner-builder shall 
file a copy of the building permit with the county clerk, who shall 
make the permit a part of the permanent deed record of the prop­
erty. The owner shall provide the county clerk with a description 
of the property sufficient ifit were contained in a mortgage of the 
property to give constructive notice of the mortgage under the law 
of this state. 

(4) Noncompliance with subsection (3) of this section shall not 
affect, in any manner, any conveyance of interest in property sub­
ject to this section. 

RIOI.4 Intent. The purpose of this code is to establish mini­
mum requirements to safeguard the public safety, health and 
general welfare through affordability, structural strength, 
means of egress facilities, stability, sanitation, light and venti­
lation, energy conservation and safety to life and property from 
fire and other hazards attributed to the built environment and to 
provide safety to fire fighters and emergency responders dur­
ing emergency operations. 
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SECTION R102 
APPLICABILITY 

RI02.1 General. Where there is a conflict between a general 
requirement and a specific requirement, the specific require­
ment shall be applicable. Where, in any specific case, different 
sections of this code specify different materials, methods of 
construction or other requirements, the most restrictive shall 
govern. 

RI02.2 Other laws. The provisions of this code shall not be 
deemed to nullify any provisions of local, state or federal law. 

RI02.3 Application of references. References to chapter or 
section numbers, or to provisions not specifically identified by 
number, shall be construed to refer to such chapter, section or 
provision of this code. 

RI02.4 Referenced codes and standards. The codes and 
standards referenced in this code shall be considered part of the 
requirements of this code to the prescribed extent of each such 
reference. Where differences occur between provisions of this 
code and referenced codes and standards, the provisions of this 
code shall apply. 

Exception: Where enforcement of a code provision would 
violate the conditions of the listing of the equipment or 
appliance, the conditions of the listing and manufacturer's 
instructions shall apply. 

RI02.5 Appendices. Provisions in the appendices shall not 

II apply unless specifically adopted. Appendices E, F, G, H, K, R 
and T are adopted and made part of this code. 

RI02.6 Partial invalidity. In the event any part or provision of 
this code is held to be illegal or void, this shall not have the 
effect of making void or illegal any of the other parts or provi­
sions. 

RI02.7 Existing structures. The legal occupancy of any struc­
ture existing on the date of adoption of this code shall be per­
mitted to continue without change, except as is specifically 

> covered in this code, or as is deemed necessary by the building 
official for the general safety and welfare of the occupants and 
the public. 

II 
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RI02.7.1 Additions, alterations or repairs. Additions, 
alterations or repairs (excluding ordinary repairs) to any 
structure shall conform to the requirements for a new struc-
ture without requiring the existing structure to comply with 
all of the requirements o(this code, unless otherwise stated. 
Additions, alterations or repairs shall not cause an existing 
structure to become unsafe or adversely affect the perfor­
mance of the building. An unsafe condition shall be deemed 
to have been created if an addition or alteration will cause 
the existing building or structure to become structurally 
unsafe or overloaded; will not provide adequate egress in 
compliance with the provisions of this code or will obstruct 
existing exits; will create a fire hazard; will reduce required 
fire resistance; or will otherwise create conditions danger­
ous to human life. Any building, plus new additions shall 
not exceed the height and stories specified for new buildings 
in Section RlO1.2. 

Exception: Structural changes that improve the resis­
tance of the building to seismic forces may be made with-

out complying with the current code requirements pro­
viding: 

1. The strength of the existing structural elements is 
not reduced; and 

2. An unsafe condition is not created. 

Replacement of an existing water heater shall not 
require the existing plumbing, mechanical or electrical 
system to comply with the provisions of this code for 
new construction, provided that installation complies 
with the listing requirements of the appliance. 

Exception: Water heaters installed in garages must 
comply with Sections M1307.3 and the Plumbing 
Code. 

SECTION R103 
DEPARTMENT OF BUILDING SAFETY 

Not adopted by the State of Oregon 

SECTION R104 
DUTIES AND POWERS OF THE 

BUILDING OFFICIAL 

RI04.1 General. The building official is hereby authorized 
and directed to enforce the provisions of this code. The build-

• 

II 

ing official shall have the authority to render interpretations of • 
this code and to adopt policies and procedures in order to clar-
ify the application of its provisions. Such interpretations, poli-
cies and procedures shall be in compliance with the intent and I I 
purpose of this code. Such policies and procedures shall not 
have the effect of waiving requirements specifically provided 
for in this code or statewide code interpretations. I I 
RI04.2 Applications and permits. The building official shall 
receive applications, review construction documents and issue 
permits for the erection, alteration and moving of buildings and I I 
structures, inspect the premises for which such permits have 
been issued and enforce compliance with the provisions of this 
code. 

RI04.3 Notices and orders. The building official shall issue 
all necessary notices or orders to ensure compliance with this 
code. 

RI04.4 Inspections. The building official is authorized to 
make all of the required inspections, or the building official 
shall have the authority to accept reports of inspection by 
approved agencies or individuals. Reports of such inspections 
shall be in writing and be certified by a responsible officer of 
such approved agency or by the responsible individual. The 
building official is authorized to engage such expert opinion as 
deemed necessary to report upon unusual technical issues that 
arise, subject to the approval of the appointing authority. 

RI04.5 Identification. Not adopted by the State of Oregon. 

R104.6 Right of entry. Where it is necessary to make an 
inspection to enforce the provisions of this code, or where the 
building official has reasonable cause to believe that there 
exists in a structure or upon a premises a condition which is 
contrary to or in violation of this code which makes the struc-
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II 

• 



• 

• 

ture or premises unsafe, dangerous or hazardous, the building 
official or designee is authorized to enter the structure or pre­
mises at reasonable times to inspect or to perform the duties 
imposed by this code, provided that if such structure or pre­
mises be occupied that credentials be presented to the occupant 
and entry requested. If such structure or premises be unoccu­
pied, the building official shall first make a reasonable effort to 
locate the owner or other person having charge or control of the 
structure or premises and request entry. If entry is refused, the 
building official shall have recourse to the remedies provided 
by law to secure entry. 

RI04.7 Department records. The building official shall keep 
official records, as dictated by OAR 166-150-0020 where a 
county has jurisdiction; OAR 166-200-0025 where a city has 
jurisdiction; and OAR 166 Division 300 et al for the cities and 
counties where the State of Oregon has jurisdiction. Such 
records shall be retained in the official records for the period 
indicated in the respective OARs noted above. The building 
official shall maintain a permanent record of all permits issued 
in flood hazard areas, including copies of inspection reports 
and certifications required in Section R109.1.3. (See also Sec­
tion R I 06.5) 

RI04.8 Liability. Not adopted by the State of Oregon. 

RI04.9 Approved materials and equipment. Materials, 
equipment and devices approved by the building official shall 
be constructed and installed in accordance with such approval. 

RI04.9.I Used materials and equipment. Used materials, 
equipment and devices shall not be reused unless approved 
by the building official. 

RI04.IO Modifications. Wherever there are practical difficul­
ties involved in carrying out the provisions of this code, the 
building official shall have the authority to grant modifications 

II for individual cases, upon application of the owner or owner's 
representative, provided the building official shall first find that 
special individual reason makes the strict letter of this code 

" 

impractical and the modification is in compliance with the 
intent and purpose of this code and that such modification does 
not lessen health, life and fire safety or structural requirements. 
The details of action granting modifications shall be recorded 
and entered in the jurisdiction's files. 

RI04.IO.I Areas prone to flooding. (Adopted by the State 
of Oregon for optional use in municipalities.) The building 
official shall not grant modifications to any provision 
related to areas prone to flooding as established by the local 
jurisdiction without the granting of a variance to such provi­
sions by the board of appeals. 

• 
RI04.11 Alternative materials, design and methods of con­
struction and equipment. The provisions of this code are not 
intended to prevent the installation of any material or to pro­
hibit any design or method of construction not specifically pre­
scribed by this code, provided that any such alternative has 
been approved. An alternative material, design or method of 
construction shall be approved where the building official finds 
that the proposed design is satisfactory and complies with the 
intent of the provisions of this code, and that the material, 
method or work offered is, for the purpose intended, at least the 

I I equivalent of that prescribed in this code in quality, strength, 
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effectiveness, fire resistance, durability and safety. Compli- I I 
ance with the specific performance-based provisions of the 
current editions of the Oregon Specialty Codes in lieu of spe- I I 

. cific requirements of this code shall also be permitted as an 
alternate. For the process governing alternate rulings accept­
able statewide, see ORS 455.060. 

ORS 455.060 is not part of this code but is reproduced here for the 
reader's convenience: 

455.060 Rulings on acceptability of material, design or method 
of construction; effect of approval; fees. 

(I) Any person who desires to use or furnish any material, design or 
method of construction or installation in the state, or any building 
official, may request the Director of the Department of Consumer 
and Business Services to issue a ruling with respect to the accept­
ability of any material, design or method of construction about 
which there is a question under any provision of the state building 
code. Requests shall be in writing and, if made by anyone other than 
a building official, shall be made and the ruling issued prior to the 
use or attempted use of such questioned material, design or method. 

(2) In making rulings, the director shall obtain the approval of the 
appropriate advisory board as to technical and scientific facts and 
shall consider the standards and interpretations published by the 
body that promulgated any nationally recognized model code 
adopted as a specialty code of this state. 

(3) A copy of the ruling issued by the director shall be certified to 
the person making the request. Additional copies shall be transmit­
ted to all building officials in the state. The director shall keep a per­
manent record of all such rulings, and shall furnish copies thereof to 
any interested person upon payment of such fees as the director 
may prescribe. 

(4) A building official or inspector shall approve the use of any 
material, design or method of construction approved by the director 
pursuant to this section if the requirements of all other local ordi­
nances are satisfied. 

RI04.Il.I Tests. Whenever there is insufficient evidence of 
compliance with the provisions of this code, or evidence 
that a material or method does not conform to the require­
ments of this code, or in order to substantiate claims for 
alternative materials or methods, the building official shall 
have the authority to require tests as evidence of compliance 
to be made at no expense to the jurisdiction. Test methods 
shall be as specified in this code or by other recognized test 
standards. In the absence of recognized and accepted test 
methods, the building official shall approve the testing pro­
cedures. Tests shall be performed by an approved agency. 
Reports of such tests shall be retained by the building offi­
cial for the period required for retention of public records. 

SECTION R105 
PERMITS 

RIOS.I Required. A permit shall be obtained through applica­
tion to the building official when constructing, enlarging, alter­
ing, repairing, moving or changing the occupancy, or installing 
any electrical, gas, mechanical or plumbing system regulated 
by this code. This requirement applies to an owner, contractor 
or authorized agent who constructs, enlarges, alters, repairs, 
moves, changes the occupancy of a building or structure; or for 
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the purpose of erecting, installing, enlarging, altering, repair- 17. Door and window replacements (where no structural • ing, converting or replacing any electrical, gas, mechanical or member is changed). 
plumbing system .. 18. Re-roofing, where replacement or repair of roofing 

> RIOS.2 Work exempt from permit. Exemption from permit does not exceed 30 percent of the required live load 

requirements of this code shall not be deemed to grant authori- design capacity and the roof is not required to be 
zation for any work to be done in any manner in violation of the fire-resisti ve. 

II 
provisions of this code or any other laws or ordinances of this Exceptions: 
jurisdiction. Permits shall not be required for the following: 

1. Permits for re-roofing are required for struc-
Building: tures in wildfire hazard zones as provided in 

1. Nonhabitable one-story detached accessory structures Section R324; and 

used as tool and storage sheds, playhouses and similar 2. Structures falling within the scope of Section 
uses, provided the floor area does not exceed 200 R317.2. 
square feet (18.58 m2) and a height of 10 feet (3048 

3. Permits for re-roofing are required where more mm) measured from the finished floor level, to the 
average height of the roof surface. than 15 percent of the existing space sheathing 

is removed to facilitate the installation of new 
2. Except for barriers around swimming pools as required sheathing. 

in Appendix G, fences not over6 feet (1829 mm) high. 
19. Plastic glazed storm windows. 

3. Retaining walls that are not over 4 feet (1219 mm) in 
height measured from the bottom of the footing to the 20. Framed-covered nonhabitable accessory buildings not 

top of the wall, unless supporting a surcharge. more,than 500 square feet (46.45 m2) in area, one story 
in height and not closer than 3 feet (914 mm) to a prop-

4. Water tanks supported directly upon grade if the capac- erty line, where the structure is composed of a rigid 
ity does not exceed 5,000 gallons (18 927 L) and the ratio framework that supports a fabric membrane. 
of height to diameter or width does not exceed 2 to 1. 

Unless otherwise exempted, separate plumbing, electrical 
II 5. Concrete sidewalks, slabs, platforms and driveways. and mechanical permits may be required for the above 

6. Painting, papering, tiling, carpeting, cabinets, counter exempted items. In addition, all new construction and substan- • II tops, interior wall, floor or ceiling covering and similar tial improvements (including the placement of prefabricated 
finish work. buildings and certain building work exempt from permit under 

7. Prefabricated swimming pools accessory to a Group 
Section RI05.2) shall be designed and constructed with meth-
ods, practices and materials that minimize flood damage in 

R-3 occupancy where the pool walls are entirely above accordance with this code, FEMA regulations and ASCE 24. 
the adjacent grade. Barrier requirements found in 
Appendix G are not exempt. Electrical: 

8. Swings and other playground equipment. 1. Listed cord-and-plug connected temporary decorative 

r II 
9. Patio and porch covers not over 200 square feet (11 m2) lighting. 

and supported by an exterior building wall. 2. Minor repair work, including the replacement of lamps 

10. Window awnings supported by an exterior wall which or the connection of approved portable electrical equip-
do not project more than 54 inches (1372 mm) from the ment to approved permanently installed receptacles. 
exterior wall and do not require additional support. Mechanical: 

II 11. Nonbearing partitions, except when such partitions 
1. Portable heating appliances, cooking or clothes drying create habitable rooms. 

appliances. 
< 12. Replacement or repair of siding not required to be 

fire-resistive. 2. Portable ventilation appliances. 

13. Retrofitted insulation. 3. Portable cooling units. 

14. Masonry repair. 4. Steam, hot- or chilled-water piping within any heating or 
cooling equipment regulated by this code. 

15. Porches and decks, where the floor or deck is not more 
5. Replacement of any minor part that does not alter than 30 inches (762 mm) above adjacent grade mea-

sured at any point within 3 feet (914 mm) horizontally approval of equipment or make such equipment unsafe. 

of the floor or deck, and where in the case of a covered 6. Portable evaporative coolers. 
porch, the covered portion of the porch does not come 7. Self-contained refrigeration systems contallllllg 10 • closer than 3 feet (914 mm) to property lines. pounds (4.54 kg) or less of refrigerant or that are actuated 

16. Gutters and downspouts. by motors of 1 horsepower (746 W) or less. 
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• 8. Portable-fuel-cell appliances that are not connected to a 
fixed piping system and are not interconnected to a 
power grid. 

I I Plumbing: 

" 

• 

• 

The stopping of leaks in drains, water, soil, waste or vent 
pipe; provided, however, that if any concealed trap, drain­
pipe, water, soil, waste or vent pipe becomes defective and it 
becomes necessary to remove and replace the same with 
new material, such work shall be considered as new work 
and a permit shall be obtained and inspection made as pro­
vided in this code. 

The clearing of stoppages or the repairing of leaks in 
pipes, valves or fixtures, and the removal and reinstallation 
of water closets, provided such repairs do not involve or 
require the replacement or rearrangement of valves, pipes or 
fixtures. 

RIOS.2.1 Emergency repairs. Where mechanical equip­
ment replacements and repairs must be performed in an 
emergency situation, the permit application shall be submit­
ted within the next working business day to the building offi­
cial. 

For electrical emergency repairs, see ORS 479.570 and 
OAR 918-309-0080. For plumbing emergency repairs, see 
OAR 918-780-0035 and 918-785-0200. 

Note: ORS 479.570, OAR chapter 918, divisions 309, 
780 and 785 are available online at www.bcd.oregon.gov . 

RIOS.2.1.1 Structural temporary repairs. For tempo­
rary (180 days) structural supports, structural replace­
ment or repairs performed in an emergency on an 
existing structure, the authority having jurisdiction shall 
be notified within 72 hours and permit application for the 
temporary work shall be submitted within the next 10 
business days. 

RIOS.2.2 Repairs. Application or notice to the building 
official is not required for ordinary repairs to structures, 
replacement of lamps or the connection of approved porta­
ble electrical equipment to approved permanently installed 
receptacles. Such repairs shall not include the cutting away 
of any wall, partition or portion thereof, the removal or cut­
ting of any structural beam or load-bearing support, or the 
removal or change of any required means of egress, or rear­
rangement of parts of a structure affecting the egress 
requirements; nor shall ordinary repairs include addition to, 
alteration of, replacement or relocation of any water supply, 
sewer, drainage, drain leader, gas, soil, waste, vent or simi­
lar piping, electric wiring or mechanical or other work 
affecting public health or general safety. 

RIOS.2.3 Public service agencies. A permit shall not be 
required for the installation, alteration or repair of genera­
tion, transmission, distribution, metering or other related 
equipment that is under the ownership and control of public 
service agencies by established right. 

RIOS.3 Application for permit. To obtain a permit, the appli­
cant shall first file an application therefor in writing on a form 
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furnished by the department of building safety for that purpose. 
Such application shall: 

1. Identify and describe the work to be covered by the per­
mit for which application is made. 

2. Describe the land on which the proposed work is to be 
done by legal description, street address or similar 
description that will readily identify and definitely locate 
the proposed building or work. 

3. Indicate the use and occupancy for which the proposed 
work is intended. 

4. Be accompanied by construction documents and other 
information as required in Section R106.1. 

5. State the valuation of the proposed work. 

6. Be signed by the applicant or the applicant's authorized 
agent. 

7. Give such other data and information as required by the 
building official. 

RIOS.3.1 Action on application. The building official shall 
examine or cause to be examined applications for permits 
and amendments thereto within a reasonable time after fil­
ing. If the application or the construction documents do not 
conform to the requirements of pertinent laws, the building 
official shall reject such application in writing stating the 
reasons therefor. If the building official is satisfied that the 
proposed work conforms to the requirements of this code 
and laws and ordinances applicable thereto, the building 
official shall issue a permit therefor as soon as practicable. 

RlOS.3.1.1 Determination of substantially improved 
or substantially damaged existing buildings in flood 
hazard areas. Adopted by the State of Oregon for 
optional use in municipalities. For applications for 
reconstruction, rehabilitation, addition or other improve­
ment of existing buildings or structures located in an area 
prone to flooding as established by the local jurisdiction, 
the building official shall examine or cause to be exam­
ined the, construction documents and shall prepare a find­
ing with regard to the value of the proposed work. For 
buildings that have sustained damage of any origin, the 
value of the proposed work shall include the cost to 
repair the building or structure to its predamaged condi­
tion. If the building official finds that the value of pro­
posed work equals or exceeds 50 percent of the market 
value of the building or structure before the damage has 
occurred or the improvement is started, the finding shall 
be provided to the board of appeals for a determination of 
substantial improvement or substantial damage. Appli­
cations determined by the board of appeals to constitute 
substantial improvement or substantial damage shall 
require all existing portions of the entire building or 
structure to meet the requirements of Section R322. 

RIOS.3.2 Time limitation of application. An application 
for a permit for any proposed work shall be deemed to have 
been abandoned 180 days after the date of filing unless such 
application has been pursued in good faith or a permit has 
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been issued; except that the building official is authorized to 
grant one or more extensions of time for additional periods 
not exceeding 180 days each. The extension shall be 
requested in writing and justifiable cause demonstrated. 

RIOS.4 Validity of permit. The issuance or granting of a per­
mit shall not be construed to be a permit for, or an approval of, 
any violation of any of the provisions of this code or of any 
other ordinance of the jurisdiction. Permits presuming to give 
authority to violate or cancel the provisions of this code or 
other ordinances of the jurisdiction shall not be valid. The issu­
ance of a permit based on construction documents and other 
data shall not prevent the building official from requiring the 
correction of errors in the construction documents and other 
data. The building official is also authorized to prevent occu­
pancy or use of a structure where in violation of this code or of 
any other ordinances of this jurisdiction. 

RIOS.S Expiration. Every permit issued shall become 
invalid unless the work authorized by such permit is com­
menced within 180 days after its issuance, or if the work 
authorized by such permit is suspended or abandoned for a 
period of 180 days after the time the work is commenced. The 
building official is authorized to grant, in writing, one or more 
extensions of time, for periods not more than 180 days each. 
The extension shall be requested in writing and justifiable 
cause demonstrated. 

RIOS.6 Suspension or revocation. The building official is 
authorized to suspend or revoke a permit issued under the pro­
visions of this code wherever the permit is issued in error or on 
the basis of incorrect, inaccurate or incomplete information, or 
in violation of any ordinance or regulation or any of the provi­
sions of this code. 

RIOS.7 Placement of permit. The building permit or copy 
thereof shall be kept on the site ofthe work until the completion 
of the project. 

RIOS.8 Responsibility. It shall be the duty of every person 
who performs work for the installation or repair of building, 
structure, electrical, gas, mechanical or plumbing systems, for 
which this code is applicable, to comply with this code. It shall 
be the duty of every contractor who performs work or enters 
into contract for work to comply with adopted state and local 
rules and regulations concerning licensing. 

RIOS.9 Preliminary inspection. Before issuing a permit, the 
building official is authorized to examine or cause to be exam­
ined buildings, structures and sites for which an application has 
been filed. 

SECTION R106 
CONSTRUCTION DOCUMENTS 

RI06.1 Submittal documents. Submittal documents consist­
ing of construction documents, and other data shall be submit­
ted in two or more sets with each permit application. The 
construction documents shall be prepared by a registered 
design professional where required by the statutes of the juris­
diction in which the project is to be constructed. Where special 
conditions exist, the building official is authorized to require 
additional construction documents to be prepared by a regis­
tered design professional. 
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ORS 672.107 is not part of this code but is reproduced here for the 
reader's convenience: 

672.107 Structural engineer'registration for performing engi­
neering services on significant structures; rules. 

(1) For purposes of this section: 

(a) "Significant structure" means: 

(A) Hazardous facilities and special occupancy structures, as 
defined in ORS 455.447; 

(B) Essential facilities, as defined in ORS 455.447, that have a 
ground area of more than 4,000 square feet or are more than 
20 feet in height; 

(C) Structures that the Director of the Department of Con­
sumer and Business Services determines to have irregular fea­
tures; and 

(D) Buildings that are customarily occupied by human beings 
and are more than four stories or 45 feet above average ground 
level. 

(b) "Significant structure" does not mean: 

(A) One-family and two-family dwellings and accompanying 
accessory structures; 

(B) Agricultural buildings or equine facilities, both as defined 
in ORS 455.315; or 

(C) Buildings located on lands exempt from Department of 
Consumer and Business Services enforcement of building 
code regulations. 

(2) Consistent with ORS 672.255, the State Board of Examiners for 
Engineering and Land Surveying shall adopt rules establishing 
standards of competence in structural engineering analysis and 
design relating to seismic influence. 

(3) An engineer may not provide engineering services for signifi­
cant structures unless the engineer possesses a valid professional 
structural engineer certificate of registration issued by the board. 

• 

• 
Exceptions: II 

l. The building official is authorized to waive the sub­
mission of construction documents and other data not 
required to be prepared by a registered design profes­
sional if it is found that the nature of the work applied 
for is such that reviewing of construction documents 
is not necessary to obtain compliance with this code. 

2. Plans, calculations and specifications, diagrams and 
other data prepared and designed by an architect or an 
engineer licensed by the state to practice as such are 
not required for the following work, provided the 
building official determines that the work is not of a 
highly technical nature or there is unreasonable 
potential risk to life and/or safety of the structure: 

2.1. The erection, enlargement or alteration of any 
building, or any appurtenance thereto, where 
the resulting building has a ground area of 
4,000 square feet (372 m2) or less and is not 
more than 20 feet (6096 mm) in height from the 
top surface ofthe lowest floor to the highest in­
terior overhead finish (see ORS 671.030). 

2.2. A single-family dwelling, a farm agricultural 
building, nonfarm agricultural building, or ac­
cessory building to a single-family dwelling. 
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II 

• 

• 

2.3. Alterations or repairs that do not involve struc­
tural parts of the building. 

Note: ORS 671.030 is available online at www.bcd.ore­
gon.gov. 

RI06.1.1 Information on construction documents. Con­
struction documents shall be drawn upon suitable material. 
Electronic media documents are permitted to be submitted 
when approved by the building official. Construction docu­
ments shall be of sufficient clarity to indicate the location, 
nature and extent of the work proposed and show in detail that 
it will conform to the provisions of this code and relevant 
laws, ordinances, rules and regulations, as determined by the 
building official. All braced wall lines, shall be identified on 
the construction documents and all pertinent information 
including, but not limited to, bracing methods, location and 
length of braced wall panels, foundation requirements of 
braced wall panels at top and bottom shall be provided. 

RI06.1.2 Manufacturer's installation instructions. Manu­
facturer's installation instructions, as required by this code, 
shall be available on the job site at the time of inspection. 

RI06.1.3 Information for construction in flood hazard 
areas. For buildings and structures located in whole or in 
part in flood hazard areas as established by the local juris­
diction, construction documents shall include: 

1. Delineation of flood hazard areas, flood way bound­
aries and flood zones and the design flood elevation, 
as appropriate; 

2. The elevation of the proposed lowest floor, including 
basement; in areas of shallow flooding (AO Zones), 
the height of the proposed lowest floor, including 
basement, above the highest adjacent grade; 

3. The elevation of the bottom of the lowest horizontal 
structural member in coastal high hazard areas (V 
Zone); and 

4. If design flood elevations are not included on the 
community's Flood Insurance Rate Map (FIRM), the 
building official and the applicant shall obtain and 
reasonably utilize any design flood elevation and 
floodway data available from other sources. 

RI06.2 Site plan or plot plan. The construction documents 
submitted with the application for permit shall be accompanied 
by a site plan showing the size and location of new construction 
and existing structures on the site and distances from lot lines. 
In the case of demolition, the site plan shall show construction 
to be demolished and the location and size of existing struc­
tures and construction that are to remain on the site or plot. The 
building official is authorized to waive or modify the require­
ment for a site plan when the application for permit is for alter­
ation or repair or when otherwise warranted. 

RI06.3 Examination of documents. The building official 
shall examine or cause to be examined accompanying con­
struction documents and shall ascertain by such examination 
whether the construction indicated and described is in accor­
dance with the requirements of this code and other pertinent 
laws or ordinances. 
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RI06.3.1 Approval of construction documents. When the 
building official issues a permit, the construction documents 
shall be approved in writing or by a stamp which states 
"REVIEWED FOR CODE COMPLIANCE." One set of 
construction documents so reviewed shall be retained by the 
building official. The other set shall be returned to the appli­
cant, shall be kept at the site of work and shall be open to 
inspection by the building official or a duly authorized rep­
resentative. Construction documents shall be approved in 
the timelines specified in ORS 455.467. 

Note: ORS 455.467 is available online at www.bcd.ore­
gon.gov. 

RI06.3.2 Previous approvals. This code shall not require 
changes in the construction documents, construction or des­
ignated occupancy of a structure for which a lawful permit 
has been heretofore issued or otherwise lawfully autho­
rized, and the construction of which has been pursued in 
good faith within 180 days after the effective date of this 
code and has not been abandoned. 

RI06.3.3 Phased approval. The building official is autho­
rized to issue a permit for the construction of foundations or 
any other part of a building or structure before the construc­
tion documents for the whole building or structure have 
been submitted, provided that adequate information and 
detailed statements have been filed complying with perti­
nent requirements of this code. The holder of such permit 
for the foundation or other parts of a building or structure 
shall proceed at the holder's own risk with the building oper­
ation and without assurance that a permit for the entire 
structure will be granted. 

RI06.3.4 Design professional in responsible charge. 

106.3.4.1 General. When it is required that documents be 
prepared by a registered design professional, the building 
official shall be authorized to require the owner to engage 
and designate on the building permit application a regis­
tered design professional who shall act as the registered 
design professional in responsible charge. If the circum­
stances require, the owner shall designate a substitute regis­
tered design professional in responsible charge who shall 
perform the duties required of the original registered design 
professional in responsible charge. The building official 
shall be notified in writing by the owner if the registered 
design professional in responsible charge is changed or is 
unable to continue to perform the duties. 

The registered design professional in responsible 
charge shall be responsible for reviewing and coordinat­
ing submittal documents prepared by others, including 
phased and deferred submittal items, for compatibility 
with the design of the building. 

RI06.4 Amended construction documents. Work shall be 
installed in accordance with the approved construction docu­
ments, and any changes made during construction that are not in 
compliance with the approved construction documents shall be 
resubmitted for approval as an amended set of construction doc­
uments. 

RI06.5 Retention of construction documents. One set of 
approved construction documents shall be retained by the 
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building official for a period of not less than that dictated by 
OAR 166-150-0020 where a county has jurisdiction; OAR 
166-200-0025 where a city has jurisdiction; and OAR 166-300 
et al for the jurisdictions where the State of Oregon has juris­
diction. One set of approved plans and specifications shall be 
returned to the applicant, and said set shall be kept on the site of 
the building or work at all times during which the work autho­
rized thereby is in progress. The building official shall maintain 
a permanent record of all permits issued in flood hazard areas, 
including copies of inspection reports and certifications 
required in Section RI09.1.3. 

SECTION R107 . 
TEMPORARY STRUCTURES AND USES 

RI07.1 General. The building official is authorized to issue a 
permit for temporary structures and temporary uses. Such per­
mits shall be limited as to time of service, but shall not be per­
mitted for more than 180 days. The building official is 
authorized to grant extensions for demonstrated cause. 

RI07.2 Conformance. Temporary structures and uses shall 
conform to the structural strength, fire safety, means of egress, 
light, ventilation and sanitary requirements of this code as nec­
essary to ensure the public health, safety and general welfare. 

>1 I RI07.3 Temporary power. Refer to applicable electrical laws. 

RI07.4 Termination of approval. The building official is 
authorized to terminate such permit for a temporary structure or 
use and to order the temporary structure or use to be discontin­
ued. 

SECTION R108 
FEES 

RI08.1 Payment of fees. A permit shall not be valid until the 
fees prescribed by law have been paid. Nor shall an amendment 
to a permit be released until the additional fee, if any, has been 
paid. 

RI08.2 Schedule of permit fees. Permit and plan review fees 
shall be as adopted by the authority having jurisdiction, except 
as otherwise limited by statute. On buildings, structures, elec­
trical, gas, mechanical and plumbing systems or alterations 
requiring a permit, a fee for each permit shall be paid as 
required, in accordance with the schedule as established by the 
applicable governing authority under authority of ORS 
455.020 and 455.210. 

RI08.3 Building permit valuations. The applicant for a per­
mit shall provide an estimated permit value at time of applica­
tion. Permit valuation shall include total value of work 
including materials and labor, for which the permit is being 
issued such as electrical, gas, mechanical, plumbing equipment 
and other permanent systems. If, in the opinion of the building 
official, the valuation is underestimated on the application, the 
permit shall be denied, unless the applicant can show detailed 
estimates to meet the approval of the building official. Final 
building permit valuation shall be set by the building official. 

RI08.4 Related fees. The payment of the fee for the construc­
tion or alteration for work done in connection to or concurrently 
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with the work authorized by a building permit shall not relieve • 
the applicant or holder of the permit from the payment of other 
fees that are prescribed by law. 

RI08.5 Refunds. The building official is authorized to estab­
lish a refund policy. 

RI08.6 Work commencing before permit issuance. Any per­
son who commences work requiring a permit on a building or 
structure, electrical, gas, mechanical or plumbing system 
before obtaining the necessary permits shall be subject to an 
investigation fee equal to the permit fee that shall be in addition 
to the required permit fees. 

Exception: Work as permitted in Section R105.2. II 

SECTION R109 
INSPECTIONS 

RI09.1 General. Construction or work for which a permit is 
required shall be subject to inspection by the building official 
and such construction or work shall remain accessible and 
exposed for inspection purposes until approved. Approval as a 
result of an inspection shall not be construed to be an approval 
of a violation of the provisions of this code or of other laws or 
ordinances of the jurisdiction. Inspections presuming to give 
authority to violate or cancel the provisions of this code or of 
other laws or ordinances of the jurisdiction shall not be valid. It 
shall be the duty of the permit applicant to cause the work to 
remain accessible and exposed for inspection purposes. Nei- • 
ther the building official nor the jurisdiction shall be liable for 
expense entailed in the removal or replacement of any material 
required to allow inspection. < 

RI09.1.1 Foundation inspection. Inspection of the founda-
tion shall be made after poles or piers are set or trenches or 
basement areas are excavated and any required forms erected 
and any required reinforcing steel is in place and supported 
prior to the placing of concrete. The foundation inspection 
shall include excavations for thickened slabs intended for the 
support of bearing walls, partitions, structural supports, or 
equipment and special requirements for wood foundations. 

RI09.1.1.1 Concrete slab or under-floor inspection. 
Concrete slab or under-floor inspection shall be made 
after in-slab or under-floor building service equipment, 
conduit, piping accessories and other ancillary equip­
ment items are in place but before any concrete is placed 
or floor sheathing installed, including sub-floor. 

RI09.1.2 Plumbing, mechanical, gas and electrical sys­
tems inspection. Rough inspection of plumbing, mechani­
cal, gas and electrical systems shall be made prior to 
covering or concealment, before fixtures or appliances are 
set or installed, and prior to framing inspection. 

Exception: Back-filling of ground-source heat pump 
loop systems tested in accordance with Section M2105. 1 
prior to inspection shall be permitted. 

RI09.1.3 Floodplain inspections. For construction in • 
areas prone to flooding as established by the local jurisdic- II 
tion, upon placement of the lowest floor, including base-
ment, and prior to further vertical construction, the building 
official shall require submission of documentation, pre-
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pared and sealed by a registered design professional, of the 
elevation of the lowest floor, including basement, required 
in Section R322. 

RI09.1.4 Frame and masonry inspection. Inspection of 
framing and masonry construction shall be made after the 
roof, masonry, all framing, firestopping, draftstopping and 
bracing are in place and after the plumbing, mechanical and 
electrical rough inspections are approved. 

RI09.1.4.1 Moisture content. After the framing inspec­
tion and prior to the installation of interior finishes, the 
building official shall be notified in writing by the gen­
eral contractor that all moisture-sensitive wood framing 
members used in construction have a moisture content of 
not more than 19 percent of the weight of dry wood fram­
ing members. 

RI09.1.S Other inspections. In addition to the inspections 
specified above, the building official is authorized to make 
or require other inspections to ascertain compliance with the 
provisions of this code and other laws that are enforced by 
the building official. 

RI09.1.S.1 Fire-resistance-rated construction 
inspection. Where fire-resistance-rated construction is 
required between dwelling units or due to location on 
property, the building official shall require an inspection 
of such construction after all lathing and/or wallboard is 
in place, but before any plaster is applied, or before wall­
board joints and fasteners are taped and finished. 

RI09.1.S.2 Insulation and vapor barrier inspection. 
Inspection shall be made after all insulation and required 
vapor barriers are in place, but before any lath or gypsum 
board interior wall covering is applied. 

Exceptions: 

1. Ceiling and floor insulation visible during final 
inspection. 

2. The building official may allow the frame, 
insulation and vapor barrier inspections to be 
performed simultaneously. 

RI09.1.S.3 Reinforced masonry, insulating concrete 
form (ICF) and conventionally formed concrete wall 
inspection. Reinforced masonry walls, insulating con­
crete form (ICF) walls and conventionally formed con­
crete walls located in Seismic Design Categories D 1, D2, 

and E shall be inspected after plumbing, mechanical, and 
electrical systems embedded within the walls, and rein­
forcing steel are in place and prior to placement of grout 
or concrete. Inspection shall verify the correct size, loca­
tion, spacing, and lapping of reinforcing. For masonry 
walls, inspection shall also verify that the location of 
grout cleanouts and size of grout spaces comply with the 
requirements of this code. 

RI09.1.6 Final inspection. Final inspection shall be made 
after all work required by the building permit is completed. 

RI09.2 Inspection agencies. The building official is authorized 
to accept reports of approved agencies, provided such agencies 
satisfy the requirements as to qualifications and reliability. 
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RI09.3 Inspection requests. It shall be the duty of the holder 
of the building permit or their duly authorized agent to notify 
the building official when work is ready for inspection. It shall 
be the duty of the permit holder to provide access to and means 
for inspection of such work that are required by this code. 

RI09.4 Approval required. Work shall not be done beyond 
the point indicated in each successive inspection without first 
obtaining the approval of the building official. The building 
official upon notification, shall make the requested inspections 
and shall either indicate the portion of the construction that is 
satisfactory as completed, or notify the permit holder or their II 
duly authorized agent the same fails to comply with this code. < 
Any portions that do not comply shall be corrected and such 
portion shall not be covered or concealed until authorized by 
the building official. 

SECTION R11 0 
CERTIFICATE OF OCCUPANCY 

RllO.l Use and occupancy. No building or structure shall be 
used or occupied, and no change in the existing character, use II 
or occupancy classification of a building or structure or portion 
thereof shall be made until the building official has issued a cer­
tificate of occupancy for such change in character, use or occu- II 
pancy as specified in OAR 918-480-0140. Issuance of a 
certificate of occupancy shall not be construed as an approval 
of a violation of the provisions of this code or of other ordi- < 
nances of the jurisdiction . 

Exceptions: 

1. Certificates of occupancy are not required for work 
exempt from permits under Section R105.2. 

2. Accessory buildings or structures. 

OAR 918-480-0140 is not part of this code but is reproduced here 
for the reader's convenience: 

918-480-0140 Residential Certificates of Occupancy. 

(1) Prior to occupancy of a new residential dwelling or townhouse 
the building official must issue a certificate of occupancy in the 
form and format established by the division, unless a temporary 
certificate of occupancy is issued by the building official. 

(2) This rule applies to a new residential dwelling or townhouse, if 
the structural pennit for construction of the residential dwelling or 
townhouse was applied for on or after April 1,2008. 

(3) For purposes of this rule, the terms "residential dwelling" and 
"townhouse" have the same meaning as in section R202 of the 2008 
Oregon Residential Specialty Code. 

(4) Before the certificate of occupancy is issued, the general con­
tractor or owner who was issued the structural permit for construc­
tion must provide to the building official the contact information 
and relevant license information for the general contractor, as well 
as any electrical contractor, HVAC contractor and plumbing con­
tractor that performed work on the residential dwelling or town­
house. 

(5) A building official may revoke a certificate of occupancy or a 
temporary certificate of occupancy when the residential dwelling 
or townhouse is in violation of applicable law that poses a threat to 
health and safety. The revocation must be in writing and state the 
basis for the revocation of the certificate of occupancy. 
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RllO.2 Change in use or occupancy. No change shall be 
made in the use or occupancy of any building that would place 
the building in a different division of the same group of occu­
pancy or in a different group of occupancies, unless such build­
ing ismade to comply with the requirements of this code and 
Chapter 11 Accessibility, in the Building Code for such divi­
sion or group of occupancy. Subject to the approval of the 
building official, the use or occupancy of existing buildings 
shall be permitted to be changed and the building is allowed to 
be occupied for purposes in other groups without conforming 
to all the requirements of this code for those groups, provided 
the new or proposed use is less hazardous, based on life and fire 
risk, than the existing use. 

RllO.3 Certificate issued. After the building official inspects 
the building or structure and finds no violations of the provi­
sions of this code or other laws that are enforced by the depart­
ment of building safety, the building official shall issue a 
certificate of occupancy which shall contain the following: 

1. The building permit number. 

2. The address of the structure. 

3. The name and address of the owner. 

4. A description of that portion of the structure for which 
the certificate is issued. 

5. A statement that the described portion of the structure 
has been inspected for compliance with the requirements 
of this code. 

6. The name of the building official. 

7. The edition of the code under which the permit was 
issued. 

8. If an automatic sprinkler system is provided and whether 
the sprinkler system is required. 

9. Any special stipulations and conditions of the building 
permit. 

RllO.4 Temporary occupancy. The building official is autho­
rized to issue a temporary certificate of occupancy before the 
completion of the entire work covered by the permit, provided 
that such portion or portions shall be occupied safely. The 
building official shall set a time period during which the tempo­
rary certificate of occupancy is valid. 

RllO.5 Revocation. The building official is authorized to, in 
writing, suspend or revoke a certificate of occupancy or com­
pletion issued under the provisions of this cod,e wherever the 
certificate is issued in error, or on the basis of incorrect infor­
mation supplied, or where it is determined that the building or 
structure or portion thereof is in violation of any ordinance or 
regulation or any of the provisions of this code. 

SECTION Rlll 
SERVICE UTILITIES 

RIll.1 Connection of service utilities. No person shall make 
connections from a utility, source of energy, fuel or power to 
any building or system that is regulated by this code for which a 
permit is required, until approved by the building official. 
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RIll.2 Temporary connection. The building official shall 
have the authority to authorize and approve the temporary con­
nection ofthe building or system to the utility, source of energy, 
fuel or power. 

Rlll.3 Authority to disconnect service utilities. The building 
official shall have the authority to authorize disconnection of a 
fuel supply or appliance that does not conform to this code. The 
building official shall also have the authority to order discon­
nected a gas utility service, or energy supplies to a building, 
structure, premises or equipment in case of emergency when 
necessary to eliminate an immediate hazard to life or property. 
A notice shall be attached to the energy supply or appliances 
stating the reason for disconnection. Such notices shall not be 
removed nor shall the system or appliance be reconnected until 
authorized by the building official. The owner or occupant of 
the building, structure or service system shall be notified in 
writing as soon as practical thereafter. 

SECTION Rl12 
BOARD OF APPEALS 

R1l2.1 General. In order to hear and decide appeals of orders, 
decisions or determinations made by the building official relative 
to the application and interpretation of this code, the local juris­
diction shall establish an appeals procedure. 

RIl2.1.1 Alternate appeals process. ORS 455.475 pro­
vides an alternate appeals process to that set forth by the 
local municipality. 

ORS 455.475 is not part of this code but is reproduced here for the 
reader's convenience: 

455.475 Appeal of decision of building official. A person 
aggrieved by a decision made by a building official under authority 
established pursuant to ORS 455.148, 455.150 or 455.467 may 
appeal the decision. The following apply to an appeal under this 
section: 

(1) An appeal under this section shall be made first to the appropri­
ate specialty code chief inspector of the Department of Consumer 
and Business Services. The decision of the department chief 
inspector may be appealed to the appropriate advisory board. The 
decision ofthe advisory board may only be appealed to the Director 
of the Department of Consumer and Business Services if codes in 
addition to the applicable specialty code are at issue. 

(2) If the appropriate advisory board determines that a decision by 
the department chief inspector is a major code interpretation, then 
the inspector shall distribute the decision in writing to all applicable 
specialty code public and private inspection authorities in the state. 
The decision shall be distributed within 60 days after the board's 
determination, and there shall be no charge for the distribution of 
the decision. As used in this subsection, a "major code interpreta­
tion" means a code interpretation decision that affects or may affect 
more than one job site or more than one inspection jurisdiction. 

(3) If an appeal is made under this section, an inspection authority 
shall extend the plan review deadline by the number of days it takes 
for a final decision to be issued for the appeal. 

Note: Forms for appeals under ORS 455.690 and ORS 455.475 
are available online at www.bcd.oregon.gov. 

R1l2.2 Limitations on authority. An application for appeal 
shall be based on a claim that the true intent of this code or the 
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rules legally adopted thereunder have been incorrectly inter­
preted, the provisions of this code do not fully apply, or an 
equally good or better form of construction is proposed. The 
board shall have no authority to waive requirements of this code. 

ORS 455.690 is not part of this code but is reproduced here for the 
reader's convenience: 

455.690 Appeal to advisory boards. Any person aggrieved by the 
final decision of a municipal appeals board or a subordinate officer 
of the Department of Consumer and Business Services as to the 
application of any provision of a specialty code may, within 30 days 
after the date of the decision, appeal to the appropriate advisory 
board. The appellant shall submit a fee of $20, payable to the 
department, with the request for appeal. The final decision of the 
involved municipality or state officer shall be subject to review and 
final determination by the appropriate advisory board as to techni­
cal and scientific determinations related to the application of the 
specialty code involved. 

RIl2.2.t Determination of substantial improvement in 
areas prone to flooding. Not adopted by the State of Oregon. 

RIl2.2.2 Criteria for issuance of a variance for areas 
prone to flooding. Not adopted by the State of Oregon. 

R1l2.3 Qualifications. An appeals board shall consist of 
members who are qualified by experience and training to pass 

> on matters pertaining to building construction. 

I I R1l2.4 Administration. Not adopted by the State of Oregon. 

• SECTION R113 
VIOLATIONS 

• 

R1l3.t Prohibited acts are as described in ORS 455.450. 

ORS 455.450 is not part of this code but is reproduced here for the 
reader's convenience: 

455.450 Prohibited acts. A person shall not: 

(1) Violate, or procure or assist in the violation of, any final order of 
the Director of the Department of Consumer and Business Ser­
vices, an advisory board, a state administrative officer or any local 
appeals board, building official or inspector, concerning the appli­
cation of the state building code in a particular case or concerning a 
license, certificate, registration or other authorization. 

(2) Engage in, or procure or assist any other person to engage in, 
any conduct or activity for which a permit, label, license, certifi­
cate, registration or other formal authorization is required by any 
specialty code, any provision of ORS 446.003 to 446.200, 446.225 
to 446.285, 446.395 to 446.420, 446.566 to 446.646, 446.666 to 
446.746,479.510 to 479.945, 479.950 and 480.510 to 480.670, this 
chapter or ORS chapter 447, 460 or 693, or any rule adopted or 
order issued for the administration and enforcement of those provi­
sions, without first having obtained such permit, label, license, cer­
tificate, registration or other formal authorization. 

(3) Violate, or procure or assist in the violation of, any standard, speci­
fication, requirement, prohibition or other technical provision set forth 
in the state building code or an applicable local building code orin any 
rule or order of the Department of Consumer and Business Services, 
an advisory board, a local governing body or local building official. 

Rt13.2 Notice of violation. The building official is authorized 
to serve a notice of violation or order on the person responsible 
for the erection, construction, alteration, extension, repair, 
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moving, removal, demolition or occupancy of a building or 
structure in violation of the provisions of this code, or in viola­
tion of a detail statement or a plan approved thereunder, or in 
violation of a permit or certificate issued under the provisions 
of this code. Such order shall direct the discontinuance of the 
illegal action or condition and the abatement of the violation. 

R1l3.3 Prosecution of violation. If the notice of violation is 
not complied with in the time prescribed by such notice, the 
building official is authorized to request the legal counsel of the 
jurisdiction to institute the appropriate proceeding at law or in 
equity to restrain, correct or abate such violation, or to require 
the removal or termination of the unlawful occupancy of the 
building or structure in violation of the provisions of this code 
or of the order or direction made pursuant thereto. 

R1l3.4 Violation penalties. Any person who violates a provi­
sion of this code or fails to comply with any of the requirements 
thereof or who erects, constructs, alters or repairs a building or 
structure in violation of the approved construction documents 
or directive of the building official, or of a permit or certificate 

I issued under the provisions ofthis code, shall be subject to pen­
alties as prescribed by law. 

SECTION R114 
STOP WORK ORDER 

R1l4.t Authority. Whenever the building official finds any < 
work regulated by this code being performed in a manner either 
contrary to the provisions of this code or dangerous or unsafe, 
the building official is authorized to issue a stop work order. 

R1l4.2 Issuance. The stop work order shall be in writing and 
shall be given to the owner of the property involved, or to the 
owner's agent, or to the person doing the work. Upon issuance 
of a stop work order, the cited work shall immediately cease. 
The stop work order shall state the reason for the order, and the 
conditions under which the cited work will be permitted to 
resume. 

R1l4.3 Unlawful continuance. Any person who shall con­
tinue any work after having been served with a stop work order, < 
except such work as that person is directed to perform to 
remove a violation or unsafe condition, shall be subject to pen­
alties as prescribed by law. 

SECTION R115 
PREFABRICATED CONSTRUCTION 

R1l5.t General. See ORS 455.010 and OAR chapter 918, 
division 674. 

ORS 455.010(6) is not part of this code but is reproduced here for 
the reader's convenience: 

455.010(6) "Prefabricated structure" means a building or subassem­
bly that has been in whole or substantial part manufactured or assem­
bled using closed construction at an off-site location to be wholly or 
partially assembled on-site. "Prefabricated' structure" does not 
include a manufactured dwelling, recreational structure or recre­
ational vehicle, as those terms are defined in ORS 446.003. 

Note: OAR Chapter 918, Division 674 is available online at 
www.bcd.oregon.gov. 
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SECTION R116 
SWIMMING POOLS, SPAS AND HOT TUBS 

Rl16.1 General. Barrier provisions for swimming pools, spas 
and hot tubs are contained in Appendix G as amended. 

R116.2 In-ground pools. In-ground pools shall be designed 
and constructed in accordance with ANSIINSPI-5 as listed in 
Appendix G, Section AGI03.l. 

SECTION R117 
INSPECTION CARD 

R117.1 Record required. The permit holder or permit 
holder's agent shall post the inspection record on the job site in 
an accessible and conspicuous place to allow the building offi­
cial to make the required entries. The record shall be main­
tained by the permit holder until the final inspection has been 
made and approved. 

SECTION R118 
MOVED BUILDINGS 

R118.1 Moved buildings. See ORS 455.410. 

ORS 455.410 is not part of this code but is reproduced here for the 
reader's convenience: 

455.410 Relocated buildings; substantial compliance required; 
permits. 

(1) Existing buildings or structures which are removed from their 
foundation and relocated to another site within this state shall be in 
substantial compliance as defined in subsections (2) and (3) of this 
section. 

(2) "Substantial compliance" means compliance with local con­
struction codes in effect as of the original permit date of the build­
ing or structure, or where there was no permitting required at the 
time of original construction, with basic health and safety stan­
dards, as described in the closest dated Uniform Housing Code, as 
published by the International Conference of Building Officials as 
of the date of construction. Only the insulation, overhead and 
underneath the structure, shall be upgraded to the current insulation 
requirements of the state building code, or to the maximum extent 
possible subject to the design of the structure. Nothing in this stat­
ute shall be construed to mean that all heating, plumbing and elec­
trical systems shall be replaced with systems meeting current 
standards for new construction, except that any life-threatening 
deficiencies in those systems shall be repaired, notwithstanding 
that the cost of rehabilitation may exceed 50 percent of the value of 
the structure before rehabilitation. 

(3) All foundation and basement construction on the structure and 
any remodeling at the new location shall be constructed subject to 
all applicable local current building and safety codes, or where 
none exist, with the applicable standards as described in the Uni­
form Housing Code described in subsection (2) of this section. 

(4) All moved houses shall be provided with either battery-oper­
ated or hard-wired smoke detection devices located in accordance 
with the provisions of the state building code. 

(5) Nothing in this section is intended to permit any person to move 
a structure unless the person first consults the appropriate building 
inspection authority and obtains all required permits. 

1-12 

SECTION R119 
HISTORIC BUILDINGS 

R119.1 Repairs, alterations and additions. Repairs, alter­
ations and additions necessary for the preservation, restoration, 
rehabilitation or continued use of an historical building may be 
made without conforming to all of the requirements of this 
code when authorized by the building official, provided: 

1. The building has been officially designated an historic 
building. 

2. Unsafe conditions are corrected. 

3. The restored building will be no more hazardous based 
on life, fire safety and sanitation than the existing build­
ing. 

4. The building official seeks the advice of the State of Ore­
gon Historic Preservation Office. 

In the case of appeals related to historic buildings, the local 
appeals board or the appropriate state appeals board shall seek 
the advice of the state historic preservation officer. 
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DEFINITIONS 

BASIC WIND SPEED. Three-second gust speed at 33 feet 
(10 058 mm) above the ground in Exposure C (see Section 

> R301.2.1) as given in Figure R301.2(4). 

BOILER. A closed heating appliance intended to supply hot 
water or steam for space heating, processing or power pur­
poses. Low-pressure boilers operate at pressures less than or 
equal to ] 5 pounds per square inch (psi) (103 kPa) for steam 
and 160 psi (1103 kPa) for water. High-pressure boilers operate 
at pressures exceeding those pressures. 

BOND BEAM. A horizontal grouted element within masonry 
in which reinforcement is embedded. 

BRACED WALL LINE. A straight line through the building 
plan that represents the location of the lateral resistance pro­
vided by the wall bracing. 

BRACED WALL LINE, CONTINUOUSLY SHEATHED. 
A braced wall line with structural sheathing applied to all 
sheathable surfaces including the areas above and below open­
ings. 

BRACED WALL PANEL. A full-height section of wall con­
structed to resist in-plane shear loads through interaction of 
framing members, sheathing material and anchors. The panel's 
length meets the requirements of its particular bracing method, 
and contributes toward the total amount of bracing required 
along its braced wall line in accordance with Section R602.1 0.1. 

>11 BRAZING. A weld produced by heating an assembly to the 
brazing temperature using a filler metal having a liquidus 
above 840°F (449°C) and below the solidus of the metals. 

BTUIH. The listed maximum capacity of an appliance, 
absorption unit or burner expressed in British thermal units 

II input per hour. (See Chapter 11 for Definition of BTU.) 

BUILDING. Building shall mean any low-rise residential or 
portion thereof, including townhouses, that is used, or designed 
or intended to be used for human habitation, for living, sleep­
ing, cooking or eating purposes, or any combination thereof, 
and shall include accessory structures thereto. 

11 
BUILDING CODE. Shall mean the Oregon Structural Spe­
cialty Code as adopted by OAR 918-460-0100. 

BUILDING, EXISTING. Existing building is a building 
erected prior to the adoption of this code, or one for which a 

> 

> 

legal building permit has been issued. 

BUILDING LINE. The line established by law, beyond which 
a building shall not extend, except as specifically provided by 
law. 

BUILDING OFFICIAL. The officer or other designated 
authority charged with the administration and enforcement of 
this code or a duly authorized representative. 

455.715 Definitions for ORS 455.715 to 455.740. As used in ORS 
455.715 to 455.740, unless the context otherwise requires: (1) 
"Building official" means a person charged by a municipality with 
responsibility for administration and enforcement of the state 
building code in the municipality. 

BUILDING THERMAL ENVELOPE. The basement walls, 
exterior walls, floor, roof and any other building element that 
enclose conditioned spaces. 
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BUILT-UP ROOF COVERING. Two or more layers of felt 
cemented together and surfaced with a cap sheet, mineral 
aggregate, smooth coating or similar surfacing material. 

CAP PLATE. The top plate of the double top plates used in 
structural insulated panel (SIP) construction. The cap plate is 
cut to match the panel thickness such that it overlaps the wood 
structural panel facing on both sides. 

CARPORT. A carport is a structure used to shelter a vehicle, II 
having no enclosed uses above, and is entirely open on two or 
more sides. 

CEILING HEIGHT. The clear vertical distance from the fin­
ished floor to the finished ceiling. 

CEMENT PLASTER. A mixture of portland or blended 
cement, portland cement or blended cement and hydrated lime, 
masonry cement or plastic cement and aggregate and other 
approved materials as specified in this code. 

CHIMNEY. A primary vertical structure containing one or 
more flues, for the purpose of carrying gaseous products of 
combustion and air from a fuel-burning appliance to the out­
side atmosphere. 

CHIMNEY CONNECTOR. A pipe that connects a fuel­
burning appliance to a chimney. 

CHIMNEY TYPES. 

• 

• 
Residential-type appliance. An approved chimney for 
removing the products of combustion from fuel-burning, 
residential-type appliances producing combustion gases 
not in excess of 1,000°F (538°C) under normal operating 
conditions, but capable of producing combustion gases of 
1,400°F (760°C) during intermittent forces firing for peri­
ods up to I hour. All temperatures shall be measured at the 
appliance flue outlet. Residential-type appliance chimneys 
include masonry and factory-built types. < 

CLADDING. The exterior materials that cover the surface of 
the building envelope that is directly loaded by the wind. 

CLOSET. A small room or chamber used for storage. 

CLOTHES DRYER. An appliance used to dry wet laundry by 
means of heated air. 

Type 1. Factory-built package, multiple production. Pri­
marily used in the family living environment. Usually the 
smallest unit physically and in function output. 

COMBUSTIBLE MATERIAL. Any material not defined as 
noncombustible. 

< 

< 

COMBUSTION AIR. The air provided to fuel-burning equip­
ment including air for fuel combustion, draft hood dilution and 
ventilation of the equipment enclosure. Air necessary for the II 
complete combustion of a fuel, including theoretical air and 
excess aIr. < 
CONDENSATE. The liquid that separates from a gas due to a 
reduction in temperature, e.g., water that condenses from flue 
gases and water that condenses from air circulating through the • 
cooling coil in air conditioning equipment. 

CONDENSING APPLIANCE. An appliance that condenses 
water generated by the burning of fuels. 
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• CONDITIONED AIR. Air treated to control its temperature, 
relative humidity or quality. 

CONDITIONED AREA. That area within a building pro­
vided with heating and/or cooling systems or appliances capa­
ble of maintaining, through design or heat loss/gain, 68°F 
(20°C) during the heating season and/or 80°F (27°C) during 
the cooling season, or has a fixed opening directly adjacent to a 
conditioned area. 

CONDITIONED FLOOR AREA. The horizontal projection 
of the floors associated with the conditioned space. 

CONDITIONED SPACE. See Chapter 11 for definition of 
"conditioned space." 

CONGREGATE LIVING FACILITIES. A building or part 
thereof that contains sleeping units where residents share bath­
room and/or kitchen facilities. 

CONSTRUCTION DOCUMENTS. Written, graphic and 
pictorial documents prepared or assembled for describing the 
design, location and physical characteristics of the elements of S a project necessary for obtaining a building permit. 

• 
CONTROL, LIMIT. An automatic control responsive to 
changes in liquid flow or level, pressure, or temperature for 
limiting the operation of an appliance. 

CONTROL, PRIMARY SAFETY. A safety control respon­
sive directly to flame properties that senses the presence or 
absence of flame and, in event of ignition failure or uninten­
tional flame extinguishment, automatically causes shutdown 
of mechanical equipment. 

CONVECTOR. A system-incorporating heating element in 
an enclosure in which air enters an opening below the heating 
element, is heated and leaves the enclosure through an opening 
located above the heating element. 

CORE. The light-weight middle section of the structural insu­
lated panel composed of foam plastic insulation, which pro­
vides the link between the two facing shells. 

CORROSION RESISTANCE. The ability of a material to 
withstand deterioration of its surface or its properties when 
exposed to its environment. 

COURT. An open, uncovered space, unobstructed to the sky, 
> bounded on three or more sides by exterior building walls or 

other enclosing devices. 

CRIPPLE WALL. A framed stud wall that is less than 96 
inches (2438 mm) in height extending from the top of a con­
crete or masonry foundation to the underside of floor framing 
for the lowest occupied floor level or from the top of a daylight 
basement concrete or masonry foundation wall to the under-

> side of the framing above. 

DALLE GLASS. A decorative composite glazing material 
made of individual pieces of glass that are embedded in a cast 
matrix of concrete or epoxy. 

DAMPER, VOLUME. A device that will restrict, retard or 
direct the flow of air in any duct, or the products of combustion 
of heat-producing equipment, vent connector, vent or chimney. 

DEAD LOADS. The weight of all materials of construction 
incorporated into the building, including but not limited to 
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DEFINITIONS 

walls, floors, roofs, ceilings, stairways, built-in partitions, fin­
ishes, cladding, and other similarly incorporated architectural 
and structural items, and fixed service equipment. _ 

DECK, ATTACHED. An exterior floor system supported on 
at-least one side by the exterior wall of the adjoining structure 
and supported on the opposing side by posts, piers or other sup­
port methods. 

DECK, DETACHED. An exterior floor system not anchored II 
to a structure that is provided with its own independent support 
system. 

DECORATIVE GLASS. A carved, leaded or DaIle glass or 
glazing material whose purpose is decorative or artistic, not 
functional; whose coloring, texture or other design qualities or 
components cannot be removed without destroying the glazing 
material; and whose surface, or assembly into which it is 
incorporated, is divided into segments. 

DESIGN PROFESSIONAL. See "Registered design profes­
sional." 

< 
DIAPHIRAGM. A roof or floor system designed to transmit II 
lateral forces to shear walls or other lateral-load-resisting ele­
ments. 

DILUTION AIR. Air that enters a draft hood or draft regulator 
and mixes with flue gases. 

DIRECT-VENT APPLIANCE. A fuel-burning appliance 
with a sealed combustion system that draws all air for combus­
tion from the outside atmosphere and discharges all flue gases 
to the outside atmosphere. 

DRAFT. The pressure difference existing between the appli­
ance or any component part and the atmosphere, that causes a 
continuous flow of air and products of combustion through the 
gas passages of the appliance to the atmosphere. 

Induced draft. The pressure difference created by the 
action of a fan, blower or ejector, that is located between the 
appliance and the chimney or vent termination. 

Natural draft. The pressure difference created by a vent or 
chimney because of its height, and the temperature differ­
ence between the flue gases and the atmosphere. 

DRAFT HOOD. A device built into an appliance, or a part of 
the vent connector from an appliance, which is designed to pro­
vide for the ready escape of the flue gases from the appliance in 
the event of no draft, backdraft or stoppage beyond the draft 
hood; prevent a backdraft from entering the appliance; and 
neutralize the effect of stack action of the chimney or gas vent 
on the operation of the appliance. 

DRAFT REGULATOR. A device that functions to maintain a 
desired draft in the appliance by automatically reducing the 
draft to the desired value. 

DRAFT STOP. A material, device or construction installed to 
restrict the movement of air within open spaces of concealed 
areas of building components such as crawl spaces, floor-ceil­
ing assemblies, roof-ceiling assemblies and attics. 

DUCT SYSTEM. A continuous passageway for the transmis­
sion of air which, in addition to ducts, includes duct fittings, 
dampers, plenums, fans and accessory air-handling equipment 
and appliances. 
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