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Portable 69.2.1.2
Storage, awaiting use or resale 69.5, A.69.5.4.1 to A.69.5.5

Refrigerated 69.3.4.6, A.69.3.4.6
On roofs 69.3.10, A.69.3.10.2.7, A.69.3.10.8.3
Special storage buildings 69.5.3.4
Tents, membrane structures, grandstands, and folding/telescopic

seating 25.1.4.1, 25.1.10.1.4
Underground Table 69.3.3.1, 69.3.3.4
Vehicle (other than engine fuel system) 69.3.12.3
Vehicular transportation of 69.6.1

LP-Gas systems
In buildings, on roofs, or on balconies 69.3.10,

A.69.3.10.2.7, A.69.3.10.8.3
Fire protection 69.5.5, 69.6.1.2, A.69.5.5
Installation of 69.3, A.69.3.1 to A.69.3.12.7.6
Snowfall, systems in areas of heavy 69.3.9
Tampering, protection against 69.3.13.3.7
On vehicles (other than engine fuel systems) 69.3.12,

A.69.3.12.1, A.69.3.12.7.6
Lumber

Definition 3.3.151
Storage, manufacturing, and processing of Chap. 31

Lumberyards Table 1.12.20(a), 31.3.1 to 31.3.4,A.
31.3.2.1 to A.31.3.4.3.1

-M-
Maintenance see Inspection, testing, and maintenance
Make-up air 43.1.5.3, A.43.1.5.3
Mall buildings

Alarm systems 13.7.2.17.2, 13.7.2.18.2
Means of egress, occupant load Table 14.8.1.2
Occupant load factors A.14.8.1.2
Permit requirements Table 1.12.20(a)

Manual fIre alarm boxes 13.7.1.4.8.1 to 13.7.1.4.8.5,
13.7.3.3, A.13.7.1.4.8.3, A.13.7.3.3.8, A.17.3.3.5

Airports 21.2.6.3.1
Construction sites 16.3.3.1
Definition 3.3.152
Health care occupancies 20.6.2.2.1.2, 20.6.2.2.3.1,

20.6.2.2.3.2, A.20.4.2.2.1
Heliports, rooftop 21.3.6.9

Manual fIre suppression equipment 20.7.2.1.4, 33.4.1,
43.1.7.7.2(3),43.1.7.8.2(2),50.4.7,66.4.9,70.2.4.8.4,
A. 70.2.4.8.4.1 to A. 70.2.4.8.4.3; see also Extinguishers,
portable fire

Baled cotton storage L.4.4
Manual pull station see Manual fire alarm boxes
Manufactured homes sites 27.1
Manufactured housing ... 20.11.3, 27.1.1; see also One- and two-family

dwellings
Marinas 28.1, A.28.1.6.2.2 to A.28.1.8.3.3
Marine motor fuel dispensing facilities Table 1.12.20(a),

28.1.9.4(6),28.1.9.5,42.2.3.2.1 (4),42.2.5.6.5,42.3,
A.42.3.2.2 to A.42.3.8.2; see also Motor fuel dispensing
facilities

Definition 3.3.165.24.2
Marine tenninals 28.2, A.28.2.2 to A.28.2.4

Definition 3.3.155
Marine vessels 1.3.5

Construction, repair, and lay-up of 28.3, A.28.3.1
Definition 3.3.155

Marking see also Signs
Aerosol products 61.3, 61.4.6.1
Central station fire alarm systems 13.7.3.4.2.2, 13.7.3.4.2.3
Compressed gas containers, cylinders, and tanks 63.3.1.2.1,

63.3.1.3
Compressed gas ventilation system 63.2.16.6
Cryogenic containers and systems 63.2.16.6, 63.4.4,

A.63.4.4. 1.1.2
Extinguishers, portable fire 13.6.6.8.1.3,

13.6.6.8.1.4,13.6.6.8.2.2.3
Extinguishers, portable fire, contents of 13.6.4, A.13.6.4
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Fire alarm systems 13.7.3.4
Fire apparatus access road or fire lane 18.2.3.5
Fire protection 5.3.3(7), 10.12, A.1O.12.3
Flammable and combustible liquids storage cabinets 66.4.3.5
Flammable and combustible liquids storage tanks 66.2.5.2
Hazardous material storage lockers 66.4.6.4.4.3
LP-Gas containers .... 69.2.1.1.1, 69.2.1.4, A.69.2.1.4.2, A.69.21.4.3
LP-Gas fuel dispensing stations 69.3.13.3.12
LP-Gas fueled vehicles 42.5.2.4, A.42.5.2.4.2.2
Means of egress 14.11.3, 14.14, A.14.14.1.2 to A.14.14.6.5.3
Motor fuel dispensing facility fill pipes 42.2.4.2.5
Organic peroxide storage 70.3.4.1, A.70.3.4.1.1
Oxidizer storage 70.2.4.2, A.70.2.4.2.1
Sprinkler systems, impairment of 13.3.4.3

Materials
Compatible (definition) 3.3.156.1
Hazardous see Hazardous materials
Health hazard see Health hazard materials
Highly toxic see Highly toxic materials
Hogged see Hogged material
Incompatible (definition) 3.3.156.8
Noncombustible (definition) 3.3.156.9
Physical hazard see Physical hazard materials
Toxic see Toxic materials
Unstable (reactive) see Unstable (reactive) materials
Water-reactive see Water-reactive materials

Material safety data sheet (MSDS) 43.7.9, 60.1.2.5.3
Definition 3.3.157

Maximum allowable quantities Table 1.12.20(d), 60.1.3.1,
60.1.3.3.1,60.1.3.3.2,60.1.3.3.3, Table 60.1.3.1, Tables
60.1.3.2(a) to (h), Tables 60.1.3.3.1 (a) and (b); see also
Hazardous materials storage facility

Definition 3.3.158, A.3.3.158
Storage and use in amounts exceeding 60.1.3.2,

60.1.3.3,60.3, A.60.3.2.6
Maze, crop 10.15.11
Means of egress 4.4.3, Chap. 14; see also Doors; Exits

Accessible 14.9.1.3, 14.10.4, A.14.10.4.1
Aerosol products, buildings for 61.4.2.2, 61.7.1
Airport terminal buildings 21.2.5, A.21.2.5
Arrangement of 14.10, A.14.10.1.1.1 to A.14.10.4.1
Awareness of egress system 4.4.3.2
Buildings under construction 10.3.3,16.1.3,

16.3.4.5, 16.7.1.7, A.1O.3.3
Capacity of 14.8, A.14.8.1.2, A.14.8.3.3.1.1
Combustible materials storage 10.19.4
Definition 3.3.159, A.3.3.159
Exterior ways of exit access 14.10.3
Fireworks facilities 65.11.3.14, 65.11.3.19.2,

65.11.4.8, 65.11.5.2, 65.11.6.2.3
Hazardous material storage and use 60.3.24
Heliports, roof-top 21.3.4.4, A.21.3.4.4
Illumination see Illumination of means of egress
Impediments to egress 14.4.3, 14.10.2, A.14.10.2.2
Marking of 5.3.4(12),14.14,20.1.3.7,

A.14.14.1.2 to A.14.14.6.5.3, A.20.1.3.7.3
Motor vehicle fuel dispensing facilities 30.1.3, 42.2.6.1.2
Number of 14.9
Performance-based design option 5.3.4
Reliability 14.4, A.14.4.1
Repair garages 30.2.4
Storage occupancies 34.8.2.3, A.34.8.2.3
Tents, membrane structures, grandstands, and folding/telescopic

seating 25.1.3
Unobstructed egress 4.4.3.1
Width of 14.8.2, Table 14.8.3.1, 14.8.3.3, A.14.8.3.3.1.1

Means of escape 5.3.4, 14.15
Buildings under construction 4.5.6.2, 16.1.3
Definition 3.3.160

Measurement, units of 1.5
Mechanical code (deimition) 3.3.46.3
Medical gas systems 63.3.4
Membrane penetrations 12.7.5.6, 12.9.6.1, A.12.7.5.6.3(1)(c)



INDEX 1-541

Membrane structures
Permanent Table 1.12.20(a), 25.1, 25.5,

A25.1.6, A25.1.8, A25.5.3.3.1
Temporary Table 1.12.20(a), 25.1, 25.6, A25.1.6, A25.1.8

Fireworks sales see Fireworks
Mercantile occupancies 13.3.2.21, 13.3.2.22, 20.12

Aerosol products 61.6
Christmas tree provisions Table 10.14.1
Class A (definition) 3.3.165.17.1
Class B (definition) 3.3.165.17.2
Class C (definition) 3.3.165.17.3
Definition 3.3.165.17, 6.1.10.1, A3.3.165.17, A6.1O.1
Detection, alarm, and communication systems 13.7.2.17,

13.7.2.18
Extinguishers, portable fire Table 13.6.1.2,20.12.2.2
Fireworks, consumer 65.11, A65.11.1 to A65.11.5.1.2(3)
Flammable and combustible liquids 66.4.5.6
Hazardous materials storage and use 60.1.3.3, Table 60.3.2.3
Means of egress, occupant load Table 14.8.1.2
Multiple occupancies ..... 6.1.14.1.2, Table 6.1.14.4.1, A.6.1.14.1.2
Oxidizers, storage and display of 70.2.9, A70.2.9.2.1

Metals, combustible, f"rres see Class D fires, extinguishers for
Mezzanines 10.12.3.7.1

Definition 3.3.161
Means of egress 14.8.1.6, 14.9.1.1

Mini-storage buildings see Storage occupancies
Mixed occupancies 6.1.14.1.1 (1), 6.1.14.3

Definition 6.1.14.2.2
Mixing rooms 43.1.6.3, 43.1.7.1, A.43.1.7.1
Model rocketry see Rockets, model
Modifications, code 1.4,4.5.1.2,4.5.2
Motion picture soundstages 20.16.1.2, Chap. 32
Motor fuel dispensing facilities 30.1, 30.3, Chap. 42,

A30.1.5.1 toA30.1.6.9
Aircraft see Aircraft fuel servicing
Alternate fuels 42.2.8, 42.5, 42.8.6.2,

A42.2.8.3.3, A42.5.1.1 to A42.5.3
Definition 3.3.165.24
Fleet vehicle motor fuel dispensing facility 42.2.1.1,

42.2.1.2,42.2.3.3.2.6,42.2.6.1.5.6
Definition 3.3.165.24.1

Forest products storage, manufacturing, and
processing 31.3.2.1.6.1, A31.3.2.1.6.1

Located inside buildings 42.2.1.1, 42.2.3.2.1,
42.2.3.10,42.2.6.1.5,42.2.7.4, A42.2.6.1.5.7

Definition 3.3.165.24.3, A3.3.165.24.3
Fast-fill fueling 42.5.1.4.3.12

Marine see Marine motor fuel dispensing facilities
Permits Table 1.12.20(a), 30.1.1.3,

42.2.2.1,42.3.1.4,42.4.1.2,42.5.2.2.4,42.5.3.1
Piping 42.2.4
Storage requirements 42.2.3, A42.2.3.3.2 to A42.2.3.9

Motor vehicle fluids 22.9
Definition 3.3.162

Motor vehicles 1.3.5; see also Salvage vehicles
Aerosol products storage, use, and handling ....... 61.4.6.6.2(13),

61.7.3.1 (13)
Air bag systems 22.9.4
Alternative fuels see Compressed gas systems; LP-Gas systems
Baled cotton storage areas L.6.2.4
Combustible fiber storage room or building, use in/near 45.4
Cryogenic fluids, loading and unloading of 63.4.13.10.3.3
Exposition facilities 20.1.4.5.4.12
Forest products, storage of 31.3.2.1.6, A31.3.2.1.6.1
Fueled equipment, storage of 10.19.7
Hazardous materials areas, protection of 60.1.2.13
Spray application, undercoating and body lining 43.5.1
Waste or refuse transport 19.1.8
Wrecking yards Table 1.12.20(a), Chap. 22

Moving walks 14.11.4
Multilevel play structures 20.1.3.1, A20.1.3.1

Multiple occupancies 1.3.4,6.1.14, A6.1.4.1.2
Definition 6.1.14.2.1

Mulltiplug adaptell"S 11.1.5.1

-N-
NaturaJI. barricades see Barricades
Nesting (def"mition) 3.3.163
No exit, marking of 14.14.6.5.3, A14.14.6.5.3
NOlllcombustible material (defmition) 3.3.157.8
Nondedicated smoke control systems (defInition) 3.3.233.10
Nonflammable gas 63.1.3.1 (1) (b), Table 63.2.3.1; see also

Compressed gas
Definition 3.3.124.11

Nonna! temperature and pressure (NTl?) (defInition) 3.3.164
Notice of violations, penalties 1.16
Notification

Emergency forces 13.7.1.4.10,42.2.7.5.5,].7.1
Special outdoor events, carnivals, and fairs 10.15.9

Occupant notification 4.4.4,13.7.1.4.9, A4.4.4
Nursing homes see also Health care occupancies

Definition 3.3.165.18
Smoke detection systems 13.7.2.5.3, AI3.7.2.5.3

-0-
Objectives 4.1.2, A.4.1

Compliance options 4.3
Performance-based design 5.1.2
Property protection 4.1.4.2, A.4.1.2.2, A4.1.4.2.1
Public welfare 4.1.5.2, A4.1.5.2
Safety-during-building-use 4.1.3.2.2
Safety-from-fire 4.1.3.1.2, A.4.1.3.1.2.2, A4.1.3.1.2.5
Safety-from-hazardous materials 4.1.3.3.2, A4.1.3.3.2.2

Occupancies see also specific occupancies, e.g. Assembly occupancies
Changes of 4.5.7, 10.3.4, A4.5.7, A10.3.4
Classification of Chap. 6
Definition 3.3.165
Multiple 1.3.4

Occupancy, conditions for 4.5.4, 10.3, AI0.3.3, AI0.3.4
Occupancy frre safety Chap. 20
Occupant characteristics (defmition) 3.4.13
Occupant load 14.8.1, 14.8.3.2, 14.9.1.2, 14.9.1.4, A.14.8.1.2

Assembly occupancies, posting in 20.1.4.9.3
Definition 3.3.166

Occupant notification 4.4.4, 13.7.1.4.9, A4.4.4, A.13.7.1.4.9.2.1
Occupant protection, perfonnance-based design

OptiOlll 5.2.2.6, 5.2.2.8
Occupant responsibilities 10.2

Extinguishers, portable fire 13.6.6.8.1.1
Fire reporting requirements 10.7.1.3, AI0.7.1.3
Sprinkler systems 13.3.3.4

Occupiable story (def"mition) 3.3.229.1, A3.3.229.1
Oil burnell"S 11.5.1.1, 11.5.1.7, 11.5.1.8
Oil-fueled heating appliances see Heating equipment and

appliances
Oil stoves 11.5.2
One- and two-family dwelling

Multiple occupancies Table 6.1.14.4.1
One- and two-family dwellings 20.11

Access to 18.2.3.5.1.1
Christmas tree provisions Table 10.14.1
Definition 3.3.165.19
Detection, alarm, and communication systems 13.7.2.14
Extinguishers, portable fire Table 13.6.1.2
Fire flow requirements B.5.1
Flammable and combustible liquids storage 66.4.5.3
Hazardous materials storage and use Table 60.3.2.3
Sprinkler systems Table 13.8

One- and two-family dwelling units (defInition) 3.3.165.19.1,
6.1.8.1.1, A.6.1.8.1.1; see also Dwelling units
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Open ftres 5.3.3(4), 10.11
Automobile wrecking yards 22.8
Permit requirements Table 1.12.20(a)
Tires, outside storage of 33.1.6.2
Wildland fire-prone areas 17.3.4.7, A.17.3.4.7.1

Open-flame devices
Assembly occupancies 20.1.4.3, 20.1.4.5.4.8, A.20.1.4.3(3) (a)
Baled cotton storage areas L.6.3.2
Marinas and boatyards, use at 28.1.8.1.3
Wildland fire-prone areas 17.3.4.6, A.17.3.4.6.1

Open flames 10.1.5, 10.14.7
Aerosol products storage, use, and handling 61.4.6.6.2(1),

61.7.3.1 (1)
Aircraft fuel servicing 42.4.5.8
Buildings under construction 16.2.3.1.4
Compressed gases and cryogenic fluids 63.3.6.3.2
Fibers, combustible, storage and handling 19.1.7
Flammable and combustible liquids storage, handling,

and use 66.2.4.3.1(1),66.4.10(1),66.5.6(1)
Forest products, storage of 31.3.2.1.12
Hazardous materials, in areas with 60.1.2.9.2
Motor fuel dispensing facilities 42.3.10.4(2)
Permit requirements Table 1.12.20(a)
Refrigerant machinery rooms 53.10.3.1, 53.10.3.3
Spray application operations 43.1.4.1.5, 43.1.8.11,

43.5.3.6, A.43. 1.4.1.5
Tents and temporary membrane structures 25.1.5.5
Tires, outside storage of 33.7.3

Opening protectives see also Fire door assemblies; Fire windows
Baled cotton storage buildings L.2.3.3
Combustible fiber storage room or building 45.5.3.2,

45.5.4.3, 45.5.4.4
Fire barriers 12.7.4, A.12.7.4.2
Fuel dispensing areas, inside buildings 30.1.6.3
Motor vehicle fuel dispensing facilities 42.2.6.1.5.3
Smoke partitions 12.8.3, A.12.8.3.4
Temporary separation walls 16.4.2.3, 16.4.2.4, A.16.4.2.4

Openings
Aerosol products, buildings for 61.4.2.1
Airport ramps, openings facing 21.2.3.5, A.21.2.3.5
Compressed gases and cryogenic fluids 63.3.9.2.2.2
Conveyor, spray areas 43.1.3.2
Exit enclosures 14.3.1, A.14.3.1 (1) to A.14.3.1 (5)
Flammable and combustible liquids storage, handling,

and use 66.2.3.2.4, 66.4.4.2.2, A.66.2.3.2.4.4
Supply and exhaust, hazardous materials storage

facility 60.3.2.5.9
Vertical 4.4.5; see also Penetrations

For conveyors, elevators, and dumbwaiters 11.3.5
Marking of shaftways 10.12.2
Protectives, minimum ratings for Table 12.7.4.2
Rubbish chutes and laundry chutes see Chutes, rubbish or

laundry
Smoke barriers 12.9.6

Open parking structures 13.3.2.13.6,
13.3.2.15.7,13.7.2.22.2.2,29.1.1

Definition 3.3.165.20.3
Open plan buildings 20.2.2, 20.3.2.4, 20.3.3.2.3.3
Open system use (definition) 3.3.244.2
Operating or process unit (vessel) 66.5.3.2, A.66.5.3.2.3

Definition 3.3.168
Operating pressure (deimition) 3.3.169
Operations and maintenance (0 &: M) manual 5.1.8, A.5.1.8
Operations (deimition) 3.3.170
Operators, responsibilities of see Owners, responsibilities of
Ordinance adopting code, sample Annex C
Ordinary hazard contents

Definition 3.3.128.3, A.3.3.128.3
Extinguishers, portable fire 13.6.6.1.3
Storage occupancies Table 6.1.14.4.1
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Ordinary (moderate) hazard occupancies (deimition) 3.3.39.3
Organic coatings see Coating processes
Organic peroxide Table 60.1.3.1, 70.1, A. 70.1.1;

see also Hazardous materials
Definition 3.3.171
Detached storage 60.3.3.2
Formulations B.3
Permits Table 1.12.20(a), Table 1.12.20(d), 70.1.2
Peroxide forming chemicals (definition) 3.3.180
Secondary containment 60.3.2.9
Specific occupancies, storage and

use in Tables 60.1.3.1 (a) to (h)
Spray application of 43.7,43.8.7, A.43.7.1 to A.43.7.6
Storage area (definition) 3.3.13.7

Organic peroxide formulations 70.3, A.70.3.1.1 to A.70.3.7.2.1
Classification 70.3.2, A. 70.3.2
Definition 3.3.171.1, A.3.3.171.1
Storage arrangements 70.3.4.9,70.3.5.4,70.3.6.2, A.70.3.4.9.6,

A. 70.3.5.4.3, A. 70.3.6.2
Storage limitations 70.3.4.8, A.70.3.4.8.1.3, A.70.3.4.8.2

Organic peroxide storage area (deimition) 3.3.13.9
OSHA (deimition) , 3.3.172
Outdoor areas 60.1.2.21, 60.2.6, 63.2.5.2, 68.3.1, 68.3.4

Definition 3.3.13.8
Outdoorstorage 10.16, Chap. 34, AnnexJ; see also Yards

Compressed gases 63.2.5.2
Compressed natural gas (CNG) containers 42.5.1.4.2,

42.5.1.4.3.12
Corrosive solids and liquids 64.2
Cryogenic fluid containers 63.4.12.2,

A.63.4.12.2.5.4.1 to A.63.4.12.2.6.2.1
Flammable and combustible liquids 66.4.7
Flammable solids 67.2
Forest products Chap. 31
Hazardous materials see Hazardous materials
Highly toxic and toxic solids and liquids 68.3
LP-Gas portable containers 69.5.4, A.69.5.4.1, A.69.5.4.2.2
Pyrophoric solids and liquids 71.2
Tires see Tires
Unstable (reactive) solids and liquids 72.2
Water-reactive solids and liquids 73.2

Ovens and furnaces see Industrial ovens and furnaces
Owners, responsibilities of 10.2, 13.1.2, 13.2.3.2

Buildings under construction 16.3.2, A.16.3.2.1 to A.16.3.2.5.5
Emergency plans 10.9.3
Extinguishers, portable fire 13.6.6.8.1.1
Fire reporting requirements 10.7.1.3, A. 10.7.1.3
Hot work 41.4, A.41.4.1
Marine vessels, fueling of 42.3.10.7
Private fire service mains 13.5.4.1
Sprinkler systems 13.3.3.4

Oxidizers 70.1, 70.2, A.70.1.1, A.70.2.1.1 to A.70.2.9.2.1,
Table 60.1.3.3.1 (a), Table 60.2.6.5, Table 60.3.2.6;
see also Hazardous materials

Bulk storage Table 70.2.6.3.7.2, 70.2.7.3.6,
Table 70.2.7.3.7.2, 70.2.8.3.4

Class 1 3.3.174.1,70.2.2(1),70.2.5, A.70.2.5.2, B.2.2
Definition 3.3.173.1

Class 2 70.2.2(2),70.2.6, A.70.2.6.2, A.70.2.6.3.4, B.2.3
Definition 3.3.173.2

Class 3 70.2.2(3),70.2.7, A.70.2.7.2, B.2.4
Definition 3.3.173.3

Class 4 70.2.2(4), 70.2.8, A.70.2.8.2, B.2.5
Definition 3.3.173.4

Classification of 70.2.2, A. 70.2.2, B.2
Definition 3.3.173, 3.3.173.1, A.3.3.173
Detached storage see Detached storage
Fire protection 70.2.4.8, A.70.2.4.8.1
Permits Table 1.12.20(a), Table 1.12.20(c),

Table 1.12.20(d), 70.1.2
Retail storage and display 70.2.9, A.70.2.9.2.1
Secondary containment , 60.3.2.9
Specific occupancies, storage and

use in Tables 60.1.3.2(a) to (h)
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Oxidizing gas 63.1.3.1 (l)(c), 63.2.3.1.3, Table 63.2.3.1,
Table 63.3.1.6.2, 63.3.7; see also Compressed gas;
Hazardous materials

Definition 3.3.122.13
Permit amounts for Tables 1.12.20(b) to (d)
Specific occupancies, storage and

use in Tables 60.1.3.2(a) to (h)
Oxygen-fuel gas systems 41.5, A41.5.2.3
Ozone-gas generating equipment Annex G

-lP-
Packaging

Definition 3.3.175
Fireworks see Fireworks

Palletized storage 34.1.2, 34.2.4, 34.2.5, 34.9.1 (3),34.10,
66.4.4.3.4, 66.4.5.2.5, Table 70.2.6.3.7.2, A 34.4.1 ,
Fig. A34.8.1 (b), Fig. A34.8.1 (e), A34.10.1,
A34.1O.3

Definition 3.3.225.10
Pallets, conventional see Conventional pallets
Panic hardware 14.5.3.3
Paper

Column (definition) 3.3.48
Core (definition) 3.3.71
Definition 3.3.176
Storage, rolled paper 34.1.1, 34.2.7, 34.9, A.34.2.7, A34.9.2

Rack storage test data and procedures Annex K
Tissue 34.2.7.4, Annex K

Parade floats Table 1.12.20(a), 10.17
Parking structures 13.3.2.13.6, 13.3.2.15.7, 13.7.2.22.2, Chap. 29

Basement and underground 29.1.1
Definition 3.3.165.20.1

Definition 3.3.165.20, A3.3.165.20
LP-Gas cargo vehicles 69.6.2
LP-Gas fueled vehicles 42.5.2.7
LP-Gas systems on vehicles 69.3.12.9

Partitions 14.8.3.3.1.1, A14.8.3.3.1.1; see also Smoke partitions
Patch kettles (defmition) 3.3.177
Penalties, for code violation 1.16, E.2.4
Penetrations 12.7.5, A12.7.5.6.3(l) (c)

Exit enclosures 14.3.1, A14.3.1 (1) to AI4.3.1 (5)
Smoke barriers 12.9.6
Smoke partitions 12.8.4

Perfonnance-based design 1.4,4.3.2,4.5.3, Chap. 5
Definitions 3.4
Design scenarios 5.4, A.5.4
Documentation requirements 5.7, A5.7.1 to A5.7.11
Evaluation 5.1.5, 5.5, 5.7.13, A5.1.5
Performance criteria see Performance criteria
Pre-construction design requirements 5.1, A5.1
Retained prescriptive elements 4.3.2.2,5.3,5.7.10
Safety factors 5.6, 5.7.9, A.5.6
Warrant of fitness 4.5.5.1

Perfonnance criteria 5.2, A5.2.2
Definition 3.4.14, A.3.4.14

Permissible exposure limit (PElL) (defInition) 3.3.146.2,
A3.3.146.2

Permits ....... 1.12, A.1.12.17; see also Maximum allowable quantities;
specific occupancies

Aerosol products 61.1.2,61.7.3.3.1
Asbestos removal Table 1.12.20(a), 16.8.2
Automobile wrecking yards Table 1.12.20(a), 22.2
Compressed gas 63.1.2
Crop maze 10.15.11.1
Cryogenic fluids 63.1.2
Definition 3.3.179
Explosives, fireworks, and model rocketry 65.2.3, 65.3.3,

65.4.2,65.5.2,65.7.2,65.8.2,65.9.2,65.10.2,65.11.3.2,
A.65.11.3.2

Fibers, combustible 45.1.3
Fire protection systems 13.1.1.1

Fire pumps 13.4.1.2
Forest products 31.2
Hot work operations see Hot work operations
Laboratories using chemicals 26.3
Misrepresentation, effect of 1.12.4
Model fees and charges program Annex F
Motion picture and television soundstages 32.2
Motor fuel dispensing facilities see Motor fuel dispensing

facilities
Organic peroxides 70.1.2
Oxidizers 70.1.2
Refrigeration, mechanical 53.4
Revocation or suspension of 1.12.19
Sample permit Fig. A1.12.17
Special outdoor events, carnivals, and fairs Table 1.12.20(a),

10.15.1,10.15.11.1
Storage, general 34.1.2
Tents, membranes, grandstands, and folding/telescopic

seating 25.1.2
Tires, outside storage of 33.1.2
Waste and refuse 19.1.1
Wildland fire-prone areas 17.3.2, A17.3.2

Peroxide-fonning chemicals (defmition) 3.3.180
Personal care (defmition) 3.3.181, A3.3.181
Pest control devices 65.11.2.6
Pesticides (deHnition) 3.3.182
Petroleum, crude (delfmition) 3.3.74
Physical hazard (dermioon) 3.3.183; see also Organic peroxide;

Oxidizers
Physical hazard materials Tables 60.1.3.2(a) to (h),

Table 60.1.3.3.1 (a) and (b), 63.1.3.1(1),A60.3.2;
see also Hazardous materials

Definition 3.3.156.10
Piers 28.1.6.2.3, 28.1.7.2, 28.1.7.3, 28.2,

42.3.1.3, 42.3.2.2, 42.3.7.2, 42.3.7.3, A.28.1.7.3, A28.2.2
to A28.2.4, A.43.2.2

Definition 3.3.184
Pipes and piping

Compressed gases and cryogenic fluids ......... 63.2.15, 63.3.1.3.4
Cryogenic fluids 63.4.13.1.4.3,63.4.13.2,63.4.13.10.3.2.3
Flammable and combustible liquids 43.1.6.4, 66.3,

66.5.3.7.4 to 66.5.3.7.7, A43.1.6.4.1 to A43.1.6.4.5
Hazardous materials 60.1.2.5.1.1, A60.1.2.5.1.1
Hot tapping of pipeline 41.3.5, A41.3.5
LP-Gas equipment and appliances 69.2.3, 69.3.1,

69.3.9, 69.3.12.5, 69.3.13.3.6, A69.3.1
Motor vehicle fuel dispensing facilities 42.2.4, 42.3.3, 42.3.7.3
Ozone-gas generating equipment G.5
Tar kettles 16.7.3.2 to 16.7.3.5

Pits, repair garages 30.2.6, 30.2.8.3
Planned building groups Chap. 15

Definition 3.3.185
Plan review 1.14, A.1.4.1
Plans 1.7.11; see also Emergency plans

Construction operations
Prefire plans for 16.3.2.3, A16.3.2.3
Waste chutes, safety plans for 16.2.2.4, A16.2.2.4

Exposition facilities 20.1.4.4.4.11
Fire department access 18.1.1.1
Fire hydrants 18.1.1.2
Fireworks retail sales facilities 65.11.3.3, 65.11.3.13,

65.11.4.1,65.11.4.2,65.11.6.1, A65.11.3.13
Forest products, outside storage of 31.3.6.5, 31.3.7.3.4
Hazardous materials storage and handling 60.1.2.4.3,

60.1.2.5, D.3
Heliports 21.3.3.1, A21.3.3.1
Motor vehicle fuel dispensing facilities 42.2.2.2
Planned building groups 15.3
Wildland/urban interface, construction plans for 17.2

Plastics
Cellulose nitrate plastic ........ Table 1.12.20(a), Table 1.12.20(d)
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Foamed 20.1.2.2,20.1.2.4,20.1.4.4.6,
20.1.4.4.7,20.1.4.5.4.4(6),20.1.4.5.4.4(7),20.1.4.5.4.6.2,
A.20.1.4.4.6

Pyroxylin Table 1.12.20(a)
Storage 34.1.1, 34.2.6

Play structures, multilevel 20.1.3.1, A.20.1.3.1
Plumbing code (deHnition) 3.3.46.4
Plural component coverings 43.7, A.43.7.1 to A.43.7.6
Poles, outside storage of 31.3.1.1 (3),31.3.5,

A.31.3.5.1.1 to A.31.3.5.3.5
Portable cooking see Cooking equipment
Portable tanks see Tanks
Posts, outside storage of 31.3.1.1 (3),31.3.5,

A.31.3.5.1.1 to A.31.3.5.3.5
Powder coating ..... 43.1.3.1.8, 43.1.5.2.2, 43.1.7.2.1.1, 43.1.7.3 Ex. 2,

43.1.7.7,43.6, A.43.1.7.7
Power; see also Emergency power; Standby power

Alarm systems, power supplies for 13.7.3.8, A.13.7.3.8
Power taps, relocatable 11.1.5.2
Preaction sprinkler systems 66.4.8.2, 70.2.4.8.3,

A.66.4.8.2, A.70.2.4.8.3
Premises identiHcation 10.12.1
Prepackaged rIreworks merchandise see Fireworks
Prescriptive-based design 4.3.1, 4.3.2.2, 5.3, 5.7.10
Pressure-treating plants 31.3.5, A.31.3.5.1.1 to A.31.3.5.3.5
Pressurization system, membrane structures 25.5.3.2, 25.6.5.2
Primary containment (deHnition) 3.3.186
Private buildings (derInition) 3.3.27.9
P~vate rIre hyw:ants .: see Fire hydrants
Pnvate rIre servIce mams 13.5.1,13.5.4
Private water supply systems 18.3.5
Processes or processing (derInition) 3.3.188; see also specific

processes, e.g. Oxidizers
Process unit (vessel) see Operating or process unit (vessel)
Professional engineers (derInition) 3.3.190
Projected beam detectors 13.7.4.3.7, 13.7.4.3.11.2 Ex., 13.7.4.6.2
Projection rooms 20.1.4.11
Property protection 4.1.1,4.1.4, A.4.1.1 , A.4.1.4.2.1, A.4.1.4.2.2

Appropriateness of safeguards 4.4.2
Multiple safeguards 4.4.1
Performance-based design option 5.2.2.4, A.5.2.2.4

Proposed design (derInition) 3.4.15, A.3.4.15
Proprietary infonnation (derInition) 3.3.191
Protected above ground tanks see Tanks
Protection for exposures

Definition 3.3.192
Forest products, storage of 31.3.2.2, 31.3.3.4,

31.3.6.4, A.31.3.2.2.1, A.31.3.3.4.2, A.31.3.6.4.1 to
A.31.3.6.4.3

Public rITe education 1.7.16
Public water supply, contamination of A.13.5.3
Public way (derInition) 3.3.193; see also Roadways
Public welfare 4.1.5, 5.2.2.5, A.4.1.5.1, A.4.1.5.2, A.5.2.2.5
Pumps, rIre see Fire pumps
Pumps, fuel

Aircraft fueling 42.4.5.2.4, 42.4.5.2.7
Remote/submersible 42.2.5.4
Rooftop heliports , 42.4.4.3

Purpose of code 1.2, A.l.2
Pyrophoric gas Table 60.1.3.1, 63.1.3.1 (1) (d),

Table 63.2.3.1, Table 63.2.9, 63.2.10.2.2, Table
63.3.1.6.2, 63.3.8; see also Compressed gas;
Hazardous materials

Definition 3.3.122.14
Permit amounts for Table 1.12.20(b), Table 1.12.20(d)

Pyrophorics (solids and liquids) Tables 60.1.3.2(a) to (h),
Chap. 71

Definition 3.3.194
Permit amounts for Table 1.12.20(d)
Secondary containment Table 60.3.2.9

Pyrotechnic articles Table 1.12.20(a), 20.1.4.2,
65.11.2.4, A.20.1.4.2(3) (a)

2006 Edition

Pyrotechnics before a proximate audience Table 1.12.20(a), 65.3
Pyroxylin plastics Table 1.12.20(a)

-R-
Racks

Definition 3.3.195, A.3.3.195
Double-row racks A.34. 7.3.1 (1), Fig. A.34.8.1 (d)

Definition 3.3.195.1
Movable racks A.34.7.3.1(4)

Definition 3.3.195.2, A.3.3.195.2
Multiple-row racks A.34.7.3.1 (3)

Definition 3.3.195.3
Portable racks Fig. A.34.7.3.1 U), Figs. A.34.8.1 (a) to (e)

Definition 3.3.195.4, A.3.3.195.4
Single-row racks (definition) 3.3.195.5

Rack storage 34.1.1.2(1), 34.1.1.2(6), 34.1.2,
34.7, A.34.7.1 to A.34.7.3.4.2.1 (1)

Baled cotton , L.3.2
Boats 28.1.8.3, A.28.1.8.3.3
Flammable and combustible liquids inside liquid storage

areas , 66.4.4.3.3, 66.4.4.4.3, 66.4.4.4.5,
66.4.5.2.5, 66.4.8.1.2, 66.4.8.2.2, 66.4.8.6

Oxidizers Table 70.2.6.3.7.2, Table 70.2.7.3.7.2
Test data and procedures Annex K

Radar equipment, airports 42.4.2.1.4, 42.4.2.1.5, A.42.4.2.1.5
Ramps 14.11.4

Airport see Airport ramps
Definition 3.3.196
As means of escape 4.5.6.2.2
Performance-based design option 5.3.4(5)
Width of Table 14.8.3.1

Recommended practice (derInition) 3.2.7
Records and reports 1.11

Aerosol products storage, use, and handling 61.7.6.1
Alarm systems A.13.7.3.2.4(1)
Cooking equipment exhaust system 50.2.3, 50.2.4,

50.4.11, A.50.4.11.2
Cryogenic fluids storage 63.4.13.1.3.2
Fees for F. 7
Fire protection systems 13.3.3.5, 13.6.6.8.2.2,

13.6.6.8.3.3, 13.7.3.2, A.13.3.3.5.1, A.13.6.6.8.3.3
Construction documents for 13.1.1
Testing and maintenance 13.1.5, 13.7.3.2.6,

13.7.3.2.7, A.13.7.3.2.7
Fires and other emergencies, reporting of 10.7, A.I0.7.1.3
Flammable and combustible liquids storage 66.2.5.8
Hazardous materials D.2, D.3.2.7, D.4
Owners and occupants, of 10.2.5
Perfonnance-based design 5.1.4, 5.1.6, 5.1.12.3,

5.7, A.5.1.4, A.5.7.1 to A.5.7.11
Refrigerant quantities 53.18
Spray application staff, training of 43.5.1.4

Record storage 12.4.3, 20.15.5, A.12.4.3, A.20.15.5.2
Recreational rITeS (derInition) 3.3.197
Recreational vehicle parks 27.2
Reduced flow valves (defInition) 3.3.246.2
References 1.3.2, Chap. 2, A.1.3.2, Annex 0
Rermeries 66.5.7.1.2

Definition 3.3.198
Refrigeration, mechanical Table 1.12.20(a), 34.6.7, Chap. 53
Refueling Chap. 42
Refuse, combustible 10.13.1, Chap. 19; see also Waste,

combustible
Definition 3.3.53

Relocatable power tap (derInition) 3.3.199
Relocation area 5.2.2.6, 10.6.6
Relocation drills see Fire drills
Remote pumping systems 42.2.5.4
Repair garages 30.2, 30.3, 42.2.7.4, A.30.2.8, A.30.2.9.6

Construction 30.2.3
LP-Gas cargo vehicles in 69.6.2.3.6
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LP-Gas fueled vehicles 42.5.2.7
LP-Gas systems on vehicles 69.3.12.9
Major repair garage (definition) 3.3.165.21.1
Minor repair garage (definition) 3.3.165.21.2
Permit requirements Table 1.12.20(a)

Reports see Records and reports
Residential! bow and care occupancies 20.5, A.20.5.2.4.1

to A20.5.2.5.2.3
Battery systems, location of 52.3.3.4
Christmas tree provisions Table 10.14.1
Definition 3.3.165.22,6.1.9.1, A3.3.165.22, A6.1.9.1
Detection, alarm, and communication systems 13.7.2.15,

13.7.2.16, A.13.7.2.16.1.4
Doors 14.5.1.1.3
Emergency plans 10.9.1,20.5.2.1
Extinguishers, portable fire Table 13.6.1.2
Hazardous materials storage and use Table 60.1.3.2(h),

Table 60.3.2.3
Means of egress, occupant load Table 14.8.1.2
Multiple occupancies Table 6.1.14.4.1
Sprinkler systems 13.3.2.19, 13.3.2.20, A13.3.2.20.1.1

Residential occupancies see also Specific occupancies
Battery systems, location of 52.3.3.4
Board and care facilities see Residential board and care

occupancies
Definition 6.1.8.1
Definitions 3.3.165.23
Flammable and combustible liquids storage 66.4.5.3
Hazardous materials storage and use Table 60.1.3.2(h)
LP-Gas storage in 69.5.3.2, 69.5.3.5
Multiple occupancies Table 6.1.14.4.1
Sprinkler temperature ratings for specific

areas of Table 13.3.1.8(c)
Resins, spray applicatioll1l of 43.8, A.43.8.1 to A.43.8.5.3
Retail llmilldmgs, buillt merIChandising

Definition 3.3.166.3
Detection, alarm, and communication systems 13.7.2.17.3,

13.7.2.18.3
Sprinkler systems 13.3.2.21.3, 13.3.2.22.2

Roadways
Fire department access roads see Fire department access roads
Wildland fire-prone areas 17.3.5.3, 17.3.7

Rockets, mode] 65.6 to 65.8
Permit requirements Table 1.12.20(a)
Wildland fire-prone areas 17.3.4.2

Roofmg kettles see Kettles
Roofmg systems, tOrIClln-appBied Table 1.12.20(a), 16.6
Roofs see also Canopies

Access to 10.12.3.6, 14.6.4.5, 14.11.6
Combustible fibers, storage vaults for 45.5.4.5
Heliports, rooftop see Heliports, rooftop
LP-Gas systems on 69.3.10, A69.3.1O.2.7, A.69.3.10.8.3
Membrane structures 25.5.1.1, 25.5.1.4, 25.6.1.3
Sprinkler systems

Exterior spaces under roof, sprinkler systems for 13.3.2.4,
21.2.6.2.4, A.13.3.2.4

Sprinkler temperature ratings Table 13.3.1.8(b)
Rooming houses see Lodging or rooming houses
Rooms see also Cutoff rooms; Gas rooms; Inside rooms

Equipment rooms, storage in 10.19.5
Rows

Definition 3.3.201
Rubber, storage of 34.2.6; see also Tire storage
Rubbish, combustible 16.2.2, 17.3.4.7.2,34.6.4,

AI6.2.2.1, A16.2.2.4; see also Waste, combustible
Rubbish chutes see Chutes, rubbish or laundry
Rubbish-handling openoons, commereiall Table 1.12.20(a)

-§-

Safe location (defmition) 3.4.16
Safety see Life safety

Safety cans 43.1.6.5.1,66.4.5.4,66.4.5.5.2 Ex., 66.4.5.5.3
Definition 3.3.202

Safety fador (derwoollll) 3.4.17
Safety margin. (defmitiollll) 3.4.18
Sales dispnay area 65.11.3.15, A65.11.3.15

Definition 3.3.13.9
Salvage vehicles 22.9.2.1, 22.9.5.1

Definition 3.3.204
Satellite buildings (def"minon) 3.3.27.10
Scaffolding, shoring, and fonms 16.4.1, AI6.4.1
Scavellllged gas (dlefmition) 3.3.124.15
Scene see Emergency scene
Scope of code 1.1, A1.1.1 (7)
SeatiJmg

In assembly occupancies 20.1.4.10
Folding and telescopic Table 1.12.20(a), 25.1, 25.4,

A.25.1.6, A25.1.8
Grandstands 25.1, 25.3, A25.1.6, A25.1.8

Secondary contaimnellll.t 60.3.2.8.3
Tanks (definition) 3.3.236.5

Security service see Guard service
Segregated storage

Definition 3.3.225.11
Organic peroxide 70.3.3.1, 70.3.5, A70.3.5.4.3
Oxidizers 70.2.3(1), 70.2.5.3.1, 70.2.6.3.1,

70.2.6.3.3,70.2.7.3.1,A70.2.3(1)
Seismic protection

Battery systems 52.3.9
Compressed gases and cryogenic fluids storage 63.2.14.2
Hazardous materials storage and use 60.1.2.20, A.60.1.2.20

Self-dosmg (defmitiOllll.) 3.3.205
Self-dosmg dooll'S 12.8.3.5, 12.9.4.4, 14.5.4,63.2.17.1.3,

A 12.9.4.4, AI4.5.4.1
Self-service statiOll1S

Aircraft fueling 42.4.5.22
Attended 42.2.7.4
Unattended 42.2.5.3.8, 42.2.5.7.2, 42.2.6.1.4.1, 42.2.7.5,

A.42.2.6.1.4.1, A.42.2.7.5.6
SemJicoll1!.ductor fabricatioll1l facilities Chap. 23
Sell1Sitivity analysis see Analysis
Separated occupancies 6.1.14.1.1 (2), 6.1.14.4

Definition 6.1.14.2.3
Separation of hazards

Aerosol products 61.6.2.6, 61.6.3.1, 61.6.3.2
Compressed gases and cryogenic fluids 63.2.17.5,

63.2.18.1.2,63.2.18.263.3.1.6,63.3.3.2.2.2,63.4.6,
A63.3.1.6.2

Definition 3.3.207
Flammable and combustible liquids warehouse

storage 66.4.5.2.8
Gas rooms 63.2.4.4
Hazardous materials storage and use 60.3.2.3
LP-Gas containers 69.3.3
Organic peroxide 70.3.4.9.3 .
Outdoor storage J.5

Tires 33.1.3 to 33.1.5, 33.2.1.3, 33.2.2.4
Spray booths 43.1.3.3, A43.1.3.3

Shaftways see Openings, vertical
Shall! (def'tnition) 3.2.8
Shelving, solid see Solid shelving
Shop drawings (def"minon) 3.3.207
Shoring, constroctiOllll. 16.4.1, A16.4.1
Short-tenn exposure lIimit (STI:JL) (def"mitioll1!.) 3.3.147.3,

A3.3.147.3
Should (deflnition) 3.2.9
Signals

Alarm (definition) 3.3.208.1
Fire alarm signal 13.3.1.7.2, 13.7.1.4.8, 13.7.3.5.2, 13.7.3.6,

A13.7.1.4.8.3, A13.7.3.6.5
Definition 3.3.208.2
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Supervisory signals 13.3.1.7.1, A.13.3.1.7.1
Definition 3.3.208.3

Trouble (definition) 3.3.208.4
Signs see also Marking

Aircraft fuel servicing 42.4.2.1.3
Airports 21.2.5, A.21.2.5
Asbestos removal 16.8.3
Assembly occupancies 20.1.4.9.2, 20.1.4.10.3
Baled cotton storage L.5.7.1
Battery systems, location of 52.3.8
Buildings under construction 16.2.3.1.5
Combustible fibers, handling or storage of 45.3.2
Compressed gases and cryogenic fluids 63.2.12, 63.3.6.3.2
Cooking oil fires, extinguishers for 13.6.5.3.2, A.13.6.5.3.2
Cryogenic containers and systems 63.4.4.1.3
Doors 14.5.1.1.4(2), 14.5.2.4(2), 14.5.3.1(4),

14.5.3.2(4), A.14.5.3.1 (4)
Egress direction 14.14.2, A.14.14.2
Emergency fuel shutoff stations 42.4.4.4.3
Exit discharge 14.11.5
Fibers, combustible, storage and handling 19.1.7.2
Fireworks facilities 65.11.3.14.5,65.11.4.6.3
Forest products, storage of 31.3.2.1.2.1, 31.3.2.1.2.2
Hazardous materials identification 60.1.2.11
Health care occupancies 20.4.2.4(1), 20.6.2.4(1)
Heliports, roof-top 21.3.3.5
Marinas and boatyards 28.1.9.4, 28.1.9.5
Means of egress 14.14,20.1.3.7,65.11.3.14.5,

A.14.14.1.2 to A.14.14.6.5.3, A.20.1.3.7.3
Motor fuel dispensing facilities 42.2.7.2.5.4, 42.2.7.5.3,

42.3.5.3, 42.3.5.5, 42.3.10.8, 42.4.2.5, A.42.2.7.2.5.4
No exit 14.14.6.5.3,A.14.14.6.5.3
Organic peroxide storage 70.3.4.5
Oxidizer storage 70.2.4.7.2
Ozone-gas generating equipment G.4.2, G.4.3, G.5.4
Refrigeration systems 53.14
Roof access 14.6.4.5
Shaftways 10.12.2
Spray application operations 43.1.8.11, 43.7.7
Stair identification 10.12.3, A.I0.l2.3
Storage occupancies 34.6.5.2
Tires, outside storage of 33.6.1
Wildland fire-prone areas, restricted entry to 17.3.3.3

Silane and silane mixtures 63.3.8.2
Simple asphyxiant gas (def"lnition) 3.3.122.16
Single f'Ire source, assumption of 4.2.1, A.4.2.1
Sisal, baled storage of 45.6.2
SI units 1.5
Smoke alarms 13.7.1.4.8

Apartment buildings 13.7.2.11.4, 13.7.2.11.5,
13.7.2.12.3, A.13.7.2.11.4

Day-care occupancies ... 13.7.2.23.3.1,13.7.2.24.3.1,13.7.2.24.3.3,
13.7.2.24.3.4

Definition 3.3.210
Hotels and dormitories 13.7.2.9.3, 13.7.2.10.2, A.13.7.2.9.3
Lodging and rooming houses 13.7.2.13.2
One- and two-family dwelling 13.7.2.14
Residential board and care occupancies 13.7.2.15.1.2 to

13.7.2.15.1.2.4,13.7.2.16.1.4 to 13.7.2.16.1.4.6,
13.7.2.16.2.2 A.13.7.2.16.1.4

Stock or equipment trailers 10.15.6
Smoke barriers 12.7.4.2, 12.9,20.1.4.4.3, A.12.7.4.2,

A.12.9.1 toA.12.9.4.4
Definition 3.3.211, A.3.3.211

Smoke compartments (def'mition) 3.3.58.2, A.3.3.58.2
Smoke control systems 11.8, 11.9.5(11), A.l1.8

Dedicated (definition) 3.3.234.7
Fireworks facilities 65.11.3.10
Nondedicated (definition) 3.3.234.10

Smoke dampers see Dampers
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Smoke detectors ...... 13.7.1.4.8,13.7.4.3.5 to 13.7.4.3.11.2,13.7.4.6,
A.13.7.4.3.5, A.13.7.4.3.11.2; see also Detection systems

Assembly occupancies 20.1.3.4 to 20.1.3.6
Battery systems, location of 52.3.10
Compressed gas 63.3.9.7
Day-care occupancies 13.7.2.23.2, 13.7.2.23.3.2,

13.7.2.23.3.3,13.7.2.24.2,13.7.2.24.3.2,13.7.2.24.3.3
Definition 3.3.78.5
Detention and correctional occupancies 13.7.2.7.2,

13.7.2.7.3, 13.7.2.8.2, A.13.7.2.7.2, A.13.7.2.8.2.3
Health care occupancies A.13.7.2.5.3, 13.7.2.6.2,

13.7.2.5.3, A.13.7.2.6.3
Hotels and dormitories 13.7.2.9.2
One- and two-family dwellings 13.7.2.14.1, 13.7.2.14.3
Residential board and care occupancies 13.7.2.15.2.3,

13.7.2.16.2.3
Smoke dampers, closing of 12.8.6.4, 12.9.5.6,

13.7.1.4.9.2.2, A.13.7.1.4.9.2.2
Smoke partitions 12.7.4.2, 12.8, A.12.7.4.2,

A.12.8.2(2) toA.12.8.6.2
Definition 3.3.214, A.3.3.214

Smoking 5.3.3(3), 10.10
Aerosol products storage, use, and handling 61.4.6.6.2(5),

61.7.3.1 (5),61.7.3.2
Aircraft fuel servicing 42.4.2.1.3
Aircraft hangars 21.1.3
Airport terminal buildings 21.2.2.3
Assembly occupancies 20.1.4.9
Baled cotton storage L.5.7.1
Board and care occupancies 20.5.2.4
Buildings under construction 16.2.3.1.4, 16.2.3.1.5
Combustible fibers, handling or storage of 45.3
Compressed gases and cryogenic fluids 63.2.12.2.2, 63.3.6.3.2
Definition 3.3.214
Fibers, combustible, storage and handling 19.1.7
Fireworks facilities 65.11.3.11
Flammable and combustible liquids storage, handling,

and use 66.2.4.3.1 (5),66.2.4.3.2,66.4.10(3),
66.5.6.2,66.5.6(5)

Forest products, storage of 31.3.2.1.2
Hazardous materials, in areas with 60.1.2.9.1
Health care occupancies 20.4.2.4, 20.6.2.4, A.20.4.2.4,

A.20.6.2.4
Heliports, roof-top 21.3.2.3, 21.3.3.5
Motor fuel dispensing facilities 42.2.7.2.5.1, 42.2.7.5.4, 42.3.5.5,

42.3.10.4(2), 42.4.2.5
Organic peroxide 70.3.4.5
Oxidizer storage 70.2.4.7
Repair garages 30.3.2.1
Spray application operations 43.1.8.11, 43.7.7
Storage occupancies 34.6.5
Temporary membrane structures 25.1.5.4, 25.6.2.2
Tents 25.1.5.4,25.2.4.2
Tires, outside storage of 33.1.6.1, 33.7.3
Wildland fire-prone areas 17.3.4.1

Smoking areas 10.10.2
Definition 3.3.13.10

Solids
Combustible particulate solid (definition) 3.3.216.1, A.3.3.216.1
Flammable see Flammable solids

Solid shelving A.34.7.3.1 (5)
Definition 3.3.217

Solvent distillation units 43.1.8.8, 66.5.7, A.43.1.8.8.5
Solvent extraction plants Chap. 44

Permits Table 1.12.20(a), 44.3
Solvents

Chlorinated 43.1.8.10, A.43.1.8.10
Cleaning 43.1.8.7, 43.5.1.1, A.43.1.8.7.4

Soundstages 20.16.1.2, Chap. 32
Spark arresters 10.11.8, 17.3.4.8.3, 17.3.4.9,31.3.2.1.11
Special amusement buildings 10.9.1,20.1.3, A.20.1.3
Special outdoor events Table 1.12.20(a), 10.15
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Special structures 6.1.1.2, 13.7.2.27, 20.16, A.13.7.2.27.2.1
Extinguishers, portable fire Table 13.6.1.2
LP-Gas storage in 69.5.3.4

Special use (def"mitioill) 3.3.244.3
Spillage

Aerosol products 61.6.2.6.1
Aircraft fuel servicing 42.4.5.2, A.42.4.5.2
Compressed gases and cryogenic fluids 63.2.13
Electrolyte 52.3.4, 52.3.5, A.52.3.4.2
Flammable and combustible liquids 66.2.3.2.3,

66.4.6.3.5,66.4.8.5,66.5.3.7.2, A.66.4.8.5.1
Hazardous materials storage and use 60.3.2.8, 66.4.6.3.5

Spontaneous ignition 16.2.2.3
Aerosol products storage, use, and handling 61.4.6.6.2(7),

61.7.3.1 (7)
Flammable and combustible liquids storage, handling,

and use 66.2.4.3.1(7), 66.5.6(7)
Spray application, flammable and combustible liquids ... 43.1.8.9,

A.43.1.8.9
Spot-type detectors 13.7.4.3.1, 13.7.4.3.5, 13.7.4.5.1, A.13.7.4.3.5

Definition 3.3.78.6
Spray applications, of l11ammabHe and combUlStibne

materials ... Chap. 43; see also Spray areas; Spray booths;
Spray rooms

Drying, curing, or fusion processes 43.4, 43.5.3.7, 43.5.3.8
Drying areas 43.1.5.11, A.43. 1.5.11
Electrical equipment and systems 43.1.4, 43.8.5,

A.43.1.4.1 to A.43.1.4.6, A.43.8.5.3
Electrostatic equipment

Automated 43.1.7.8, 43.2, A.43.1.7.8
Handheld 43.3

Fire protection systems and equipment 43.1.7,
A.43.1.7.1 toA.43.1.7.8

High-pressure hose lines ~ 43.1.8.3
Ignition sources 43.1.4, A.43.1.4.1 to A.43.1.4.6
Limited finishing workstations 43.5.3
Location of 43.1.2, A.43.1.2.1
Operations and maintenance 43.1.8, A.43.1.8.1 to A.43.1.8.12
Organic peroxides and plural component coatings 43.7,

A.43.7.1 toA.43.7.6
Outdoor 43.1.1.2(1), A.43.1.1.2(1)
Overspray collectors 43.1.8.4
Permits Table 1.12.20(a), 43.1.8.12, A.43.1.8.12
Portable spraying equipment or aerosol product

use 43.1.1.2(2), A.43.1.1.2(2)
Preparation workstations 43.5.2
Storage, handling and distribution of flammable and combustible

liquids 43.1.6, A.43.1.6.1 toA.43.1.6.5.2
Styrene cross-linked composites manufacturing 43.8,

A.43.8.1 to A.43.8.5.3
Vehicle undercoating and body lining 43.5.1
Ventilation 43.1.3.6, 43.1.5, 43.1.6.3.2(4),

43.8.6, A.43.1.5.3 to A.43.1.5.11
Spray areas 43.1.3, A.43.1.3.1, A.43.1.3.3

Definition 3.3.13.11, A.3.3.13.11
Electrical devices in or adjacent to 43.1.4.3,43.1.4.4,

43.1.4.7,43.1.4.8, A.43.1.4.3.2
Extinguishing systems 43.1.7.1, A.43.1.7.1
Flammable and combustible liquids in 43.1.6.2, 43.1.6.3
Sprinklers in 13.3.3.8
Ventilation 43.1.5.2, 43.1.6.3.2(4)

Spray booths 43.1.3, 43.1.4.4.2 to 43.1.4.4.4, 43.1.4.6,
43.1.7.7.2(2),43.1.7.8.2, A.43.1.3.1, A.43.1.3.3,
A.43.1.4.6

Definition 3.3.220
Permit requirements Table 1.12.20(a)

Spray rooms ........ 43.1.3,43.1.4.4.2,43.1.4.4.4,43.1.4.6, A.43.1.3.1,
A.43.1.3.3, A.43.1.4.6

Definition 3.3.221
Permit requirements Table 1.12.20(a)

Sprinklers
Alteration or painting of 13.3.3.9, A.13.3.3.9
Penetrations for 12.9.6.4

QuiCk-response or residential, use of listed 13.3.2.9.4,
13.3.2.13.5, 13.3.2.15.6, A.13.3.2.9.4

Spare, stock of 13.3.3.7, A.13.3.3.7.1, A.13.3.3.7.3
In spray coating areas 13.3.3.8
Temperature ratings 13.3.1.8

Sprinkler systems 11.9.5(6), 13.3, Table 13.8
Aerosol products storage, use, and handling 61.4.6.4.1,

61.6.2.3.1.1,61.6.2.3.2,61.6.2.5
Airports 21.2.6, A.21.2.6
Assemblyoccupancies 20.1.3.2, 20.1.3.6, A.20.1.3.2
Baled cotton storage L.4.1, L.4.6.3, L.6.7.2, L.7.5
Canopies and exterior roofs 13.3.2.4, 21.2.6.2.4
Combustible fibers, storage vaults for 45.5.5.2
Compressed gases and cryogenic fluids 63.2.10, A.63.2.1O
Construction, during 16.4.2.4, 16.4.3.2, A. 16.4.2.4, A.16.4.3.2.1
Cooking equipment 13.3.3.10,50.4.7.4
Day-care occupancies 13.3.2.27
Demolition of buildings and 16.5.1
Fireworks facilities 65.11.3.6, 65.11.5.3
Flammable and combustible liquids storage, handling,

and use 66.4.8.2, 66.4.8.6, 66.5.9.3.4,
A.66.4.8.2, A.66.5.9.3.4

Forest products, storage of 31.3.7.4
Freezing, protection from 13.3.3.6
Hazardous material storage and use 60.1.2.10
Highly toxic and toxic solids and liquids storage 68.3.4
High rise buildings 13.3.2.14.1, 13.3.2.24, A.13.3.2.24.2
Hot work operations 41.3.3.2(11)
Impairment 13.3.4
Inspection, testing, and maintenance 13.3.3
Marinas and boatyards A.28.1.8.3.3
Motion picture and television soundstages 32.4.1, A.32.4.1.3.1
Organic peroxide storage 70.3.4.6.2, 70.3.4.6.3, 70.3.5.5,

70.3.6.3, A. 70.3.4.6.2
Oxidizer storage 70.2.4.8.2, 70.2.4.8.3, 70.2.6.3.7.2,

70.2.7.3.7.2, 70.2.8.2, 70.2.9.3.1, A.70.2.4.8.3,
A.70.2.8.2

Repair garages 30.2.7
Spray application operations 43.1.7.1.1, 43.1.7.4,

43.1.7.8.2(3),43.8.3, A.43.1.7.4, A.43.8.3
Storage occupancies 20.15.7.1, 34.2.4.6, 34.5.1, 34.5.4.2,

34.5.5.1, 34.6.3.3(1), 34.7.2,A.34.5.1, A.34.5.4.2,
A.34.6.6.2

Tents, membrane structures, grandstands, and folding/telescopic
seating 25.1.6.1, 25.1.6.2

Tire storage, in buildings Annex M
Ventilating systems 13.3.3.10

Stable liquids (def'mitiOllD.) 3.3.148.4
Staff, trzining of

Business occupancies 20.13.2
Day-care occupancies 20.3.3.2.3.4.5, A.20.3.3.2.3.4.5
Detention and correctional occupancies 20.7.2.1,

A.20.7.2.1.2, A.20.7.2.1.3
Fireworks, consumer, handling of 65.11.3.22, A.65.11.3.22
Flammable and combustible liquids storage, handling,

and use 43.10.1.1, 66.2.4.6.2, 66.5.9.5
Hazardous materials, handling of 53.15.5,

60.1.2.7,60.1.2.8.1, D.3.2.8
Health care occupancies 20.4.2.1.2, 20.4.2.1.7,

20.4.2.1.9, 20.4.2.2, 20.6.2.1, 20.6.2.2, A.20.4.2.1.2,
A.20.4.2.2.1, A.20.6.2.1.2, A.20.6.2.2.1

Heliports 42.4.4.6
Hotels 20.8.2.1, 20.8.2.2, A.20.8.2.1.1, A.20.8.2.1.2
LP-Gas liquid transfer 69.4.2.1
Maintenance of fire extinguishers 13.6.6.8.3, A.13.6.6.8.3
Mercantile occupancies 20.12.2
Motor fuel dispensing facilities 42.2.7.3,

42.2.7.4,42.3.10.1,42.5.2.3
Organic peroxide storage 70.3.4.2
Oxidizer storage 70.2.4.5
Spray application operations 43.5, 43.7.8, 43.10, A.43.1O.1
Storage occupancies 34.5.4.2, A.34.5.4.2
Tire storage 33.4.1.3, M.l
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Toxic and highly toxic gases storage and use 63.3.9.2.2.1
Wood chips and hogged material, storage of 31.3.6.3.3.2

Stages
Scenery, assembly occupancies 20.1.2, 20.1.4.4,

A.20.1.4.4.2 to A.20.1.4.4.6
Sprinkler systems 13.3.2.5.5, 13.3.2.6.5
Standpipe systems 13.2.2.4, A.13.2.2.4

Stairways 11.9.5(5), 14.11.4
Buildings under construction 16.3.4.5
Doors, reentry through 14.5.2.7, A.14.5.2.7
Enclosure and protection of 14.5.2.7, 14.6, 14.7.3,

A.14.5.2.7,A.14.6.2 to A. 14.6.4
Exit discharge 14.7.3
Interlocking or scissor 14.10.1.4, A.I0.1.4.2
Marking 10.12.3, 14.6.4, A.I0.12.3, A. 14.6.4
As means of escape 4.5.6.2.2
Performance-based design option 5.3.4(4)
Protectives, minimum ratings for Table 12.7.4.2
Width of Table 14.8.3.1

Stakeholder (defInition) 3.4.20
Standard cubic foot (scf) (defInition) 3.3.222
Standard (def"Inition) 3.2.10
Standard temperature and pressure (derInition) 3.3.223
Standby f"Ire personnel 1.7.15, 10.15.4, A.1.7.15.2
Standby power 11.7.2 to 11.7.4, 11.9.5(7),50.4.7.6

Compressed gases and cryogenic fluids 63.2.6.1
Hazardous materials storage and use 60.3.2.7
Membrane structures 25.5.3.3, 25.6.5.3, A.25.3.3.1

Standpipe systems 13.2
Aerosol products storage, use, and handling 61.4.6.2
Airports 21.2.6.5
Buildings under construction 16.3.5, 16.4.3.3,

A.16.4.3.3.1.1 to A.16.4.3.3.2.8
Definition 3.3.233.11
Detention and correctional occupancies 13.2.2.5
Flammable and combustible liquids operations 66.5.9.2.2
Heliports, roof-top 21.3.6.4.2, 21.3.6.8
Marinas and boatyards 28.1.6.3
Marine motor fuel dispensing facilities 42.3.7.2
Permit requirements Table 1.12.20(a)

Static electricity
Aerosol products storage, use, and handling 61.4.6.6.2 (9),

61.7.3.1(9),61.7.7,A.61.7.7
Compressed gases and cryogenic fluids 63.3.6.3.1
Flammable and combustible liquids storage, handling,

and use 66.2.4.3.1 (9),66.2.4.3.4,66.4.10(7),
66.5.6.4, 66.5.6(9), A.66.2.4.3.4, A.66.5.6.4

Hazardous materials storage and use 60.1.2.14.2
Spray application operations 43.1.4.6, A.43.1.4.6

Stationary tanlks see Tanks
Stop work 1.7.14
Storage see also Hazardous materials storage facility;

High-piled storage; Incidental liquid use or storage;
Inside liquid storage areas; Tanks; Warehouses

Aerosol products 61.4,61.5,61.6, A.61.5.1.2, A.61.5.2
Automotive fuel servicing 42.2.3, A.42.2.3.3.2 to A.42.2.3.9
Available height for storage

Definition 3.3.16, A.3.3.16
Baled, combustible fibers 45.6; see also Baled cotton
Boats 28.1.7, 28.1.8, A.28.1.7.3, A.28.1.8.3.3
Bulk see Bulk storage
Cartoned (definition) 3.3.225.2
Cellulose nitrate motion picture film 20.15.6
Clothing see Clothing storage
Compressed gas 63.2.4,63.2.5,63.2.17,63.3.2,63.3.6.1,

63.3.9.3.1
Corrosive solids and liquids Chap. 64
Cryogenic fluids ........ 63.4, 63.4.12, A.63.4.2 to A.63.4.12.2.6.2.1,

A.63.4.12.2.5.4.1 to A.63.4.12.2.6.2.1
Detached see Detached storage
Exhibit booths 20.1.4.5.4.10
Exposition facilities 20.1.4.5.3
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Fibers , Chap. 62
Fireworks facilities 65.11.3.7, 65.11.5.3, 65.11.6.4.3
Flammable and combustible liquids Chap. 66
Flammable solids Chap. 67
Forest products Chap. 31
Offueled equipment 10.19.7
Hay, straw, and other agricultural products 45.7
Hazardous materials see Hazardous materials
Highly toxic and toxic solids and liquids Chap. 68
High-piled see High-piled storage
Isolated (definition) 3.3.225.5
Organic peroxide 43.7.4, 43.8.7.1
Outdoor storage see OutdoQr storage
Oxidizers see Oxidizers
Oxygen-fuel gas cylinders and containers 41.5.5.2
Pyrophoric solids and liquids Chap. 71
Records 20.15.5, A.20.15.5.2
Refrigerant machinery rooms 53.10.8, 53.19
Resins 43.8.4
Segregated see Segregated storage
Tires see Tire storage
Unstable (reactive) solids and liquids Chap. 72
Waste and rubbish, combustible 19.1.6.1, 19.1.7
Water-reactive solids and liquids Chap. 73
Yards see Yards

Storage aids (def"mition) 3.3.226; see also Palletized storage
Storage cabinets see also Gas cabinets; Liquid storage cabinets

Hazardous materials 60.1.2.18, 60.1.2.23
Storage occupancies 10.19,20.15, Chap. 34, A.20.15.5.2

Christmas tree provisions Table 10.14.1
Definition 3.3.165.25, 6.1.13.1, A.3.3.165.25, A.6.1.13.1
Detection, alarm, and communication systems 13.7.2.22
Extinguishers, portable fire Table 13.6.1.2
Hazardous materials Table 60.3.2.3
Means of egress, occupant load Table 14.8.1.2
Mini-storage buildings

Definition 3.3.165.25.1
Sprinkler systems 13.3.2.25.4

Multiple occupancies 6.1.14.1.2, Table 6.1.14.4.1, A.6.1.14.1.2
Permits Table 1.12.20(a), 20.15.2, 20.15.6.2, 20.15.7.2
Sprinkler systems 13.3.2.25, A.13.3.2.25

Storage tank buildings (def"mition) 3.3.27.11
Storage tanks see Tanks
Stored electrical energy systems 11.7.3, 11.7.4.3
Stores

Definition 3.3.227, A.3.3.227
Fireworks sales at see Fireworks, Consumer

Story
Definition 3.3.228
Means of egress, number of 14.9.1.1, 14.9.1.2
Occupiable (definition) 3.3.228.1, A.3.3.228.1

Street (def"Inition) 3.3.229; see also Roadways
Street floor (def"mition) 3.3.230, A.3.3.230
Structural failure, occupant protection from 5.2.2.8
Structural integrity 4.1.4.2.3
Structures see also Buildings

Access to see Access, fire-fighting
Definition 3.3.231, A.3.3.231
Special 20.16

Styrene cross-linked composites manufacturing 43.8,
A.43.8.1 to A.43.8.5.3

Sub-floor work areas, repair garages 30.2.6, 30.2.8.3
Submersible pumping systems 42.2.5.4
Summarily abate (def"mition) 3.3.232
Supervision

Cooking equipment alarm systems 50.4.4.10, 50.4.9,
A.50.4.4.10 (4)

Fire pump valves 13.4.3, A.13.4.3
Sprinkler systems 13.3.1.7, A.13.3.1.7.1

Supervisory signals see Signals
Suppression systems see Extinguishing systems
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Systems see also specific systems
Definition 3.3.233
Design/installation 4.4.6

-1I'-
Tactics (defmitiOln) 3.3.234
Tank cars 66.5.5, A.66.5.5.3 to A66.5.5.12
Tanks

Aboveground
Alternative fuels 42.2.8.3, A42.2.8.3.3
Definition 3.3.235.1, 3.3.235.2
Flammable and combustible liquids storage 66.2,

A66.2.3.1.1 toA66.2.5.7.4
Hazardous materials 60.1.2.11.2.1(1)
Motor vehicle fuel dispensing facilities 42.2.2.2.2, 42.2.3.2.1,

42.2.3.3.2,42.2.3.5 to 42.2.3.11, 42.2.7.2.2.5, A.42.2.3.3.2
Fire-resistant 42.2.3.5
Protection 42.2.3.6 to 42.2.3.9, A.42.2.3.8, A.42.2.3.9
Vaults 42.2.3.4
Protected (definition) 3.3.236.2.1

Aboveground storage tank
Definition 3.3.235.1

ASME seeASME containers or tanks
Cargo 42.3.9
Compressed gas 63.3.1, A63.3.1.1 to A63.3.1.1O.3
Flammable and combustible liquids 66.2, 66.5.3.7.1,

66.5.3.7.4,66.5.4.4.2, 66.5.4.5,A66.2.3.1.1 to
A66.2.5.7.4, A66.5.4.5(3)

Fuel
Aircraft fuel 42.4.3.3, A42.4.3.3.1
Boat storage and 28.1.8.1.5
Fire pump fuel supply 13.4.4.4, AI3.4.4.4
Generators 25.1.12.2
Heliports' 21.3.3.2

Hazardous materials 60.1.1.2, 60.1.2.22.2,
60.1.2.24,60.1.3.3.3(3) (a)

Motor vehicle fuel dispensing facilities 42.2.3,
42.2.7.2.2.4,42.2.7.2.2.5,42.2.7.4,42.3.2,42.3.8,
A.42.2.3.3.2 to A.42.2.3.9, A.42.3.2.2, A.42.3.8.2

Portable 42.3.8, 43.1.6.5.1, A.42.3.8.2
Definition 3.3.235.4
Flammable and combustible liquids 66.4, 66.4.4.3.9, 66.4.7,

66.5.3.7.8,66.5.3.7.9,66.5.4.2,66.5.4.4.1,
A66.4.2.1 (5) to A.66.4.1O.2

Mixing tanks 43.1.6.3.1
Secondary containment (definition) 3.3.235.5
Stationary (definition) 3.3.235.6
Storage (definition) 3.3.235.7
Underground 42.2.2.2.2, 42.2.3.3.1,

66.2.1 (1), 66.2.5.1.4, 66.2.5.5, A66.2.5.5.4(2); see also
LP-Gas containers

Water supply 61.4.6.4.2
Tank vellnides 42.2.7.2.2, 42.2.7.6, 42.3.9,

42.4.5.17 to 42.4.5.20, 66.5.5, A42.2.7.2.2.1, A.66.5.5.3
to A.66.5.5.12

Tar kettles see Kettles
Tedmicall assisumce 1.15,5.1.5, A1.15, A.5.1.5
Telephones, two-way 13.7.2.27.2.2
Television production soundstages 20.16.1.2, Chap. 32
Temporary heatIDg eqUJipment see Heating equipment and

appliances
Temporary wiring 11.1.6

Definition 3.3.236
Tensioned-membrane structures 25.5.2, 25.6.4
Tents 25.1, 25.2, A25.1.6, A25.1.8

Fireworks sales see Fireworks
Permits Table 1.12.20(a), 25.1.2

Terminall bWidings, airport seeAirport terminal buildings
Testing see Inspection, testing, and maintenance

Ties, outside storage of 31.3.1.1(3),31.3.5,
A31.3.5.1.1 to A31.3.5.3.5

1["'nre-rebWllding plants Table 1.12.20(a)
T"nres see also Tire storage

Rubber (definition) 3.3.237.1
Scrap (definition) 3.3.237.2

1["'Ire storage ....... 34.1.1, 34.8, A34.1.1.2(7), A34.8.1 to A34.8.3.1.1
Banded (definition) 3.3.225.1
Bulk storage 20.15.4

Automobile wrecking yards 22.7
Sprinkler systems for 13.3.2.25.5

Laced Fig. A.34.8.1 (g)
Definition 3.3.225.6, A3.3.225.6

Miscellaneous (definition) 3.3.225.7, A3.3.225.7
On-side Fig. A.34.8.1 (e)

Definition 3.3.225.8
On-tread 34.8.3.1.3, Fig. A34.8.1 (f)

Definition 3.3.225.9
Outside storage Table 1.12.20(a), Chap. 33

Altered tire material, storage of 33.1.7, 33.1.8, 33.7,A.33.7.5
Sprinklered buildings, fire fighting recommendations

for Annex M
']['ide of code 1.1.2
Torch-appliedroofmgsystems Table 1.12.20(a), 16.6
Torches, me of see Hot work
Towern 13.7.2.27.1
Toxic gas 60.3.2.5.1,63.1.3.1 (2) (d), 63.1.3.4.1,

63.2.3.1.4, Table 63.2.3.1, Table 63.3.1.6.2, 63.3.9,
A63.3.9.3.6; see also Compressed gas

Definition '" 3.3.122.17
Permit amounts for Table 1.12.20(b), Table 1.12.20(d)
Refrigerants 53.8.2, 53.8.5

Toxic materials (solids and B.iqlllids) Tables 60.1.3.2(a)
to (h), Table 60.1.3.3(b), Table 60.2.6.5, Chap. 68; see
also Hazardous materials

Definition 3.3.156.11
Permit amounts for Table 1.12.20(d)
Secondary containment Table 60.3.8.2.3

Tracer buillets and. tracer charges 17.3.4.2
Trade seCll'ets 1.7.10.4
Trade shows see Exhibits
Traffic calming devices 18.2.3.4.7
Trammg

Board and care occupancy residents, of 20.5.2.2
Staff see Staff, training of

Treated fmishes 12.6
Treatment systems (dlefmition) 3.3.233.12
Trouble signals see Signals
Tmck repair garages see Repair garages
Turbines, gas 11.7.1
1rwo-famMy dwelliJrngs see One- and two-family dwellings

-u-
Unauthorized discharge (c:lIefmJition) 3.3.239
Uncertainty anallysis see Analysis
Unde~Wld reieases, flammable and. combustibHe

liqlllidls 66.7, A66.7
UlI}(lle~undstructures

Emergency plans 10.9.1
Parking structures 29.1.1

Definition 3.3.165.20.1
Sprinkler systems 13.3.2.23

Underground tanks see Tanks
Unit operation or process (definition) 3.3.240
Units of measurement 1.5
lUnit (vessel), operating or process see Operating or process unit

(vessel)
Unstable (reactive) gas 63.1.3.1(1)(e), 63.1.3.1 (1)(f),

Table 63.2.3.1, Table 63.2.9, Table 63.3.1.6.2, 63.3.10; see
also Compressed gas; Hazardous materials

Definition 3.3.122.18, A.3.3.122.18
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Permit amounts for Table 1.12.20(b), Table 1.12.20(d)
Unstable (reactive) materials (solids and liquids) .... Tables 60.1.3.2(a)

to (h), Table 60.3.2.6, Chap. 72; see also Hazardous
materials

Definition 3.3.156.12
Permit amounts for Table 1.12.20(d)
Secondary containment Table 60.3.2.8.3
Specific occupancies, storage and

use in Tables 60.1.3.2(a) to (h)
Untenable conditions, occupant protection from 5.2.2.6
Use

Closed system use (definition) 3.3.244.1, A.3.3.244.1
Incidental liquid use or storage (definition) 3.3.142
Open system use

Definition 3.3.244.2
Special use (definition) 3.3.244.3

Utilities 11.4
Utility plants, LP-Gas at 69.7

-v-
Vacant buildings 5.3.3(8), 10.13, A.lO.13.2.1
Valve-regulated batteries see Batteries (lead-acid)
Valves see also Excess flow valve

Compressed gas systems 63.3.3.1.5
Cryogenic fluid piping systems 63.4.13.4 to 6.4.13.6
Fire pump valves, supervision of 13.4.3, A. 13.4.3
Indicating (definition) 3.3.245.1
LP-Gas systems and equipment 69.2.3, 69.3.7, 69.3.8,

69.3.13.3.8, 69.3.13.3.10, 69.5.2.2, A.69.3.8.8
Outlet cap or plug 63.3.9.3.1.1, 63.3.15.3

Definition 3.3.245.3
Ozone gas-generating equipment G.5
Protection cap 63.3.1.5.3

Definition 3.3.245.4
Protection device 63.3.1.5

Definition 3.3.245.5
Reduced flow (definition) 3.3.245.2
Water-control Table 1.12.20(a)

Vapor pressure (defInition) 3.3.246, A.3.3.246
Vapor processing systems (defInition) 3.3.233.13
Vapor recovery systems 42.2.5.8

Definition 3.3.233.14
Vapors, flammable , see Flammable vapors
Vaults

Combustible fiber storage 45.5.4
Doors 12.4.3, A.12.4.3
Flammable and combustible liquids, aboveground

tanks for 66.2.2.2
Motor vehicle fuel dispensing facility tank 42.2.3.4

Vegetation, combustible 5.3.3(9),10.13.1,
10.14, 17.3.5, 33.5.2, 60.1.2.21, 63.3.1.6.3, 65.11.4.6.1,
68.3.3, A.I0.14.3, A.I0.14.9.4, A.17.3.5.1.5, L.6.8

Vehicles see Motor vehicles
Vented batteries see Batteries (lead-acid)
Ventilation systems see Heating, ventilating, and

air conditioning (HVAC) systems
Venting

Compressed gases and cryogenic fluids ......... 63.2.15, 63.3.3.1.6
Deflagration 42.5.1.4.3.3, 42.5.1.4.3.4.1, A.42.5.1.4.3.3
Emergency relief venting (definition) 3.3.87
Flammable and combustible liquids processing

areas 66.5.3.3.4, A.66.5.3.3.4
LP-Gas 69.3.5.4.2, 69.4.3

Vents
Cleaning 50.5.4, A.50.5.4.2
Emergency smoke and heat 34.3.2,34.5.4.2(4), A.34.3.3, L.2.2
Heating equipment and appliances 11.5.4
Tanks, flammable and combustible liquids

storage 66.2.2.5.1,66.2.2.5.2
VerifIcation method (defInition) 3.4.22
Vertical openings see Openings, vertical
Vessels, marine see Marine vessels

2006 Edition

Vessels, process see Operating or process unit (vessel)
Violations of code 1.16, 10.1.4

Model citation program Annex E

-w-
Walls

Fire 12.3, 12.7.5, A.12.3.2, A.12.7.5.6.3(l) (c)
Fire barrier 12.7.2, 12.7.5, A.12.7.5.6.3(l) (c)
Temporary separation, construction site 16.4.2, A.16.4.2.4

Warehouses
General-purpose

Definition 3.3.249.1
Flammable and combustible liquids storage in 66.4.5.2

Liquid 66.4.4.1, Table 66.4.4.2.1, 66.4.4.4.4
Definition 3.3.249.2

Warrant of fItness 4.5.5
Waste, combustible Chap. 19,43.1.8.5, A.43.1.8.5

Aerosol containers , 61.7.5
Baled cotton storage L.6.5
Buildings under construction 16.2.2, A.16.2.2.1, A.16.2.2.4
Definition , 3.3.54, A.3.3.54
Demolition sites 16.5.3
Forest products, storage of 31.3.2.1.1, A.31.3.2.1.1

Waste recycling facilities 31.3.7, A.31.3.7
Motor vehicle fuel dispensing facilities 42.2.7.2.6
Organic peroxide storage 70.3.4.7, A.70.3.4.7.2
Oxidizer storage 70.2.4.9, A.70.2.4.9.2, A.70.2.4.9.5
Repair garages 30.3.2.4
Storage occupancies , 34.6.4
Vacant buildings 10.13.1
Wildland fire-prone areas 17.3.4.7.2

Water capacity (dlefmition) 3.3.250
Water-control valves Table 1.12.20(a)
Waterflow alarms 11.9.5(6), 13.7.3.6,34.5.5.1, A.13.7.3.6.5
Water mist extinguishing systems Table 13.8,66.4.8.3
Water-reactive materials .... Table 60.1.3.1, Tables 60.1.3.2(a) to (h),

Table 60.2.6.5, Table 60.3.2.6, 66.4.10.1,Chap. 73,
A.66.4.10.1,; see also Hazardous materials

Class 1 (definition) 3.3.157.12.1
Class 2 (definition) 3.3.157.12.2
Class 3 (definition) 3.3.157.12.3
Definition 3.3.156.13
Permit amounts for Table 1.12.20(d)

Water spray systems Table 13.8
Airport terminal buildings 21.2.3.5.3
Flammable and combustible liquids storage, handling,

and use 66.4.8.3, 66.5.9.3.4, A.66.5.9.3.4
Organic peroxide storage 70.3.4.6.2, A. 70.3.4.6.2

Water supplies 13.5, 18.3, A.18.3.1 to A.18.3.3
Aerosol products storage, use, and handling 61.4.6.4
Assembly occupancies 20.1.3.3
Baled cotton storage L.4.2
Buildings under construction 16.4.3.1, A.16.4.3.1.1
Flammable and combustible liquids storage, handling,

and use ..... 66.4.8.4,66.5.9.3.1, 66.5.9.3.2, A.66.5.9.3.2
Foam extinguishing systems 21.3.6.4
Forest products, storage of 31.3.3.2.2,31.3.4.3.1,

31.3.5.3.2, 31.3.6.3.5, 31.3.8.3.4, A.31.3.3.2.2,
A.31.3.4.3.1, A.31.3.5.3.2, A.31.3.6.3.5, A.31.3.8.3.4

Marinas and boatyards 28.1.6.2.4, 28.1.6.4,
28.1.8.3.1, A.28.1.6.2.4

Oxidizer storage 70.2.4.8.1.1
Private 18.3.5
Spray application operations 43.1.7.4.3
Sprinkler systems 43.1.7.4.3, 70.3.4.6.3
Storage occupancies 34.6.6.2, A.34.6.6.2
Tires, outside storage of 33.4.2

Welding and cutting see Hot work operations
Wet chemical extinguishing systems Table 13.8
Wet pipe sprinkler systems 13.3.3.6,66.4.8.2, 70.3.4.6.2.1,

A.13.3.3.11, A.66.4.8.2
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Wetting agent extinguishing units L.4.4.3
Wharves 28.1.7.2,28.2, A.28.2.2 to A.28.2.4; see also Piers

Definition 3.3.251
WIldland fnre-prone areas 17.3, A.17.3.1 to A.17.3.5.1.5

Permits Table 1.12.20(a), 17.3.2, A.17.3.2
WJ.1dlandjwrban interlace Chap. 17

Definition 3.3.252
Wmdowiess structwres

Emergency plans 10.9.1
Sprinkler systems 13.3.2.23

Wmdows see also Opening protectives
Fire windows see Fire windows
Fireworks facilities 65.11.3.6.1, 65.11.5.3.1
Motor fuel dispensing facilities 30.1.6.3, 42.2.6.5.3
Sprinkler temperature ratings Table 13.3.1.8(b)

WIring see also Electrical equipment and systems
For oil-burning appliances 11.5.1.7
Permanent 11.1.3 to 11.1.5
Temporary " 11.1.6

Definition 3.3.237
Wood see also Logs

Cordwood (definition) 3.3.70
Lumber see also Lumber yards

Definition 3.3.152
Storage, manufacturing, and processing of Chap. 31

Wood clb.ips, storage of 31.3.6, A.31.3.6.1 to A.31.3.6.4.3
Wooden jp2lllleis

Definition 3.3.253
Outside storage of Chap. 31

Wood processing and woodworking facilities Table 1.12.20(a),
13.3.2.26,31.1,31.3.9, A.31.1

Wreckimlg yanlls see Automobile wrecking yards
Written notice (def"IlJIlliaiOllD.) 3.3.254

-y-
Yards

Automobile wrecking Table 1.12.20(a), Chap. 22
Exit discharge 14.11.1.1
Storage see also Baled cotton; Outdoor storage

Definition 3.3.225.12
Forest products storage Chap. 31

-Z-
Zoned egress, Use condition Il[ (defimaion) 3.3.165.8.1.2
Zoned impeded egress, Use conditiOiD. m

(def'miaion) 3.3.165.8.1.3
Zonmg, allarm 13.7.1.4.13, A.13.7.1.4.13.2.1, A.13.7.1.4.13.2.2
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Sequenee ofEvents Letuiiflg toPub~
ofan NFPA Committee Document

Call goes out for proposals to amend eXIStingdocument or for
recommendations on new document.

Committee meets to act on proposals, to develop its own pro-­
posals, and 00 prepare its report.

"Committee votes Olll proposals by letter ballot. If two-thirds ap"-
prove, report goes forwanl Lacking tw<>-thirds

approval, report returns to committee.

'1"

Report - Repurt on Proposals (ROP) - is published for public
review and comment.

Commiittee meets to act on each public comment ll'eceived.

"Committee votes on comments by letter ballot. If t'Wo-thirds
approve, supplementary report goes fonvard.

Lacking tw<Hhirds approval, supplementary report remms to
committee.

...
Supplementaryreport- Repurt on Comments (ROC) - ns pub­

lished for public review.

'V

NFPA membership meets (Annual or Fall Meeting) and acts
on committee report (ROP or ROC).

"Committee votes on any amendments to report approved at
NFPAAnnual or Fall Meeting.

T

Appeals to Standards CoUllldl on Association action must be
filed within 20 days of the NFPA Annual Oil" Fall Meeting...

Standards Council decides, based on all evidence, whether
or not to issue standard or to take other action, including

upholding any appeals.

The following dassificatiOlllS apply to Technical Commit­
ft.ee members and represent their principall interest in the
activity of a committee.
M Manufacturer.A representative ofa maker or maJI"keter of

a product, assembly, or system, or portion thereof, that
is affec1ted by the standard.

U User: A representative of an entity that is subject to the
provisions of the standard or that voluntarilly uses the
Sf!andard.

11M IflSililJev/M~ A representative of an entity that ns
in the business ofinstalling ormaintaining a product, as­
semb1y~ or system affected by the standard.

L Lo1Jor. A labor representative or employee concerned
with. safety in the workplace.

Ro/T Applied &searchlTemng Laboratory: A representative of
an mdepellldenft testing laboratory or independent ap­
plied research organization that promulgates andloll"
enforces standards.

E Enfl!1'l'dng Authmity: A representative of an agency or
an organization that promulgates and/or enforces
stamldards.

I InsiJl:roi,u:e: A representative of an insurance company,
broker, agent, bureau, Oil" inspection agency.

C Comumer. A person wllio is, or represents, the ultimate
purchaser ofa product, system, or service zffeeted by the
standard,butwhoisnotincludedin the Userclassification.

SE speeioJ.&:pm:A person not representing any of the pre­
viOlllS classifications, bULt who has special expertise in the
scope of the standard or portion thereof.

NOTE JI.: "Standard" connotes code, standard. IreOOmmended
practice, or guide.

NOTE 2: A ll'epresenwive includes an employee.

NOTE 3: While these classifications will be used by the Stan­
dards Cmmcil to achieve a balance for Technical Committees,
the StaJIlldards ()ouncil may determine that new classifications
of mem1belCS or unique interests need representation in order
to foster the best possible committee dehDerations on any
project. In this connection, the St3ndards Council may make
such appomtmeIllts u it deems appropriate in the public inter­
est, such as me classification of"Utilities" in the National Dec­
\trical Code Committee.

NOTE 4: Representatives ofsubsidiaries ofmy group are gen­
erally considered to have the same classification as the parent
organiDtion.
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AJl))J!))n'ITONAlL NOTITCJES ANJ!)) J!))ITSClLAITMJEJRS

UJPidlatnrrng of NIFJlDA J!))OCUJlmell1lts
Users of NFPA codes, standards, recommended practices, and guides should be aware that these documents may be su­

perseded at any time by the issuance of new editions or may be amended from time to time through the issuance of Tenta­
tive Interim Amendments. An official NFPA document at any point in time consists of the current edition of the document
together with any Tentative Interim Amendments and any Errata then in effect. In order to determine whether a given doc­
ument is the current edition and whether it has been amended through the issuance of Tentative Interim Amendments or
corrected through the issuance of Errata, consult appropriate NFPA publications such as the National Fire Codes Subscrip­
tion Service, visit the NFPA website at www.nfpa.org, or contact the NFPA at the address listed below.

llnllteIrJPiIretatnoll1ls of NIFJlDA J!))ocUJlmell1lts
A statement, written or oral, that is not processed in accordance with Section 6 of the Regulations Governing Com­

mittee Projects shall not be considered the official position of NFPA or any of its Committees and shall not be consid­
ered to be, nor be relied upon as, a Formal Interpretation.

JlDatell1lts
The NFPA does not take any position with respect to the validity of any patent rights asserted in connection with any

items which are mentioned in or are the subject of NFPA codes, standards, recommended practices, and guides, and the
NFPA disclaims liability for the infringement of any patent resulting from the use of or reliance on these documents.
Users of these documents are expressly advised that determination of the validity of any such patent rights, and the risk
of infringement of such rights, is entirely their own responsibility.
NFPA adheres to applicable policies of the American National Standards Institute with respect to patents. For further
information, contact the NFPA at the address listed below.

lLaws & JRegll.RHatnons
Users of these documents should consult applicable federal, state, and local laws and regulations. NFPA does not, by

the publication of its codes, standards, recommended practices, and guides, intend to urge action that is not in compli­
ance with applicable laws, and these documents may not be construed as doing so.

COJPiyIrng!htts
This document is copyrighted by the NFPA. It is made available for a wide variety of both public and private uses.

These include both use, by reference, in laws and regulations, and use in private self-regulation, standardization, and
the promotion of safe practices and methods. By making this document available for use and adoption by public au­
thorities and private users, the NFPA does not waive any rights in copyright to this document.

Use of NFPA documents for regulatory purposes should be accomplished through adoption by reference. The term
"adoption by reference" means the citing of title, edition and publishing information only. Any deletions, additions,
and changes desired by the adopting authority should be noted separately in the adopting instrument. In order to assist
NFPA in following the uses made of its documents, adopting authorities are requested to notify the NFPA (Attention:
Secretary, Standards Council) in writing of such use. For technical assistance and questions concerning adoption of
NFPA documents, contact NFPA at the address below.

IFOIr lFUJlIrtlher llrrnfoIrrrrrmtnonll
All questions or other communications relating to NFPA codes, standards, recommended practices, and guides and

all requests for information on NFPA procedures governing its codes and standards development process, including in­
formation on the procedures for requesting Formal Interpretations, for proposing Tentative Interim Amendments, and
for proposing revisions to NFPA documents during regular revision cycles, should be sent to NFPA headquarters, ad­
dressed to the attention of the Secretary, Standards Council, NFPA, 1 Batterymarch Park, PO. Box 9101, Quincy, MA
02269-9101.

For more information about NFPA, visit the NFPA website at www.nfpa.org.
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